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From: Tai, Tom

Sent: Monday, June 29, 2009 4:11 PM
To: Stillwell, Daniel

Cc: STPCOL

Subject: Draft RAI 3107 for Chapter 19.0
Attachments: RAI 3107 19-xx.doc

Bill,

Attached for your information and use is an advance copy of draft RAl 3107 for Chapter 19.0.

If you need a conference call to clarify the requested information, please contact me. If a conference call is not
needed, please send me an email and | will continue the formal process of issuing the RAI to STPNOC.

Regards

Tom Tai

DNRL/NRO

(301) 415-8484
Tom.Tai@NRC.GOV
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Request for Additional Information No. 3107 Revision 0

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 19 - Probabilistic Risk Assessment and Severe Accident Evaluation
Application Section: 19.0 PRA

QUESTIONS for PRA Licensing, Operations Support and Maintenance Branch 2 (ESBWR/ABWR
Projects) (SPLB)

1 9_***

In Section 19.2, Table 19.2-2 of the STP FSAR, Rev. 2, “PRA Assessment of STP COLA
Departures from ABWR DCD”, Departure STP DEP 9.2-5 (Reactor Service Water [RSW]
system), it is stated that only the portion of the RSW in the CB was described in the
ABWR DCD, remaining portion is not contained in the ABWR DCD. STP provided the
plant specific description of RSW in FSAR Section 9.2.15. The potential impact of this
departure on PRA was stated in 19.3 (Internal Event), 19.4 (External Event and
Shutdown Risk), 19.11 (Human Action), 19Q (Shutdown Risk) and 19R (Probabilistic
Flooding Analysis). However, there was no discussion of the potential impact of this
system on the fire risk in Section 19M. Please explain if this system is included in the
fire risk assessment, and if so, please discuss their impact on the fire risk.
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