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To: 'gscashell@stpegs.com'

Cc: STPCOL

Subject: Revised DRAFT RAI 2898
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Steve,

Please review this DRAFT RAI 2898. As | stated via telecon, the technical reviewer revised the RAI slightly in
order to combine two potential RAls into one. Please let me know if the question remains clear and if so, | will
issue the RAL.

Stacy

Stacy Joseph

Project Manager

U. S. Nuclear Regulatory Commission
Office of New Reactors
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Request for Additional Information No. 2898 Revision 0

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 14.02 - Initial Plant Test Program - Design Certification and New License Applicants
Application Section: 14.2.12.1.52

QUESTIONS for Engineering Mechanics Branch 1 (AP1000/EPR Projects) (EMB1)

14.02-***

The COL applicant supplemented FSAR Subsections 14.2.12.1.2 and 14.2.12.1.52 by
deleting NEDO 33316, “Advanced Boiling Water Reactor (ABWR) Vibration Assessment
Program in compliance with RG 1.20,” and replacing it with a reference to Subsections
3.9.2.3 and 3.9.2.4 in the STP Units 3&4 FSAR. The information in STP FSAR
Subsections 3.9.2.3 and 3.9.2.4 is not sufficient to provide reasonable confidence that
these two preoperational tests for the Reactor Recirculation System and the Reactor
Vessel Flow-Induced Vibration System will satisfy the NRC regulations.

For example, Criterion XI of Appendix B to 10 CFR Part 50 requires that a test program
be established to ensure that all testing required to demonstrate that structures,
systems, and components (SSCs) will perform satisfactorily in service is identified and
performed in accordance with written test procedures that incorporate the requirements
and acceptance limits in applicable design documents. The test program should include,
as appropriate, proof tests before installation, preoperational tests, and operational tests
during plant operation of SSCs. Test procedures should include provisions for ensuring
that all prerequisites for the given test have been met, adequate test instrumentation is
available and used, and the test is performed under suitable environmental conditions.
Test results should be documented and evaluated to ensure that test requirements have
been satisfied. The staff requests a comprehensive test program for thess two test
abstracts be submitted to the NRC for review.
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