
1

PMSTPCOL PEmails

From: Tai, Tom
Sent: Tuesday, July 07, 2009 8:08 AM
To: Agles, James
Cc: STPCOL
Subject: Draft RAI 3112 - Chapter 9.4.3
Attachments: RAI 3112 09.04.03-xx.doc

Jim, 
 
Attached for your use is a draft of RAI 3112 for Chapter 9.4.3. 
 
Please let me know if you need to have a telephone conference for clarification.  If you do not, please let me 
know so I can issue the RAI immediately. 
 
Regards 
 
Tom Tai 
DNRL/NRO 
(301) 415‐8484 
Tom.Tai@NRC.GOV 
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Request for Additional Information No. 3112 Revision 2 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 09.04.03 - Auxiliary and Radwaste Area Ventilation System 

Application Section: 9.4.6 Radwaste Building HVAC System 
 
QUESTIONS for Component Integrity, Performance, and Testing Branch 2 (ESBWR/ABWR Projects) 

(CIB2) 
 
09.04.03-*** 

Changing the Site Parameters in STP DEP T1 5.0-1:  
      
(A) Provide justification for removing the summer and winter indoor design conditions 

from the  ITAAC. 
  
(B) According to the DCD, the Radwate Building HVAC System design is based on an 

outdoor summer maximum temperature of 46°C (114.8°F).  However, the departure 
has modified it to “1% exceedance site temperature” for the STP, i.e., 32.8°C (91°F).  
Provide justification for using the “1% exceedance site value” as the outdoor design 
temperature, instead of 46°C (114.8°F) as certified in the ABWR DCD, while the STP 
site temperatures do exceed 40C (104°F) during May and June. Also provide a 
documented reference for the 1% exceedance temperatures used as the summer 
and winter outdoor design conditions for STP. 
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