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From: Joseph, Stacy

Sent: Wednesday, July 08, 2009 11:08 AM

To: 'Cashell, George S'

Cc: STPCOL

Subject: DRAFT RAI 2841 related to SRP Section 14.2
Attachments: RAI 2841.doc

Steve,

Attached is DRAFT RAI 2841 related to SRP Section 14.2 . Please let me know if you require a telecon to
ensure that your understanding is clear.

Thank you,
Stacy

Stacy Joseph

Project Manager

U. S. Nuclear Regulatory Commission
Office of New Reactors

Division of New Reactor Licensing

(Office) 301-415-2849
(Fax): 301-415-5399

Mail Stop T7-F31
Washington DC 20555-0001
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Request for Additional Information No. 2841 Revision 0

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013

SRP Section: 14.02 - Initial Plant Test Program - Design Certification and New License Applicants

Application Section: 14.2

QUESTIONS for Electrical Engineering Branch (EEB)

14.02-***

In Subsection 14.2S.12.1.80, “Electrical Switchyard System Preoperational Test,”
under paragraph (3), “General Test Methods and Acceptance Criteria,” the
applicant provided a list of preoperational tests ((a) through (g)) that will be
conducted to demonstrate the capability of the switchyard system to provide
power to plant loads under various plant operating conditions. Please indicate
that the list will also include (1) Capability to transfer between normal offsite and
alternate offsite sources in accordance with testing requirements of General
Design Criteria (GDC) 18; (2) Verification that the measured voltages at the
various AC buses are consistent with the analytically derived values in
accordance with Branch Technical Position (BTP) 8-6; and (3) Verification that
adequate voltage is provided to safety-related loads under degraded voltage
setpoints in accodance with BTP 8-6. Otherwise indicate why they are not
required.
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