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From: Muniz, Adrian
Sent: Wednesday, July 22, 2009 1:54 PM
To: jwcook@stpegs.com
Subject: Draft RAI 3133
Attachments: Draft RAI 3133.doc

James: 
 
I have attached to this electronic communication a draft request for additional information (RAI) for Section 
7.8.2 of the STP COLA.  If you need a conference call to clarify the requested information, please contact me.  
If a conference call is not needed, please send me an email and I will continue the formal process of issuing 
the RAI to STPNOC. 
 
Thanks, 
 
Adrian Muñiz, USNRC 
Chapter 7 PM 
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Request for Additional Information No. 3133 Revision 02 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 07.08 - Diverse Instrumentation and Control Systems 

Application Section: 7.8.2 
 
QUESTIONS for Instrumentation, Controls and Electrical Engineering 2 (ESBWR/ABWR Projects) 

(ICE2) 
 
07.08-*** 

In subsection 7.8.2, the applicant has committed to performing electrostatic discharge 
(ESD) testing on the ABWR control equipment in accordance with IEC Publication 801-
2.  IEC Publication 801-2 seems to be no longer active.  IEC 61000-4-2, Electromagnetic 
Compatibility (EMC) - Part 4-2: Testing and Measurement Techniques - Electrostatic 
Discharge Immunity Test replaces IEC 801-2.  This International Standard relates to the 
immunity requirements and test methods for electrical and electronic equipment 
subjected to static electricity discharges, from operators directly, and to adjacent objects. 
It additionally defines ranges of test levels which relate to different environmental and 
installation conditions and establishes test procedures.  Verify the standard that would 
be used to perform this ESD testing. 
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