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From: Joseph, Stacy
Sent: Monday, August 10, 2009 4:24 PM
To: 'Cashell, George S'
Cc: STPCOL
Subject: Draft RAI for SRP Section 14.2
Attachments: RAI 2779.doc

Steve, 
 
Please review the attached DRAFT RAI related to SRP Section 14.2 within 5 working days.  Please let me 
know if a telecon is needed in order to clarify this RAI. 
 
Thank you, 
 
Stacy Joseph 
Project Manager 
U. S. Nuclear Regulatory Commission 
Office of New Reactors 
Division of New Reactor Licensing 
 
(Office) 301-415-2849 
(Fax): 301-415-5399 
Mail Stop T7-F31 
Washington DC 20555-0001 
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Request for Additional Information No. 2779 Revision 2 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 14.02 - Initial Plant Test Program - Design Certification and New License Applicants 

Application Section: 14.2.12 
 
QUESTIONS for Reactor System, Nuclear Performance and Code Review (SRSB) 
 
14.02-*** 

In FSAR Subsection 14.2.12.2.5, the COL applicant deleted the friction testing 
requirement for the CRD system because a new position and monitoring system is used 
to monitor the CRD system. The staff found that STD DEP 14.2-1 is a departure to a 
first-of-a-kind (FOAK) test for the CRD System.  For a FOAK test, RG 1.206, Regulatory 
Position C.I.14.2.8, “Utilization of Reactor Operating and Test Experiences in Test 
Program Development,” states, “the COL applicant should also include the justification 
for not including preoperational and/or startup testing for any unique or first-of-a-kind 
design features.” NUREG-0800, SRP 14.2, Acceptance Criteria 5.C, also states “for 
new, unique, first-of-a-kind design features used in the facility, the functional testing 
requirements and acceptance criteria necessary to verify their performance should be 
submitted for review and approval.”   
  
The COL applicant did not provide any details on how this new FOAK system 
accomplishes the friction testing function.  Consistent with RG 1.206, Regulatory 
Position C.I.14.2.8 and SRP 14.2, Acceptance Criteria 5.C, please provide details on 
how the new position and monitoring system fulfils the test requirement for detecting 
CRD friction problems during CR insertion or withdrawal or justify an alternative.   
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