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Title: 125 VDC Division II Load and Voltage Study Calculation Number: 87-131D

CED/EE Number: EE 02-042

System/Structure: EE Setpoint Change Number: N/A

Component: Various Discipline: Electrical

Classification: [ X ] Essential; [ ] Non-Essential SQAP Requirements Met? [X] Yes; [ ] N/A

escription:

'his NEDC documents the sequence of events on the Division II 125 Volt DC system for three design basis events.
[These events are: Loss of Offsite power and Loss of Coolant Accident (LOOP/LOCA), Station Blackout (SBO), and an
Appendix R Fire in fire areas CB-A and CB-D. The treatment of the Appendix R scenario is necessary to establish a
basis for the allowed battery charger power supply repair activity. In addition, this NEDC determines the terminal
voltage at the devices of the 125 Vdc Division II system and verifies adequate voltage is available for components to
perform their safety function. This calculation also provides the basis for the battery test load profile.

Revision Summary:

Incorporated CCN 7C1 (#1): Added I/I converter load to HPCI-ES-1108 in ASD load tabulation per CED 1999-0070.
Incorporated EJ 98-140 per CED 1998-0248 which replaced AR-SOV-SPV165 in circuit BB1/10. Incorporated EJ 98-036
•er MP 96-103 which removed relays DG-REL-DG2(4EBB) and (20EBB) from circuit DG2/4.
Incorporated CCN 7C1 (#2): Revised relay SA-REL-TDRB in circuit BB3/4 per CED 4177338.
[ncorporated CCN 7C2: Added new relays EE-REL-(63DL-1G)(TDR) and EE-REL-(63DH-1G)(TDR) to circuit BB3/6
,er CED 2001-0023. Revised relay DGLO-REL-DG2(14RYl) in circuit DG2/4 per CED 2001-0146 and NAIT 4-12780.
Incorporated Other NAIT 4-00091 which revised MS-SOV-86A, 86B, 86C, and 86D in circuit BB2/9.
[ncorporated CCN 7C3: Revised AR-SOV-SPV158 in circuit BB1/10 per CED 6006984.
kddressed NAIT items: Other Calc 4-04537, Revised justification in Appendix R for low voltage to DGDO-MOT-FOBP2.
Dther 4-03235, Revised RPV level setpoint references to use generic levels (Level 1,2,3,etc.) rather than actual values in
.nches.
kdditional Changes: Incorporated changes from CED 1999-0187: revised load information in Appendix L for HPCI-
ýOV-SPV788, MS-SOV-SPV784, 785, 786, and 787. Raised Aging Coefficient from 0.80 (80%) to 0.90 (90%) consistent
vith Technical Specification Surveillance requirement 3.8.4.8. Incorporated Changes from Revision 1 of NEDC 96-039,
'DC Motor Operated Valve Stroke Time". Corrected cable size, length and terminal boxes for MS-SOV-71A thru H in
kppendix E to be consistent with plant drawings. Agastat relay voltage requirements clarified. Miscellaneous editorial
.orrections, text re-formatted. EJ 99-050 Rev. 1 reviewed and determined to not require calculation incorporation, as it
vas applicable for a temporary modification no longer installed.

'INS Personnel edited Appendix P of ERIN submittal to 're-run' the test profile to include the 0.90 aging factor. This
hange is consistent with the analyzed scenarios as well as conservative with respect to the calculation of record.

8 1 ERIN Engineering & •$a Cohn Mike McCormack
Research Company

6/6/02 4 ý '-j il-ZI- 'Z'

Rev. Status Prepared By/Date Reviewed By/Date Approved By/Date
Number

Status Codes
1. Active 4. Superseded or Deleted
2. Information Only 5. OD/OE Support Only

•3. Pending 6. Maintenance Activity Support Only
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Page: 2 of 4
NEDC: 87-131D

Rev. Number: 8

Nebraska Public Power District

DESIGN CALCULATION CROSS-REFERENCE INDEX

ITEM REV. PENDING CHANGES
NO. DESIGN INPUTS NO. TO DESIGN INPUTS

1 NEDC 91-044 4

2 NEDC 91-197 1
3 NEDC 93-022 5 EJ 96-144, EJ 97-87, EJ 97-101, EJ

97-72 REV.1, EJ 98-66, EJ 98-67, EJ
98-68, EJ 97-121 thru 124

4 Procedure 5.3SBO 2

5 STP 87-013 0
6 STP 92-034 0
7 Tech Spec 3.8.4 178

8 Tech Spec 3.8.5 178
9 NEDC 32687P

10 Procedure 6.EE.609 8
11 Station Blackout Coping 2

Assessment for Cooper Nuclear
Station, Dated 6/23, (Ret. # 9666-
0008)

12 NEDC 96-039, "DC Motor 1
Operated Valve Stroke Time
Calculation"

13 Appendix R Post Fire Safe 0
Shutdown Topical Design
Criteria Document

14

15
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Nebraska Public Power District

DESIGN CALCULATION CROSS-REFERENCE INDEX

ITEM
NO. AFFECTED DOCUMENTS REV. NUMBER

1 NEDC 91-094 4

2 NEDC 93-022 5

3 NEDC 88-298 4

4 SBO Coping Analysis for CNS 2

5 DCD-35 2

6 Technical Specification Bases, Section 3.8.4 0

.1. 4.

4 4.

4. 4

4. 4
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ATTACHMENT 3 AFFECTED DOCUMENT SCREENING
Page: 4 of 4

NEDC: 87-131D
Rev. Number: 8

The purpose of this form is to assist the Preparer in screening new and revised design
calculations to determine potential impacts to procedures and plant operations.©

SCREENING QUESTIONS YES NO UNCERTAIN

1. Does it involve the addition, deletion, or manipulation of a
component or components which could impact a system
lineup and/or checklist for valves, power supplies (breakers),
process control switches, HVAC dampers, or instruments?

2. Could it impact system operating parameters (e.g.,
temperatures, flow rates, pressures, voltage, or fluid
chemistry)?

3. Does it impact equipment operation or response such as
valve closure time?

4. Does it involve assumptions or necessitate changes to the
sequencing of operational steps?

5. Does it transfer an electrical load to a different circuit, or
impact when electrical loads are added to or removed from
the system during an event?

6. Does it influence fuse, breaker, or relay coordination?

7. Does it have the potential to affect the analyzed conditions
of the environment for any part of the Reactor Building,
Containment, or Control Room?

8. Does it affect TS/TS Bases, USAR, or other Licensing Basis
documents?

9. Does it affect DCDs?

10. Does it have the potential to affect procedures in any way
not already mentioned (see review checklists in Procedure
EDP-06)? If so, identify:
The Station Blackout Copine Assessment, Rev. 2 (Ret# 09666

[1 I[X]

[I [ X]

[ I [X]

[ ] [X]

[ ] [X]

I1 IX]
[ ] [X]

[X] []

[X] [ ]

[ ] IX]

[]

[1

[]

[]

[]

[]
[1]

[]

1]

[]

0008) states that an auina
factor of 1.20 (0.80%) is applied in the battery capacity calculations to account for battery
degradation and is conservative with respect to Technical Specification, which allows no
more than a 15% reduction in rated capacity. This same discussion is also included in
DCD-35. CNS Technical Specifications now, however, allow no more than a 10%
reduction in rated capacity. This revision utilizes an aging coefficient of 0.90 (equates to
aging factor of 1.11) which is consistent with a 10% reduction is capacity. This revision
remains consistent with Technical Specifications. The Coping Assessment and DCD-35
should be revised to clarify the treatment of "battery aging" in the new revision of NEDC
87-131D.

If all answers are NO, then additional review or assistance is not required.

If any answers are YES or UNCERTAIN, then the Preparer shall obtain assistance from the
System Engineer and other departments, as appropriate, to determine impacts to procedures
and plant operations. Affected documents shall be listed on Attachment 2.
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REMARKS

This calculation was performed under the ERIN QA Program consistent with NPPD-CNS Procedures and Practices.
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page) for details of the revision. Revision is complete re-write.
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1.0 PURPOSE

This NEDC develops and evaluates event specific load profiles that address three design basis
events. These events are LOOP/LOCA, SBO, and a postulated Appendix R fire in fire areas
CB-A and CB-D that results in loss of power to both 125 Vdc and 250 Vdc Division I1 battery
chargers. The treatment of the Appendix R scenario is necessary to establish a basis for the
allowed battery charger power supply repair activity.

Section 4.3.3 and Appendix C of the Appendix R Post-Fire Safe Shutdown Topical Design
Criteria Document (Ref. 6.40-14) identifies the coping strategies for a postulated fire in each
plant area. A postulated Appendix R fire in fire areas CB-A or CB-D results in loss of power
to both the 125 Vdc and 250 Vdc battery chargers. The Appendix R compliance strategy for
these two fire areas relies upon the Division HI DC system and credits a repair activity to
restore the associated battery chargers. The postulated battery charger repair activity requires
4½ hours. Therefore, the Division II batteries must support the proper operation of the
required system load for this 41/2 hour time period.

The purpose of this NEDC is the following:

1) Determine the 125 Vdc Division II equipment start, stop, and run times for the following
scenarios:

a) LOCA event with concurrent loss of 125 Vdc battery chargers and loss of off-site
power occurring at time t = 0 seconds and ending at t = 4 hours.

b) Station Blackout (SBO) event occurring at time t = 0 seconds and ending at t = 4 hours
(Ref. 6.40.10).

c) Appendix R Fire scenario with loss of offsite power occurring at t = 0 seconds and
ending at t = 4.5 hours.

2) Determine a bounding set of loads on each of the main buses in the 125 Vdc Division II
System for the LOOP/LOCA, SBO, and Appendix R scenarios.

3) Determine the terminal voltages at the devices in the 125 Vdc Division HI System and
verify adequate voltage to perform their safety function for the LOOP/LOCA, SBO, and
Appendix R scenarios.

4) Verify adequate voltage exists at the DC Starter Buses for the Motor-Operated Valves
(MOVs) in the "CNS MOV Program Plan." (Ref. 6.2)
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2.0 REQUIREMENTS

The following requirements are the acceptance criteria for this calculation.

1) All safety related components in the 125 Vdc system must have adequate voltage, as
defined in Appendix L, to perform their safety function for the 4 hour LOOP/LOCA and
SBO scenarios, and the 4.5 hour Appendix R scenario.

2) The 125 Vdc Division II Starter Racks powering DC MOVs in the CNS MOV Program
Plan must have a minimum calculated bus voltage greater than the minimum allowable
voltage defined in NEDC 93-022 (Ref. 6.13).

3) The sustained terminal voltage at running motors must be equal to or greater than 90% of
the motor rating.

3.0 DESIGN INPUTS /ASSUMPTIONS

The following specific design inputs were used to develop this analysis (Refer to design input
cross reference for specific documents). Major assumptions for the analysis are identified
below. Additional specific assumptions are documented at the point of reference.

3.1 Design Inputs

1) For non-MOV motor loads, the circuit resistance is based on two times the power cable
length between the starter and the DC motor, corrected to 75 'C because at high
temperatures cables have higher resistance and consequently give a greater voltage drop.

2) For motor-operated-valves, the thermal overload (TOL) resistance is taken from
NEDC 93-022 (Ref. 6.13).

3) The battery duty cycle is 4 hours for a LOOP/LOCA, 4.5 hours for an Appendix R Fire
scenario, and 4 hours for the SBO scenario.

4) For opening MOVs, sufficient torque must be produced to operate the MOV during
the unseating period. The required torque is directly related to a specific current,
which must be available in order for the MOV to operate. The minimum calculated
starter rack bus voltage will be compared in Appendices A through C to the minimum
required starter rack bus voltage defined in NEDC 93-022 (Ref. 6.13) and EJ 97-101
to verify adequate voltage is available for the MOVs to perform their safety function.
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5) For the 125 Vdc motor-operated valves, the starter rack bus voltage will be used to
verify proper voltage for contactor operation.

6) The 125 Vdc battery is a C&D LCR-25. This is a lead calcium battery with 25
plates/cell (12 positive), 58 cells/bank, and four square posts/cell.

7) The cable size and length is taken from NEDC 91-044 (Ref. 6.1).

8) The battery discharge characteristics are taken from the C&D Battery Discharge
Characteristic Curve D-841 as captured and verified in the EDSA software (EDSA
battery profile C&D LCR-25 D841).

9) A worst case ground fault, defined in NEDC 91-197 (Ref. 6.11), of 1.13 amps at 132.5
Vdc corrected for voltage is added to the 125 Vdc switchgear bus to conservatively
account for ground faults in any non-essential circuits in the 125 Vdc Division Id
distribution system.

10) STP 87-013 (Ref. 6.20, DOCNO=08579-0741) tested a spare 2000 amp General

Electric Type AMH-4.76-250-1D with four different closing coils installed to
determine the lowest possible repeatable closing coil voltage that will operate the
breaker to close. The results are as follows:

Coil ID Voltage
A 37.6
B 40
C 40.6
D 37.4

ON-THE-SPOT CHANGE #2 to STP 87-013 tested a spare 1200 amp pump breaker
using the same format as above except the installed closing coil was tested. The
minimum operating voltage was 44.4 Vdc. This breaker was cycled 5 times at this
voltage to assure repeatability.

The breaker vendor, General Electric, was consulted as to the actual minimum

operating voltage necessary to actuate the closing coil. GE stated that the closing coil
solenoid will operate at voltages down to 40 Vdc, which agreed with the test results of
STP 87-013 (Ref. 6.20).

For the purpose of this NEDC, 44.4 Vdc with a 10% margin applied to account for
manufacturing variations will be used as the minimum operating voltage for all 4160
volt breaker closing coils (44.4 x 1.10 = 48.84 Vdc).

Using the above data, it is concluded the closing coils of the 4160 volt GE Breakers
will operate properly at a voltage of 48.8 Vdc for all types of GE 4160 volt breakers at
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CNS. A conservative margin of 150% will be added to account for any aging effects
associated with an inactive breaker. This gives a minimum acceptable criterion of:
(1.5 x 48.84 Vdc = 73.26 Vdc)

This minimum acceptable criterion applies to all GE 4160 volt breakers type AMH-
4.76-250-ID for both 1200 and 2000 amp sizes with 125 Vdc rated closing coils and
will be used as the Minimum Device volts in Appendix L for the closing coil.

3.2 Assumptions

1) The individual load start and stop times are given in Appendices F through K of this
calculation, which list the main events of the scenarios, and the individual assumptions
for each load.

2) Conductor temperatures are conservatively assumed to be 75 'C. Most of the loads are
intermittent, and the continuous loads are well below the ampacity of the cables.
Therefore, a conductor temperature of 75 'C is considered adequate for these loads.

3) Based on STP 92-034 (Ref. 6.6), a DC motor powering a pump type load will operate
properly during low voltage conditions; however, the power output of the motor will
be significantly reduced which could affect the function of the pump type load. The
results of STP 92-034 (Ref. 6.6) indicate that for both shunt and compound motors, the
input current will vary with the input voltage. Although the relationship closely
resembles a constant resistance model, it is not always conservative relative to current
drain at reduced voltage. Therefore, a constant current model at rated voltage is used
for conservatism.

4) 4160 Volt breaker trip and close coils require 6.0 amps at 125 Vdc along with a spring
charging motor current of 75 amps inrush (corrected to 72 amps at 120 VDC) for 1
second and 14 amps for 4 seconds after closing. For this NEDC, 14 amps will be used
as the breaker closing circuit requirement since the charging motor is interlocked with
the closing coil such that the close coil and charge motor cannot operate at the same
time. The 480 Volt breaker trip coils and 480 Volt undervoltage trip coils require 2.0
amps at 125 Vdc.

5) Control Circuits for motors and other control circuits not listed in Appendix E are
conservatively assumed to be #12 AWG with a 2000 ft. circuit length.
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4.0 METHODOLOGY

This calculation utilized a standard computer program, EDSA, to perform load flow analysis of
the systems. The following sections describe the loading scenarios, load magnitudes and model
details used to perform the system load and voltage study. These data are input into the EDSA
DC Load Flow Program in accordance with the user manual and as described.

4.1 Scenario Development

This NEDC develops and evaluates event specific load profiles that address three design basis
events. These events are: Loss of Offsite power and Loss of Coolant Accident
(LOOP/LOCA), Station Blackout (SBO), and an Appendix R Fire in fire areas CB-A and CB-
D which results in loss of power to both the 125 Vdc and 250 Vdc battery chargers. The
treatment of the Appendix R scenario is necessary to establish a basis for the allowed battery
charger power supply repair activity.

References to starting time are intended to apply to the time interval that begins at that value
unless specifically stated otherwise.

4.1.1 LOOP/LOCA Scenario

For the LOOP/LOCA scenario, the large break LOCA represents the most limiting
case for the DC system even though the RCIC system would operate longer during a
small break LOCA. (Detailed RCIC system operation is described in NEDC 87-
131C.)

A large break, loss of coolant accident (LOCA) is assumed to occur at T=O seconds.
At the same time, a loss of offsite power (LOOP) occurs. The 0-1 second time interval
represents the instrument response delay. As such, the application of the system loads
in response to the postulated event occurs at T=1 second.

The large break will cause the High Pressure Coolant Injection (HPCI) system to be
initiated by high containment pressure or low reactor water level and the Reactor Core
Isolation Cooling (RCIC) system to be initiated by low reactor water level. The HPCI
system is assumed to initiate first at T=1 seconds on high drywell pressure with RCIC
system initiation on low reactor water level (Level 2 - Ref. 6.40-62) occurring
immediately thereafter at T=2 seconds (Ref. 6.40-8). Because of the relatively rapid
depressurization of the reactor due to the LOCA, the HPCI and RCIC systems will
isolate due to low steam pressure. This results in a start and isolate cycle for both the
HPCI and RCIC systems. Reactor pressure will be down to 100 psig at approximately
40 to 45 seconds and 50 psig at T=60 seconds (Ref. 6.40-8, Fig. A-lb, Ref. 6.40-9,
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Fig. 4-7.1), which will initiate isolation of HPCI and RCIC, respectively, on low
reactor pressure.

The emergency diesel generators (EDG) receive their start signal at T=1 second and
their output breakers close at T=1 1 seconds. Although the current license basis for the
EDG units allows a 14 second start time, a nominal 10 second start is assumed. This
was done to ensure that the analysis is conservative given the timing of the other loads
on the system such as valves. The design of the control circuit for the EDG includes a
time delay relay that would not allow the EDG breaker to close sooner than 10
seconds. All other system loads that respond to the LOOP/LOCA signal are also
assumed to begin their operation at T=1 second. This includes the ECCS, electrical
system breaker tripping, isolation valves, etc.

At T=4 seconds, the reactor level will be at Level 1 (Ref. 6.40-63, 6.40.8 Table 6-2,
and 6.40.64), which will initiate RHR, CS, and auto-start the EDGs, via the low
reactor water level signal. However, high drywell pressure will also initiate ECCS and
EDG start which is assumed to occur at T=1 second concurrent with the loss of power
signal and associated breaker tripping.

Other DC system loads are tripped or are started because of falling lube oil pressure
caused by loss of AC power, e.g., condensate booster pump trips, RRMG DC lube oil
pump starts, etc. In addition, there are constant DC loads to equipment that do not
change state during the LOOP/LOCA event, e.g., breakers and switchgear whose
equipment does not operate such as the H2 panel or the condensate pump trips.

Finally there are three random loads: the battery room ventilation damper, the RHR
pump when initiating torus cooling, and the possible switch from emergency
condensate storage tank (ECST) to the torus for the RCIC and/or HPCI pumps if the
LOCA is small enough to allow these systems to operate for an extended period of
time and empty the ECST. Since HPCI initiates on a high drywell pressure signal
input, and RCIC initiates on low reactor vessel level only, these are unlikely to occur
during the first few minutes of the event and are not expected to operate concurrently.
These loads are individually evaluated in the random load section below to determine
the load with the maximum value. The resultant peak value envelopes the other
random loads and is therefore, modeled for one minute at the end of the battery
discharge period.

Appendix G contains a table that provides the bases for the treatment of the load
timing for the LOOP/LOCA scenario. Appendix F contains a table for the load
sequencing and magnitudes for the LOOP/LOCA scenario.
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4.1.2 SBO Scenario

A loss of offsite power (LOOP) is assumed to occur at T=O seconds which initiates a
scram. This is sensed at T=I second which causes various 4kV switchgear breakers to
trip. At T=I second the EDGs are signaled to start but are assumed to fail. At T=21
seconds the incomplete sequence relays in the EDG logic and control circuit terminate
the starting sequence. For four hours the Division I and II, 125 Vdc batteries supply
the necessary DC loads. At the end of this time, there must be sufficient battery
capacity to start the EDGs.

The scram and subsequent loss of offsite power results in a loss of condensate and
condensate booster pumps. This, in-turn, causes reactor water level to drop which
causes the High Pressure Coolant Injection (HPCI) and Reactor Core Isolation Cooling
(RCIC) systems to start. The RCIC and HPCI are conservatively assumed to initiate at
the low reactor water level (Level 2 - Ref. 6.40-62) after a 2 second delay (Ref. 6.40-8,
Table 6-2) consistent with the LOOP/LOCA event timing. The initiation signals will
cause RCIC and HPCI valves and pump motors to operate to correctly line up the
systems. These systems help bring the reactor water level and pressure under control.
No independent failures, other than those causing the station blackout event, are
assumed to occur in the course of the event. Since there is no significant reactor water
loss, the ECST inventory is adequate for this scenario and no transfer to the
suppression chamber (torus) will be required (Ref. 6.40-10).

The SBO coping analysis (Ref. 6.40-10) states that the HPCI system cycles only once
and that the RCIC system is assumed to cycles six times per hour. At the end of the 4
hour coping duration, a successful EDG start and breaker closure occurs to terminate
the SBO event. Because of the dynamics and transients associated with energizing a
power distribution system, power would not be immediately available throughout the
AC system upon breaker closure. As a consequence, the additional DC system load
associated with breaker spring charging motor inrush will likely be imposed on the DC
system prior to obtaining output current from the battery chargers. This is reflected in
the system load profile.

Finally, the operation of the battery room damper is treated as a random load discussed
in the random load section below.

Appendix I contains a table that provides the bases for the treatment of the load timing
for the SBO scenario. Appendix H contains a table for the load sequencing and
magnitudes for the SBO scenario.
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4.1.3 Appendix R Fire Scenario

Section 4.3.3 of the Appendix R Post-Fire Safe Shutdown Topical Design Criteria
Document (Ref. 6.40-14) identifies the coping strategies for a postulated fire in each
plant area. The details of the coping strategies are provided in Appendix C of the
Appendix R Post-Fire Safe Shutdown Topical Design Criteria Document (Ref. 6.40-
14). Only a postulated Appendix R fire in fire areas CB-A or CB-D results in loss of
power to both the 125 Vdc and 250 Vdc battery chargers. The Appendix R
compliance strategy for these two fire areas relies upon the Division II DC system and
credits a repair activity to restore the associated battery chargers. The postulated
battery charger repair activity requires 41/2 hours. Therefore, the Division II batteries
must support the proper operation of the required system load for this 41/2 hour time
period.

To obtain the worst case loads, it is assumed that off-site power is lost and the EDG is
automatically started. It is also assumed that a spurious initiation of the ECCS systems
occurs. For a fire in areas CB-A or CB-D, uncontrolled operation of certain plant
equipment may occur. This is simulated by applying the LOOP/LOCA loading profile
since it represents the concurrent application of the majority of the plant loads. HPCI
is not a necessary system and is not credited in the Appendix R analysis for a
postulated fire in these areas. The analysis conservatively assumes that a spurious
HPCI suction transfer to the suppression pool could occur due to a fire induced failure
of cables. To accommodate this possibility, the suppression pool suction valve is
assumed to spuriously open immediately at T=2 second, followed by the closure of the
ECST suction valve. Re-positioning of the valves is treated in the analysis as
sequential random loads.

Appendix K contains a table that provides the bases for the treatment of the load
timing for the Appendix R scenario. Appendix J contains a table for the load
sequencing and magnitudes for the Appendix R scenario.

4.1.4 Random Loads

The following sections identify system random loads that may occur and
conservatively bounding load applications to account for the effects of the random
loads and to assure operability of the equipment when required.

The following loading may occur at various times or has an indeterminate timing.

1) Sometime after the LOOP/LOCA or SBO scenario is initiated, the battery room
dampers are operated for environmental control. Its stroke cycle is 23 seconds,
and the load while cycling is 0.58A.
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2) Sometime after the LOOP/LOCA is initiated, the operator secures the RHR
pumps. When suppression pool (torus) cooling is required, the RHRSW and a
RHR pump are started and the position of three valves are changed to align the
system in addition to the cycling of the minimum flow bypass valve. This
cycling of the associated 4 kV breakers presents a DC system load in addition
to the valve control logic circuit.

Upon closing the RHR pump breaker, the breaker spring charging motor starts
with an inrush current of 75 A for 1 second, followed by a 14 amp running
current for approximately 3 seconds. The control power during valve
movement is only a few amps and even when added to the 14 A of the running
charging motor, it is much less than the 75 A charging motor inrush.

3) Sometime after a postulated small break LOOP/LOCA, HPCI could empty the
emergency condensate storage tank (ECST) which would initiate a shift in
suction of the respective pumps from the ECST to the torus. This entails
opening one DC powered valve and closing another. These valves do not run
concurrently, i.e., the suction valve from the torus is fully open before the
suction valve from the ECST is closed. The HPCI valve motors both have a
starting load of 58.75 amperes.

4) During an SBO, HPCI is postulated to cycle only once in response to vessel
low level at the beginning of the event. Operation of the HPCI system
continues until the vessel high level trip at Level 8. Although there are no 125
Vdc HPCI valves involved in the cycling, the control power is provided by 125
Vdc. To account for these random control power loads, it is assumed that all
loads involved are energized for the first hour (3600 seconds).

5) Fire induced spurious operation of loads during the Appendix R scenario could
occur. The resultant loads could be present even though a specific initiation
action (manual or automatic) does not occurs. These loads are predominantly
MOVs that have permissives that limits the operational times. These loads are
assumed not to operate unless permissives are present based on mechanical
system parameters.

Based on the above discussion, the following bounding random loads are applied:

The largest random peak load for the LOOP/LOCA will be the inrush for the
initiation of suppression pool cooling at 75.0 A. This load is conservatively
applied for the last time step (T=3600 to T=14400) in the LOOP/LOCA
scenario.
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* The largest random peak load for the SBO for Division I1 is the HPCI control
power. This load is applied from T=1 through T= 3600 during the SBO
scenario.

0 The random peak load for the Appendix R Scenario for Division II is the
spurious operationof IPCI-MO16 with an inrush of 115A. This load is
conservatively applied for a full minute at T=180 to T=240. Additional valve
stroking is assumed consistent with LOOP/LOCA sequence.

To address the voltage adequacy for the battery room damper, the damper load of
0.58A is applied from T=33 to T=59 sec. in the LOOP/LOCA scenario (note that
capacity/loading effects have already been addressed in the random loads).

4.2 Specific Loading Details

Appendices F, H, and J list the individual loads at their rated voltage. Lumped loads are
obtained from Appendix L, and their load is corrected to 120 Vdc. Additional load
development details are provided in the following sections.

4.2.1 Motor Loads

1) MOV Locked Rotor Amps (LRA) - This value is the motor locked rotor current
at ambient temperature obtained from NEDC 93-022 (Ref. 6.13). For MOVs
that stroke from closed to open, the LRA will be applied for three seconds at the
beginning of the stroke. For MOVs that stroke from open to closed, the LRA
will be applied for one second at the beginning of the stroke for inrush
considerations and also for three seconds at the end of the stroke (without starting
resistors) for seating considerations.

2) MOV Running Amps - The MOV motor nameplate current will be used as the
running current after the inrush LRA period. This will be conservative because
the unseating and initial high differential pressure period is complete. This value
is approximately the 20% motor torque value on the motor speed-torque curve
and is typical for an MOV in the middle of its stroke. MOV running current is
treated as a constant during the valve stroke (after the initial inrush) because the
current controls the torque, not the terminal voltage. Therefore, MOVs are
modeled as constant current loads.

3) Non-MOV LRA - The value used for non-MOV motor LRA loads is ten times
the nameplate FLA unless starting resistors are installed. If starting resistors are
installed, the LRA is reduced to the level permitted by the resistors (generally
twice the running amps). Motor inrush is assumed to last 1 second for motors
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without starting resistors and 3 seconds for those with starting resistors. This
value is treated as an ohmic load.

4) Non-MOV Running Amps - The value used for non-MOV motor running amps

is nameplate FLA. These motors are modeled as constant current loads for

conservatism per Assumption 3.2(3).

4.2.2 Alternate Shutdown Panel Load

The Alternate Shutdown Panel (ASD) loads are powered from the HPCI Starter Rack
B via cable DC203. The ASD Panel components that require 125 Vdc power are
listed below with their respective full rated load:

HPCI ASD Panel Rated Load Calc. Notes
(Amps) Load

HIPCI-ES- 1109 1.06 0.156 1,8
HPCI-ES- 1111 1.06 0.156 1,8
HPCI-ES- 1116 1.06 0.156 1,8
HPCI-ES- 1118 1.06 0.160 1,8
H-PCI-ES-1108 1.06 0.223 1,8,9
NBI-ES-191B 1.06 0.156 1,8
PC-ES-110 1.06 0.156 1,8
CM-ES-1681B 1.06 0.156 1,8
NBI-ES-185B 1.06 0.156 1,8
EE-STR-125I-PCI(MO14) 0.24 0.24 4
EE-STR-125HPCI(MO16) 0.05 0.05 3
EE-STR-250HPCI(MO17) 0.05 0.05 3
EE-STR-250HPCI(MO19) 0.4 0.4 4
EE-STR-250HPCI(MO20) 0.05 0.05 3
EE-STR-250HPCI(MO21) 0.05 0.05 3
EE-STR-250HPCI(MO24) 0.05 0.05 3
EE-STR-250HPCI(MO25) 0.24 0.24 4
EE-STR-250HPCI(MO58) 0.05 0.05 3
EE-STR-250HPCI(GSE) 0.099 0.099 4
EE-STR-250HPCI(CP) 0.099 0.099 4
EE-STR-250HPCI(ALOP) 0.188 0.188 4
HPCI TURB. TRIP 0 0 5
-PCI RESIST. BOX 0.408 0.408 6

RHR ASD Panel Rated Load Calc. Notes
(Amps) Load

RHR-ES-1133B 1.06 0.160 1,8
RHR-ES-1145 1.06 0.156 1,8

ADS ASD Panel Rated Load Calc. Notes
(Amps) Load

PC-ES-1001 1.06 0.1 1,8
ADS Valves 2.88 2.88 7
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Additional Devices

Indicating Light
Voltmeter (Illuminated)

Rated Load
(Amps)
0.044
0.017

Calc.
Load
0.044
0.017

Notes

The sum of the calculated load is 6.81 amps, which will have additional margin added
to give 8.25 amps. 8.25 amps will be used as the ASD Panel load in the load study.

NOTES on ASD Panel Loads:

1) Lambda Power Supply: 5.7 amps output with 125 Vdc input at 1.06 amps
maximum. The Lambda power supplies provide power for the HPCI level
transmitters. The power supply load is calculated to be 1.10A at voltage of 120
VDC based on a required power input of 132 W at full load. Each power
supply (PS) is connected to HPCI-ASD and/ or RHR-ASD instrumentation.
Refer to the table below for the individual component load values and
connected PS loads.

The most common Lambda PS configuration supplies power to two
components; either to a transmitter (pressure, level or flow) and a square root
inverter, or an indicator and a square root inverter, etc. Vendor sheets for an
indicator provided no DC load information, however a conservative load of
2W (0.017A at 120 Vdc) was determined from the AC information. The square
root inverter and any transmitter (pressure, level or flow) have a maximum
input current draw of 20 mA (4-2OmA signal). Based on vendor data, a
controller has an input of approximately 0.010A. The indicator and the
controller are voltage input devices (versus 4-20mA input devices). Some
circuits include a current to current (I/1) converter with an assumed maximum
power consumption of 5 watts at 125 VDC (0.042 amps at 120VDC).

For the Lambda power supply, a conservative assumption of 10% no-load
power yields a continuous power supply load at 120 Vdc of 0.1 10A. An eighty
.percent (80%) PS efficiency is assumed for the connected PS load.

PS COMPONENT LOADS TABLE

(All Load Values at 120VDC)

Component Type Load*

Power Supply (10% no load) 0.110A

Indicator ( VDC input) 0.017A

Square Root Inverter (4-2OmA) 0.020A
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Transmitter (P, L, F) (4-2OmA) 0.020A

Controller (VDC input) 0.010A

1/I Converter (4-20ma to 10-50mA) 0.042A

Loads connected to PS are calculated at eighty percent (80%) PS

efficiency, and added to the assumed no load (NL) power consumption
value of 10% of the power supply's input power rating.

2) Not Used.

3) 0.05 amp required for each indicating light for the non-active starters
controlled from the ASD Panel. The contactor is not assumed energized in
these circuits.

4) HPCI-MOT-ALOP, HPCI-MOT-MO19, HPCI-MOT-MO14, HPCI-MOT-
M025, HPCI-MOT-GSC, and HPCI-MOT-CP are run during the Appendix R
Alternate Shutdown scenario. For a conservative control power load, assume
all are running for the entire scenario.

5) HPCI turbine trip is a one-time signal which is not required during the 4.5 hour
scenario.

6) The HPCI resistor box is a 200 Ohm resistor designed to drop 85 VDC at rated
voltage of 125 VDC per drawing 8270-281. This is a continuous load of
0.425A. Normalizing this value for 120 VDC yields an ASD Panel continuous
load of 0.408A.

7) From Appendix L of NEDC 87-131C (Ref. 6.19), ADS valves require 0.96
amps each. 0.96 x 3 valves = 2.88 amps total.

8) The Lambda Power Supply requires a minimum terminal voltage of 105 Vdc,
which becomes the minimum required voltage for the circuit.

9) HPCI-ES- 1108 load based on a transmitter, indicator, square root inverter load
at 80% efficiency plus the assumed 5watt load of the I/1 convertor (at 120
VDC) and the power supply no-load power consumption.

4.2.3 Control Component Loads

Appendix L is a tabulation of the devices on each panel circuit and the panel circuit
load during a LOCA scenario. Appendix L also determines the minimum allowable
circuit voltage on each panel circuit. This voltage is used for comparison with the
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results in Appendices M, N, and 0. The circuit load is the rated component load amps
corrected to a reference voltage of 120 Vdc. Ohmic devices have the component load
amps multiplied by 120 Vdc and divided by the rated volts. Constant kW components
have the component load amps multiplied by the rated volts and divided by 120 Vdc.

A circuit length of "0" in Appendix L indicates the component is located in the panel
powered by the panel circuit. A "NA" listed for cable size and circuit length indicates
the cable ohms value was taken from Appendix E. Appendix E is a tabulation of the
cable information for some of the devices in the 125 Vdc control circuits. "Future"
indicates that cable information is not completed, and a conservative circuit length of
2000 ft. is used in Appendix L until the cable information is completed. Circuits not
listed in Appendix E will use a cable length of 2000 ft. per Assumption 3.2(5).

4.3 Circuit Impedance

Appendix D lists the cable number, circuit length, and calculated circuit resistance from
NEDC 91-044 (Ref. 6.1). For essential MOVs with TOLs, the TOL resistance obtained from
NEDC 93-022 (Ref. 6.13) is included in the cable resistance. This TOL resistance is provided
at 25°C and is conservatively used at this temperature value (to increase the TOL resistance by
increasing the temperature would be non-conservative since the higher resistance would tend
to limit current during the critical starting period thereby reducing the load). The total cable
resistance is equal to:

RVD = Rcable + P *RTOL; Where, P is the total number of poles

Control circuits for motors are conservatively assumed to be #12 AWG with a 2000 ft. circuit
length per Assumption 3.2(5).

4.4 Battery Connection Impedance

The battery is connected to the switchgear by cables DC156A and DC156B. In addition to these
connections, inter-cell, inter-tier and inter-rack connections exist. The total battery connection
impedance is accounted for as follows.

The resistance value specified for cable DC156AB in Appendix D includes the sum of the
individual cable resistances of cables DC156A and DC156B from NEDC 91-044 (Ref. 6.1), plus
2 x 50 p.Q = 100 ii2 for cable connections.

Procedure 6.EE.609 (Ref. 6.37) establishes the "ACCEPTABLE VALUE" for inter-cell
connection resistance. The use of the maximum "ACCEPTABLE VALUE" resistance for all
battery connections provides a margin that will envelop actual measured connection resistances.
The measured resistances vary due to changes in connection tightness and surface corrosion.
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This is conservative since it is improbable that all connections will be at their administrative
value simultaneously.

Per reference 6.29 (Appendix Q), the published "as built" ratings and discharge characteristics
for LCR-25 cells include the voltage drop across standard connectors torqued to specification
and having a nominal resistance of 15 to 25 micro-ohms. Since this resistance value is
'embedded' in the discharge characteristic curves, they are already accounted for, and need not
be included in the cable resistance. The value of 15 micro-ohms is conservative chosen to be
used as the "as built" intercell connector resistance and is subtracted from the maximum
ACCEPTABLE VALUEs taken from Surveillance Procedure 6.EE.609, below. The exception
to this is the cable connection resistance at the battery terminals where 15 micro-ohms is not
subtracted since these are considered external connections.

The following tabulation documents the battery connection impedances other than the battery to
switchgear connection described (cables DC156A and DC156B). This value is used and the
"INT-CELL" branch resistance in EDSA.

Intercell connectors 54 x (50-15) = 1890 gQ2
Inter-tier cables and connectors 2 x (95-15) = 160 g,
Inter-rack cables and connectors* (265-15) = 250 gti
Total resistance 2300 gtQ

(0.002300 Q)
* Includes cable DC156C resistance

4.5 EDSA Input

The following sections provide details of the model and data entry into the EDSA program
including cable and thermal overload resistance, loading and battery characteristics.

4.5.1 Circuit Impedance

Circuit cable impedances are derived from NEDC 91-044 and listed in Appendix D.
The "Total R for VD" values listed in Appendix D as described in Section 4.3, is input
into EDSA as the circuit impedance value. The associated cable length is input as "0"
indicating that the input value is an actual value and EDSA makes no length or
temperature corrections.

The battery connection impedance is input to EDSA as a constant value, by assigning a
"0" length to the branch, as determined in Section 4.4

EDSA uses the input resistance number directly as the "RX1" Feeder R Option is
selected in the job "Master" file. This data is in the EDSA Job files.
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See Appendix D for additional circuit impedance coding information.

4.5.2 Loads

The load magnitude, type and sequencing are input into EDSA as identified in
Appendices F, H, and J. Loads that do not operate are shown as "non-load" in the data
file. Control loads are input as constant impedances, and MOVs and motors are input
as starting motors. The system ground detection is included as a load on the
switchgear bus. Control loads are modeled with the total circuit length and operating
loads to simulate the voltage drop. EDSA "Load Type" codes are provided in
Appendix F, H, and J for each load. 'It is noted that the EDSA designates constant
KVA loads are designated as type "L" where Appendices F and H indicate constant
KVA loads as type "K." Load information is included in the EDSA Job files.

4.5.3 Battery

The analyses uses the C&D type LCR-25 D841 battery curve contained in the QA
approved EDSA database. This data is part of the software package and is stored in
the EDSA DATA directory. The aging coefficient, number of cells, temperature, and
number of positive plates is input for the battery. This information and the assignment
of type is stored in the EDSA Job file.

EDSA corrects for temperature and aging by correcting battery current based on the
following formula (Ref. 6.21):

Sbatt x (Temp. Factor

Aging Coef.

Where:
Icorr = Corrected battery current
Ibatt = Nominal battery current
Temp. Factor = Temperature correction factor (internally developed from

IEEE STD 450-1987 based on input temperature)
Aging Coefficient = Fraction of manufacturer's rated battery capacity

(e.g. if battery has lost 3% of its rated capacity, the
aging factor is 0.97)

The battery terminal voltage is calculated using the following correction factors:

a) Temperature Correction factor of 1.04 to allow for a battery room temperature of
70 'F. The 70 'F is entered into the EDSA Job file.
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b) Aging Coefficient of 0.90, which will allow 10% degradation (90% capacity) of
the battery to account for aging effects. Per CNS Technical Specification or
greater. Surveillance Requirement 3.8.4.8, battery capacity is required to be 90%
of rated

c) Design Margin Factor of 0.95, which gives a margin of 5% to account for any
load variations found during subsequent calculation revisions prior to approval
and is acceptable because a revision to this NEDC will be performed prior to
adding new loads. Since EDSA does not include the design margin in
calculating terminal voltage, the 5% design margin is combined with the aging
coefficient. This results in an aging coefficient of (0.90*0.95) = 0.855. The
combined aging and design margin coefficient is entered in the EDSA Job file.

4.6 Service Test Profile Development

IEEE-450-1995 (Ref. 6.38) describes a service test as a special battery capacity test that may
be required to determine if the battery will meet the duty cycle of the dc system. In this case,
that duty cycle is includes the maximum of either the LOOP/LOCA, SBO, or Appendix R
load profiles for each time step. A single test is desired, so a duty cycle that envelopes the
three profiles will be developed. Since the test profile is different, the battery terminal voltage
values (especially later in the profile) would be expected to be different from those calculated
for each individual profile.

The EDSA model used to develop the voltage acceptance criteria for the test represents the
battery at standard temperature, aged to the end of its design life. During testing, the test load
is connected directly to the battery terminals. Therefore, the only cable in the model
represents the intercell connectors, inter-tier and inter-rack cables. The only load in the model
is the constant current load of the test set, which changes for each time step as required to
meet the test profile. The current values for each time step are the maximum value for that
time step taken from the analysis results in appendices M, N, and 0.

The battery model is based on an electrolyte temperature of 77 'F and an aging coefficient of
1.00. Therefore, the voltages reflect the minimum acceptable voltage at the end of each time
step at these conditions. Test parameters should be adjusted to reflect actual conditions at the
time of the test.

The cable resistance includes all of the intercell connectors and associated cables at their
administrative maximum values (ref. 6.37) plus two test connections at 100 [ta2. This gives a

resistance of:

Intercell connectors 54 x 50 g92 = 2700 pgQ
Inter-tier cables and connectors 2 x 95 .iŽ = 190 gQ2
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Inter-rack cables and connectors*
Test connections
Total Resistance

*Includes Cable DC 156C resistance

265 •g = 265 g92
2 x 100 gQ = 200 g-2

3355 jiQ2
(0.003355 92)

The acceptance criteria for the test are based on the voltages predicted by the EDSA service
test model. If the test voltages meet or exceed the acceptance voltages, the battery in its as-
found condition performs at least as well as the battery modeled in the analyses for a load
profile that is similar to, but envelopes the design basis load profiles. Therefore, if the battery
meets the acceptance voltages specified for the service test profile provided below, it can be
concluded that the battery has sufficient capacity to supply the voltages necessary to meet its
design requirements.

It is desired that the service test profile be in full minute increments. Combining the
LOOP/LOCA, SBO, and Appendix R scenario profiles yields a four step test profile with
periods of:

Battery Test Load Profile Development

Min Rqd. Corrected Test CurreniMinimum
Period Interval Duration Current\ Current (amps) (amps) Acceptable

(amps) Voltage (v)

1 0-1 min 1 minute 359.9 367.10 368 . I1o0.5"
2 1-4 min 3 minute 193 196.86 197 4 !. 1Iz..,
3 4-60 min 56 minutes 140.8 143.62 144 . 113. I
4 60-239 min 2hrs -59 minutes 171.7 175.13 176 49 I1l .Z
5 239-240 min 1 minute 237.8 242.56 243 +05 110.0
6 240-270 min 30 minutes 119.3 121.69 122 . iiz. I

KC

The service test profile envelopes the analyzed design basis load profiles. The current values
shown in the minimum required current column are the highest value from the analysis results
in appendices M, N, and 0 for each profile, taken for the full duration of each time step in the
test profile. The corrected current column reflects the addition of 2% to the minimum values
to account for instrument and test equipment errors. The values are rounded up to the next
whole amp. This ensures that the actual test current will envelope the minimum required
current profile. This load profile is used to perform and EDSA analysis with n 4;g-t a -4 a
battery temperature of 77°F. The values in the minimum acceptable voltage column represent
the minimum acceptable voltage at the end of each time step at these conditions. Test results
should be adjusted to reflect actual conditions at time of test.
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5.0 CONCLUSIONS

The individual load start and stop times are given in Appendices F, H, and J. Cable resistances
obtained from Calc. 91-044 (Ref. 6.1) are provided in Appendix D. The results of the voltage
drop analysis are provided in Appendices M, N and 0, and summarized in Appendices A, B, and
C. The one line diagram provided in Attachment 1 depicts the network topology.

Below is a summary of the results:

1) MOVs - The starter rack minimum bus voltages are compared to the values from
NEDC 93-022 and EJ 97-101 to verify adequate voltages for the MOVs in the CNS
MOV Program Plan. The results are summarized below:

Panel / Rack Required Calc. Volts
Volts LOCA SBO App R

125 Vdc Panel CB (BB3/9) 100.3 104.4 104.4 104.1
Panel BB3 98 104.4 104.4 104.1
RX Bldg Starter Rack 97 100.2 100.2 99.5
HPCI Starter Rack A 98 108.5 110.3 105.2
HPCl Starter Rack B 98 108.6 110.4 108.1

In all cases, the calculated bus voltage is greater than the minimum required bus voltage
utilized in NEDC 93-022 and EJ 97-101(Ref. 6.13). Therefore, all safety related MOVs in the
CNS MOV Program Plan including the MOVs that have an active safety function during the
LOOP/LOCA, SBO, and Appendix R scenarios will have adequate voltage to perform their
safety function.

2) All 125 Vdc starter rack voltages are greater than the required 96 Vdc required for proper
operation of the contactors.

3) A listing of those devices that did not meet the initial acceptance criteria is provided in
Appendix R to this NEDC. The analysis indicates that these devices may not have sufficient
voltage available to ensure that they will operate during all time steps of the scenarios
indicated. The table shows the affected circuits, the minimum calculated and required
voltages (from Appendices A, B, and C), the affected devices, their required voltages (from
Appendix L), the time steps the failures occur in, the classification of the device (essential or
non-essential), and notes indicating why the condition is considered acceptable.

Based on the results discussed above, and the justifications provided in Appendix R to this
NEDC, the 125 Vdc Division 2 battery has adequate capacity to supply its safety-related loads
for the durations required in the design basis scenarios (LOOP/LOCA, SBO, and Appendix
R).
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As described in section 4.0 of this NEDC, the service test profile and acceptance criteria
stated in section 4.0 envelopes the actual currents drawn in the design basis scenarios
developed and analyzed in this NEDC.
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6.0 REFERENCES

6.1 Cable Resistance values from NEDC 91-044, Rev. 4 "Cable Resistance Calculation for 125Vdc

& 250 Vdc Buses & Loads"

6.2 CNS MOV Program Plan, Rev. 6

6.3 DC 92-097, Thermo-Lag Fire Barrier Replacement / Cable DC336 Reroute

6.4 NUMARC 87-00 "Guidelines and Technical Bases for NUMARC Initiatives Addressing
Station Blackout at Light Water Reactors"

6.5 NEDO-24045, Loss of Coolant Accident Analysis Report for CNS

6.6 STP 92-034, Rev. 0 "DC Motor Performance Test"

6.7 NEDC 91-078, Rev. 2 "Review of ERIN's System Level Design Basis Review For the High
Pressure Coolant Injection System MOV's"

6.8 NEDC 91-241, Rev. 0, "Review of ERIN's System Level Design Basis Review for The Main
Steam Supply MOV's"

6.9 NEDC 91-081, Rev. 1, "Review of ERIN's System Level Design Basis Review for The
Reactor Water Cleanup System MOV's"

6.10 Not Used

6.11 NEDC 91-197, Rev. 1 "Low Voltage Drywell Penetration Short Circuit Withstand Calculation"

6.12 NEDC 89-1688, Rev. 0 "NED Review of F&H Report 60058.1"

6.13 NEDC 93-022, Rev. 5 "NED Review of ERIN MOV Electrical Calc C122-89-10.039"

6.14 NEDC 87-198A, Rev. 0 "Review of Patel Test Report PEI-TR-880100-02, Potter & Brumfield
Relays"

6.15 NEDC 87-067A, Rev. 0 "NED Review of Electrical Portion of Patel Report PEI-TR-863200-02,

Rev. A, Struthers-Dunn Relays"

6.16 NEDC 90-047, Rev. 0 "Review of Techno Corporation Seismic Analysis Report #1 189A"

6.17 NEDC 92-206, Rev. 0 "Review of EGS Test Report EGS-TR-922100-03 (P&B Relays, Sockets,
and Springs; IPS DC/DC Converters; and Dynalco Magnetic Pickups)"

6.18 EDSA 2.95, EDSA Micro Corp.
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6.19 NEDC 87-131C, Rev. 7 "125Vdc Division I Load & Voltage"

6.20 STP 87-013, Rev. 0 "Magne Blast Circuit Breaker Closing Coil Minimum Operating Voltage
Test"

6.21 NEDC 91-238, Rev. 2, "Pump Load Calculation - RCIC Gland Exhaust Pump, TG Air Side
Seal Oil Backup Pump, Emergency DC Bearing Oil Pump, Reactor Feed Lube Oil Pump"

6.22 Procedure 5.4.3.2, Rev. 24, Post-Fire Shutdown To Cold Shutdown Outside Control Room

6.23 Drawing 3059, Sh. 3, Rev. NO1, EE-PNL-BB 1 125Vdc Load & Fuse Schedule

6.24 Drawing 3059, Sh. 5, Rev. N07, EE-PNL-BB2 125Vdc Load & Fuse Schedule

6.25 Drawing 3059, Sh. 7, Rev. N06, EE-PNL-BB3 125Vdc Load & Fuse Schedule

6.26 Drawing 3059, Sh. 9, Rev. 0, EE-PNL-BB4 125Vdc Load & Fuse Schedule

6.27 Drawing 3059, Sh. 12, Rev. N07, EE-PNL-DG2, 125Vdc Load & Fuse Schedule

6.28 Drawing 3058, Rev. N32, DC One Line Diagram

6.29 Correspondence from G. Walker to A. Bitar, dated 5/1/97 " Technical Specification Limits for
Operability, Intercell Connection Resistance 125 Volt and 250 Volt LCR-25 batteries".

6.30 Technical Specification Manual Section 3.8.4 and 3.8.5.

6.31 C&D battery Characteristic Curve D-841 Rev. 1

6.32 Maintenance Work Request 95-3532, Surveillance Procedure 6.EE.609 Performed 2/11/97

6.33 NEDC 91-094, Rev. 4 "125 Vdc / 250 Vdc Battery Charger"

6.34 Not Used.

6.35 NEDC 87-251, Rev. 4 "NED Review of Sargent & Lundy Report SL-7076, DC System
Review"

6.36 DCD-35 Rev. 0 "Station Blackout"

6.37 CNS Procedure 6.EE.609, Rev. 8 "125/250V Station Battery Intercell Connection Testing"

6.38 IEEE Standard 450-1995, "IEEE Recommended Practice for Maintenance, Testing and
Replacement of Vented Lead-Acid Batteries for Stationary Applications"

6.39 Not Used.
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6.40 Scenario Development References

6.40.1. NEDC 96-039, Rev. 1 "DC Powered Motor Operated Valve Stroke Time"

6.40.2. RCIC System Elementary; G0800*791E264, Sh 1, Rev N28, G0800*791E264
Sh 2, R N22, G0800*791E264 Sh 3, Rev N14, G0800*791E264 Sh 4, Rev N20,
G0800*791E264 Sh5, Rev N15, G0800*791E264 Sh 6, Rev Nil,
G0800*791E264 Sh 7, Rev N13, G0800*791E264 Sh 8, Rev N12

6.40.3. RCIC System P&ID; B5700*2043, Rev N42

6.40.4. HPCI System Elementary; G0800*791E271 Sh 1, Rev N39, G0800*791E271 Sh
2, Rev N14, G0800*791E271 Sh 3, Rev N16, G0800*791E271 Sh 4, Rev N21,
G0800*791E271 Sh 5, Rev N19, G0800*791E271 Sh 6, Rev N14,
G0800*791E271 Sh 7, Rev N17, G0800*791E271 Sh 8, Rev N18,
G0800*791E271 Sh 9 Rev N15, G0800*791E271 Sh 10, Rev N18,
G0800*791E271 Sh IA Rev N05, G0800*791E271 Sh 6A Rev N03,
G0800*791E271 Sh 11, Rev NOO, G0800*791E271 Sh 4A, Rev NO1

6.40.5. Flow Diagram - High Pressure Coolant Injection and Reactor Feed System;
B5700*2044 Rev N60

6.40.6. IEEE Std. 485-1997; "IEEE Recommended Practice for Sizing Lead-Acid
Batteries for Stationary Applications"

6.40.7. Variable Speed Recirc. Pump and M.G. Set.; G0800*730E197BB Sh 11, Rev
NO1, G0800*730E197BB Sh 12, Rev NO1, G0800*730E197BB Sh 1, Rev N06,
G0800*730E197BB Sh 2, Rev N04, G0800*730E197BB Sh 3, Rev N09,
G0800*730E197BB Sh 4, Rev N12, G0800*730E197BB Sh 5 Rev NO1,
G0800*730E197BB Sh 6, Rev N06, G0800*730E197BB Sh 7, Rev N07,
G0800*730E197BB Sh 8, Rev N09, G0800*730E197BB Sh 9, Rev N03,
G0800*730E197BB Sh 10, Rev N04, G0800*730E197BB Sh 6A, Rev NOO,
G0800*730E197BB Sh 9A, Rev NO0, G0800*730E197BB Sh 9B, Rev NOO

6.40.8. NEDC-32687P, Rev. 1, Class III, March, 1997 "Cooper Nuclear Station
SAFER/GESTR-LOCA Loss of Coolant Accident Analysis"

6.40.9. NEDO-21335, July 1976, "Cooper Nuclear Station Loss-of-Coolant Accident
Analysis in Conformance with 10 CFR50 Appendix K with Modified Low
Pressure Coolant Injection"

6.40.10. Station Blackout Coping Assessment, Rev. 2
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6.40.11. Flow Diagram - Residual Heat Removal System (RHR; B5700*2040 Sh 1, Rev
N69, B5700*2040 Sh 2, Rev N08

6.40.12. RHR System Elementary; G0800*791E261 Sh 1, Rev N14, G0800*791E261 Sh
2, Rev N1l, G0800*791E261 Sh
G0800*791E261
G0800*791E261
G0800*791E261
G0800*791E261
G0800*791E261
G0800*791E261
G0800*791E261
G0800*791E261
G0800*791E261

Sh
Sh
Sh
Sh
Sh
Sh
Sh
Sh
Sh

5,
7,
9,
11,
13,
16,
18,

21,
19,

Rev
Rev
Rev
Rev
Rev
Rev
Rev

Rev

3, Rev N24, G0800*791E261
N16, G0800*791E261 Sh
N14, G0800*791E261 Sh

N05, G0800*791E261 Sh
Nl1, G0800*791E261 Sh
N07, G0800*791E261 Sh
N10, G0800*791E261 Sh
N10, G0800*791E261 Sh

N12, Sh 22, Rev N10, Sh

Sh 4, Rev N15,
6, Rev N06,
8, Rev N18,
10, Rev N18,
12, Rev N14,
14, Rev N15,
17, Rev N13,
20, Rev Nil,
23, Rev N06,

Rev N20, G0800*791E261 Sh 3A, Rev N04,
G0800*791E261 Sh 12A, Rev N05, G0800*791E261 Sh 24, Rev N01

6.40.13. DC Control Elementary Diagrams; B5700*3061, Rev N09

6.40.14. "Appendix R Post-Fire Safe Safe Shutdown Topical Design Criteria Document"

6.40.15. 4160 VAC Switchgear Elementary Diagram; B5700*3017 Sh 1, Rev N07

6.40.16. 4160 VAC Switchgear Elementary Diagram; B5700*3022 Sh 6, Rev N21

6.40.17. 4160 VAC Switchgear Elementary Diagram; B5700*3021 Sh 5, Rev N04

6.40.18. 480 VAC Switchgear Elementary Diagram; B5700*3028 Sh 2, Rev N10

6.40.19. 480 VAC Switchgear Elementary Diagram; B5700*3027 Sh 1, Rev N13

6.40.20. Flow Diagram Reactor Building Main Steam System; B5700*2041, Rev N66

6.40.21. 4160 VAC Switchgear Elementary Diagram; B5700*3020 Sh 4, Rev N18

6.40.22. 4160 VAC Switchgear Elementary Diagram; B5700*3023 Sh 7, Rev N14

6.40.23. 4160 VAC Switchgear Elementary Diagram; B5700*3024 Sh 8, Rev N26

6.40.24. ARI/ATWS Recirculation Pump Trip Elementary Drawing; G0800*945E632
Sh 1, Rev N01, G0800*945E632 Sh 2, Rev N02, G0800*945E632 Sh 3, Rev
N03, G0800*945E632 Sh 4, Rev N06, G0800*945E632 Sh 5, Rev N05,
G0800*945E632 Sh 6, Rev N02, G0800*945E632 Sh 7, Rev N02,
G0800*945E632 Sh 8, Rev N02, G0800*945E632 Sh 9, Rev N03
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6.40.25. 4160 VAC Switchgear Elementary Diagram; B5700*3018 Sh 2, Rev N08

6.40.26. NEDC 91-080, REV 5, Review of ERIN's System Level Design Basis Review
for the Residual Heat Removal System MOVs.

6.40.27. Not Used.

6.40.28. NEDC 91-079, REV 1, Review of ERIN's System Level Design Basis Review
for Reactor Core Isolation Cooling System MOVs.

6.40.29. NEDC 87-131C, REV 7, 125 Vdc Division I Load And Voltage Study

6.40.30. NEDC 87-131D, REV 6, 125 Vdc Division II Load And Voltage Study

6.40.31. ENR 122-98-31-24, RCIC-MO-131 (Control) Report

6.40.32. ENR 122-98-31-25, RCIC-MO-27; RCIC Starter Rack Report

6.40.33. ENR 122-98-31-26, RCIC-MO132; RCIC Starter Rack Report

6.40.34. ENR 122-98-31-27, 4160 V Switchgear 1A; Breaker AA1/5 Report

6.40.35. ENR 122-98-31-28, Demineralizer Control Panel; Breaker AA1/10 Report

6.40.36. ENR 122-98-31-29, Instrument Rack IR-1B; Breaker AA1/12 Report

6.40.37. ENR 122-98-31-30, Board 9-32; Breaker AA2/6 Report

6.40.38. ENR 122-98-31-3 1, Board B &C; Breaker AA2/13 Report

6.40.39. ENR 122-98-31-32, 480 V Switchgear Critical Bus IF; Breaker AA3/2 Report

6.40.40. ENR 122-98-31-33, Panel 25-17; Breaker AA2/16 Report

6.40.41. ENR 122-98-31-34, DG Engine DG1, DG1/4 Report

6.40.42. ENR 122-98-31-35, 4160 V Switchgear; Breaker DG1I/6 Report

6.40.43. ENR 122-98-31-36, DG1 Exciter Panel, DG1/8 Report

6.40.44. ENR 122-98-31-37, ASD Panel Report

6.40.45. ENR 122-98-31-38, Instrument Rack 1R-1E; Breaker BB1/10 Report
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6.40.46. ENR 122-98-31-39, 4160 V Switchgear 1B; Breaker BB1/16 Report

6.40.47. ENR 122-98-31-40, Fire Protection Panel; Breaker BB2/5 Report

6.40.48. ENR 122-98-31-41, 250 Vdc Switchgear IB; Breaker BB2/12 Report

6.40.49. ENR 122-98-31-42, Board B; Breaker BB2/17 Report

6.40.50. ENR 122-98-31-43, RHR-M067; Breaker BB3/3 Report

6.40.51. ENR 122-98-31-44, Panel CB; Breaker BB3/9 Report

6.40.52. ENR 122-98-31-45, DG Engine DG2; DG2/4 Report

6.40.53. ENR 122-98-31-46, Breaker DG2/8 Report

6.40.54. ENR 122-98-31-47, Circuit 7 Annunciator Report

6.40.55. ENR 122-98-31-69, RRMG ALOPA & ALOPB Report

6.40.56. ENR 122-98-31-70; DGDO-FOBP1 & FOBP2

6.40.57. ENR 122-98-31-101, DG2 Exciter Panel; Breaker DG2/7, and 4160V
Switchgear; Breaker DG2/6

6.40.58. ENR 122-98-31-102, 125 VDC Div. I Breakers (Excluding Breakers AA1/4,
AA1/6, and AA3/6)

6.40.59. ENR 122-98-31-103, 125 VDC Div. II Breakers (Excluding Breakers BB1/2,
BB3/6, DG2/6 and DG2/7)

6.40.60. ENR 122-98-31-104, 4160 VAC Buses IC, ID, 1E, IF, and 1G

6.40.61. ENR 122-98-31-105, 480 V Switchgear Critical Bus IG; Breaker BB3/4

6.40.62. CNS USAR, Section -V-7.5, "Reactor Coolant Systems", Revision XVI6.

6.40.63. CNS USAR, Section VII-4.5.4.3, "Core Spray System Pump Control", Revision
XVI6.

6.40.64. CNS USAR, Section VII-4.5.5.3, "LPCI Mode Pump Control", Revision XVI6.

6.40.65. CNS System Operating Procedure 2.2.33A, Rev. 13C1, "High Pressure Coolant
Injection System Component Checklist"
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6.40.66. CNS System Operating Procedure 2.2.69.2A, Rev. 3, "Residual Heat Removal
System Checklist (Div 2)"


