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CCNPP3COLA PEmails

From: Rycyna, John
Sent: Thursday, August 13, 2009 9:10 AM
To: 'Poche, Robert'; McQueeney, Jennifer; katie.thurstin@unistarnuclear.com; 

michael.stevenson@unistarnuclear.com
Cc: CCNPP3COL Resource; Ng, Ching; Dixon-Herrity, Jennifer; Arora, Surinder; Miernicki, 

Michael; Colaccino, Joseph; Biggins, James; Vrahoretis, Susan; Simon, Marcia
Subject: RAI No 140 EMB2 2773.doc
Attachments: RAI No 140 EMB2 2773.doc

Rob, 
 
Attached please find the subject request for additional information (RAI).  A draft of the RAI was provided to 
you on July 30, 2009.  No conference call was requested to discuss this RAI.  The schedule we have 
established for review of your application assumes technically correct and complete responses within 30 days 
of receipt of RAIs.  For any RAIs that cannot be answered within 30 days, it is expected that a date for receipt 
of this information will be provided to the staff within the 30 day period so that the staff can assess how this 
information will impact the published schedule. 

 
John Rycyna, PE 
Sr. Project Manager 
Division of New Reactor Licensing 
Office of New Reactors 
U.S. Nuclear Regulatory Commission 
301‐415‐4122 
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Request for Additional Information No. 140 
 

8/13/09 
 

Calvert Cliffs Unit 3 
UniStar 

Docket No. 52-016 
SRP Section: 03.10 - Seismic and Dynamic Qualification of Mechanical and Electrical Equipment 

Application Section: 3.10 
 
QUESTIONS for Engineering Mechanics Branch 2 (ESBWR/ABWR Projects) (EMB2) 
 
03.10-1 

In Calvert Cliffs Nuclear Power Plant (CCNPP) Unit 3 COL FSAR, Section 3.10, a five-
phase implementation program for seismic and dynamic qualification of site-specific 
mechanical and electrical equipment was provided because the results of seismic and 
dynamic qualification of site-specific equipment were not available at the time of 
submittal of the COL FSAR. 10 CFR 52.73(b) states that the Commission will require, 
before granting a combined license that references a standard design certification, that 
information normally contained in certain procurement specifications be completed and 
available for audit if the information is necessary for the Commission to make its safety 
determinations. 
 
i) Phase I and Phase II of the implementation program involve the Seismic Qualification 
Methodology and Specification Development. The schedule of these two phases is “Prior 
to Procurement” according to CCNPP Unit 3 FSAR Table 3.10-2.  In order for the staff to 
make a safety determination, the staff requests the applicant make available Phase I 
and Phase II information of all equipment for the staff to audit prior to the completion of 
the Safety Evaluation Report with no open items. Furthermore, the applicant is 
requested to notify the staff prior to the scheduled completion date of Phase II so the 
staff can coordinate NRC resources to conduct the audit.  
 
ii) In Table 3.10-2, the schedule for Phase V, “Documentation for Results,” is “Prior to 
Initial Pre-operational Testing.”  According to Regulatory Guide (RG) 1.206, Section 
C.I.3.10.4, the results should be submitted to the staff prior to installation of equipment, 
not prior to pre-operational testing. RG 1.206, C.I.3.10.4, also indicates that the applicant 
should include milestones and completion dates for the implementation program. Thus, 
provide the milestones and scheduled completion dates, and propose a license condition 
to ensure that the program is implemented as stated.  
 
iii) In Section 3.10 of the COL FSAR, the applicant provided a five-phase implementation 
program for site-specific equipment.  In particular, Phase V shall consist of the 
preparation of a seismic qualification data package (SQDP) for each piece of equipment 
seismically qualified. In the U.S. EPR design certification proceeding, AREVA submitted 
a letter, dated February 27, 2009, responding to RAI No. 161, Question 03.10-22 
(ML090580547).  This RAI response indicated that a COL applicant who references the 
U.S. EPR design certification is to create and maintain the SQDP.   Therefore, clarify 
whether the five-phase implementation program described in Section 3.10 of the COL 
FSAR is also applicable to the standard (non-site-specific) equipment. If not, provide 
information about the implementation program to address non-site-specific equipment. 
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