
ENCLOSURE 5 

Response Tracking Number: 00518-00-00 RAI: 2.2.1.1.2-2-003 

RAI Volume 2, Chapter 2.1.1.2, Second Set, Number 3: 

Provide information on the specific design codes and standards used for non-ITS 
480 Volts Load centers and 480 Motor Control Centers (SAR section 1.4.1.1.1.2). 

1. RESPONSE 

The not important to safety 480V load centers and motor control centers are designed using the 
methods and practices of the following design codes and standards: 

• IEEE Std 141-1993, IEEE Recommended Practice for Electric Power Distribution for 
Industrial Plants 

• IEEE Std C37.20.2-1999, IEEE Standard for Metal-Clad Switchgear 

• NEMA ICS 18-2001, Motor Control Centers 

• NEMA PB 2-2006, Deadfront Distribution Switchboards 

• NFPA 70, National Electrical Code, with Tentative Interim Amendment 

• UL 845, Standard for Safety for Motor Control Centers 

• UL 891, Standard for Safety Switchboards – Eleventh Edition. 

2. COMMITMENTS TO NRC 

None. 

3. DESCRIPTION OF PROPOSED LA CHANGE 

None. 

4. REFERENCES 

IEEE Std 141-1993. 1994. IEEE Recommended Practice for Electric Power Distribution for 
Industrial Plants. New York, New York: Institute of Electrical and Electronics Engineers. 
TIC: 240362. 

IEEE Std C37.20.2-1999. 2000. IEEE Standard for Metal-Clad Switchgear. New York, New 
York: Institute of Electrical and Electronics Engineers. TIC: 254114. 

NEMA ICS 18-2001 (R2007). Motor Control Centers. Rosslyn, Virginia: National Electrical 
Manufacturers Association. TIC: 259403. 

NEMA PB 2-2006. Deadfront Distribution Switchboards. Rosslyn, Virginia: National Electrical 
Manufacturers Association. TIC: 258682. 
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NFPA 70. 2005. National Electrical Code, with Tentative Interim Amendment. 2005 Edition. 
Quincy, Massachusetts: National Fire Protection Association. TIC: 258735. 

UL (Underwriters Laboratories) 845. 2004. Standard for Safety for Motor Control Centers. 4th 
Edition. Northbrook, Illinois: Underwriters Laboratories. TIC: 257233. 

UL 891. 2005. Standard for Safety Switchboards – Eleventh Edition. Northbrook, Illinois: 
Underwriters Laboratories. 
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