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From: Joseph, Stacy
Sent: Wednesday, September 16, 2009 10:42 AM
To: 'Tomkins, James'
Cc: STPCOL
Subject: DRAFT RAI Related to SRP Section 6.2
Attachments: RAI 3728.doc

Jim, 
 
Please see the attached DRAFT RAI related to SRP Section 6.2 and the Technical Report for Containment 
P/T.  Please let me know within 5 working days if you require a telecon with the technical reviewer to clarify the 
content of the RAI. 
 
Thank you, 
 
 
Stacy Joseph 
Project Manager 
U. S. Nuclear Regulatory Commission 
Office of New Reactors 
Division of New Reactor Licensing 
 
(Office) 301-415-2849 
(Fax): 301-415-5399 
Mail Stop T7-F31 
Washington DC 20555-0001 
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Request for Additional Information No. 3728 Revision 2 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 06.02.01 - Containment Functional Design 

Application Section: 06.02 
 
QUESTIONS for Containment and Ventilation Branch 2 (ESBWR/ABWR Projects) (SBCV) 
 
06.02.01-*** 

In support of staff's confirmatory Design Basis Analysis containment calculation, please 
provide additional information needed for the Feedwater Line Break (FWLB) and Main 
Steam Line Break (MSLB) analysis as reported in WCAP-17058-P Rev 0, June 2009: 
1. Tabulated data for the following parameters: 
    a. High Pressure Core Flooder injection flow rate, 
    b. Reactor Core Isolation Cooling (RCIC) injection flow rate, 
    c. Mass and Energy flow rate of steam supplied to RCIC turbine, 
  d. Low Pressure Flooder injection rate (injection flow rate to RPV as well as 
     spillage to containment in case of FWLB accident), 

    e. Mass and energy flow rate through the SRV/ADS (for MSLB only), 
    f. Suppression Pool (SP) cooling flow rate, 
    g. Drywell spray flow rate, 
    h. Wetwell spray flow rate, 
   i. Saturated enthalpies of liquid and gas phases associated with the break flow,  
   and break flow quality. 

2. Operation of Reactor Internal Pumps (RIP) during the MSLB short- and 
    long-term calculations. 
3. The RIP performance characteristics. 
4. Tabulated data of RPV pressure and level for the short- and long-term FWLB 
     and MSLB calculations. 
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