
 

UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

REGION II 
SAM NUNN ATLANTA FEDERAL CENTER  
61 FORSYTH STREET, SW, SUITE 23T85 

ATLANTA, GEORGIA  30303-8931 

 

September 18, 2009 
 
 
EA-09-091 
 
Mr. Preston D. Swafford 
Chief Nuclear Officer and Executive Vice President 
Tennessee Valley Authority 
3R Lookout Place 
1101 Market Street 
Chattanooga, TN 37402-2801 
 
SUBJECT: WATTS BAR NUCLEAR PLANT WITHDRAWAL OF DENIAL OF NON-CITED 

VIOLATION 05000390/2008005-04, CARBON DIOXIDE SYSTEM IN FIRE AREA 
48 FAILED TO MEET DESIGN CRITERION 

 
Dear Mr. Swafford: 
 
On February 12, 2009, the NRC identified a Green non-cited violation (NCV) of Watts Bar 
Nuclear Plant Unit 1, Operating License Condition 2.F, 05000390/2008005-04, “Carbon Dioxide 
System in Fire Area 48 Failed to Meet Design Criterion,” issued in NRC Inspection Report 
05000390/2008005.  Tennessee Valley Authority (TVA) subsequently submitted a denial of 
NCV 05000390/2008005-04 in its letter dated March 24, 2009.  The NRC acknowledged receipt 
of TVA’s denial by letter dated April 22, 2009. 
 
In a letter dated March 13, 2009, TVA stated that the NCV stemmed from an apparent 
discrepancy in the NRC’s Safety Evaluation Report, Supplement 18, NUREG-0847, “Safety 
Evaluation Report Related to the Operation of Watts Bar, Units 1 and 2, Docket Nos. 50-390 
and 50-391,” dated October 31, 1995, and requested that the NRC correct NUREG-0847.  By 
letter dated August 25, 2009, TVA withdrew its denial of NCV 05000390/ 2008005-04 and its 
request to correct NUREG-0847.  In this letter, TVA stated the intention to submit a license 
change request in accordance with 10 CFR 50.90, “Application for amendment of license, 
construction permit, or early site permit,” to modify Watts Bar Unit 1 license condition 2.F.  The 
non-cited violation (NCV 05000390/2008005-04, “Carbon Dioxide System in Fire Area 48 Failed 
to Meet Design Criterion,”) remains unchanged. 
 
In accordance with 10 CFR 2.390 of the NRC's "Rules of Practice,” a copy of this letter, and 
your response (if any) will be available electronically for public inspection in the NRC  Public 
Document Room or from the Publicly Available Records (PARS) component of NRC’s document  
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system (ADAMS).  ADAMS is accessible from the NRC Web site at http://www.nrc.gov/reading-
rm/adams.html (the Public Electronic Reading Room). 
 

Sincerely, 
 
/RA: John Hanna for/ 
 
Rebecca L. Nease, Chief 

      Engineering Branch 2 
      Division of Reactor Safety 
 
Docket No.:  50-390, 50-391 
License No.:  NPF-90, Construction Permit No. CPPR-92 
 
cc:  (See page 3) 
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cc: 
Gordon P. Arent 
New Generation Licensing Manager 
Watts Bar Nuclear Plant 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Masoud Bajestani 
Vice President Watts Bar Unit 2 
Watts Bar Nuclear Plant 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Ashok S. Bhatnagar 
Senior Vice President 
Nuclear Generation Development and 
Construction 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Michael K. Brandon 
Manager 
Licensing and Industry Affairs 
Watts Bar Nuclear Plant 
Electronic Mail Distribution 
 
Preston D. Swafford 
Chief Nuclear Officer and Executive Vice 
President 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
William R. Campbell 
Senior Vice President 
Fleet Engineering 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Thomas Coutu 
Vice President 
Nuclear Support 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
General Counsel 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
 
 
 

Gregory A. Boerschig 
Plant Manager 
Watts Bar Nuclear Plant 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Larry E. Nicholson 
General Manager 
Performance Improvement 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Michael A. Purcell 
Senior Licensing Manager 
Nuclear Power Group 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Michael J. Lorek 
Vice President - Nuclear Oversight 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Michael D. Skaggs  
Site Vice President 
Watts Bar Nuclear Plant 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
Fredrick C. Mashburn 
(Acting) Manager 
Corporate Nuclear Licensing and Industry 
Affairs 
Tennessee Valley Authority 
Electronic Mail Distribution 
 
R. M. Krich 
Vice President 
Nuclear Licensing 
Tennessee Valley Authority 
3R Lookout Place 
1101 Market Street 
Chattanooga, TN   37402-2801 
 
Robert J. Whalen 
Tennessee Valley Authority 
3R Lookout Place 
1101 Market Street 
Chattanooga, TN   37402-280 
 
(cc cont’d – See page 4) 
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(cc cont’d) 
Senior Resident Inspector 
U.S. Nuclear Regulatory Commission 
Watts Bar Nuclear Plant 
U.S. Nuclear Regulatory Commission 
1260 Nuclear Plant Road 
Spring City, TN   37381-2000 
 
County Executive 
375 Church Street 
Suite 215 
Dayton, TN   37321 
 
County Mayor 
P.O. Box 156 
Decatur, TN   37322 
 
Lawrence Edward Nanney 
Director 
Division of Radiological Health 
TN Dept. of Environment & Conservation 
Electronic Mail Distribution 
 
James H. Bassham 
Director 
Tennessee Emergency Management 
Agency 
Electronic Mail Distribution 
 
Ann Harris 
341 Swing Loop 
Rockwood, TN   37854 
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Letter to Preston D. Swafford from Rebecca L. Nease dated September 18, 2009. 
 
SUBJECT: WATTS BAR NUCLEAR PLANT WITHDRAWAL OF DENIAL OF NON-CITED 

VIOLATION 05000390/2008005-04, CARBON DIOXIDE SYSTEM IN FIRE AREA 
48 FAILED TO MEET DESIGN CRITERION 

 
Distribution: 
C. Evans, RII EICS  
L. Slack, RII EICS  
RIDSNRRDIRS 
PUBLIC 
RidsNrrPMWattsBar1 Resource 
RidsNrrPMWattsBar2 Resource 
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