
September 25, 2009 
 
 
MEMORANDUM TO:  Eileen M. McKenna, Chief 
    AP1000 Projects Branch 2 
    Division of New Reactor Licensing 
    Office of New Reactors 
 
FROM:     Patrick Donnelly, Project Manager                
     AP1000 Projects Branch 2                     /RA/                                                
     Division of New Reactor Licensing 
     Office of New Reactors 
 
SUBJECT: SUMMARY OF A PUBLIC MEETING WITH WESTINGHOUSE 

ELECTRIC COMPANY REGARDING GENERIC SAFETY ISSUE 191 
HELD IN ROCKVILLE, MARYLAND ON SEPTEMBER 2, 2009 

 
The U.S. Nuclear Regulatory Commission (NRC) held a Category I public meeting on 
September 2, 2009.  The Office of New Reactors (NRO) met with Westinghouse Electric 
Company (Westinghouse) representatives to discuss issues with the AP1000 documentation 
submitted as part of their design certification amendment.  Specifically, the participants 
discussed the technical issues related to sump with respect to Generic Safety Issue 191 (GSI-
191) included in the following requests for additional information (RAIs): RAI-SRP6.2.2-SPCV-
19 and 21 through 24, RAI-SRP6.2.2-SRSB-16 through 24, and RAI-SRP6.2.2-CIB1-24.  The 
meeting was held at NRC headquarters in Rockville, Maryland.   
 
The purpose of this meeting summary is to briefly describe the purpose of the meeting, its 
participants, and to delineate the results.  There were 34 participants in attendance at the 
meeting location and one participant by teleconference.  See Enclosure 1 for the list of 
attendees. 
 
Discussion 

 
Following the introductions of the attendees at the meeting and on the NRC telephone bridge, 
the NRC Project Manager noted and confirmed with all participants, that there were members of 
the general public in attendance at the meeting.  None of the information provided and 
discussed at the meeting was proprietary and the meeting remained open for its duration. 
 
The meeting started at 9:08 a.m.  Westinghouse began the meeting by presenting prepared 
information, in slide format, for all to view and discuss.  A copy of the Westinghouse 
presentation is provided in Enclosure 2.  
 
The Westinghouse technical presentation was regularly interrupted by technical questions from 
the NRC staff, which were discussed among the participants.  At the end of the technical 
presentation, Westinghouse formed a caucus offline to discuss scheduling.  There were no 
comments from the members of the public in attendance at the close of the meeting.  The 
meeting adjourned at 4:35 p.m. 
 
CONTACT:   Patrick Donnelly, NRO/DNRL 

          301-415-8584 
           Patrick.Donnelly@nrc.gov 
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Conclusion 
 
In general, the staff found the meeting to be effective and necessary to understand 
Westinghouse’s approach to resolve the outstanding RAIs.  As part of the discussion, 
Westinghouse specified which document would most likely contain the change delineated in 
each RAI response.  In addition, the staff found some RAI responses inadequate, which will 
require a phone conference at a later date.  A breakdown of this information is provided below in 
the same order as contained in the attached presentation.  Only the changes that needed 
further discussion and/or warranted a change to a document have been included. 
 

RAI Document to be Revised Comments 
SPCV-16a DCD  
SPCV-16b APP-GW-GLR-079 & APP-

PXS-GLR-001 
 

SPCV-16c APP-GW-GLR-079  
CIB1-24a DCD & APP-GW-GLR-079  
CIB1-24b DCD & APP-GW-GLR-079  
SRSB-23  Phone Call Required 
SPCV-21b DCD & APP-GW-GLR-079 Phone Call Required 
SRSB-24 WCAP-17028 Phone Call Required 
SRSB-21 WCAP-17028  
SPCV-24 DCD  
SPCV-19c DCD  
SPCV-21c WCAP-16914  
SPCV-21d WCAP-16914 Test termination criteria to be included 
SPCV-21e WCAP-16914  
SPCV-21f APP-GW-GLR-079  
SPCV-21g  Response to be revised 
SPCV-23a APP-GW-GLR-079 Include discussion of the possibility of 

RMI getting into the 6” drain line and 
plugging the drain 

SPCV-23b  RAI response to be revised to include 
changes in flow rate with a change in 
water level 

SPCV-22a DCD Westinghouse to review requirements 
in DCD and clarify types of insulation 
approved for use in AP1000 

SRSB-18  Phone Call Required 
SRSB-19  Will be addressed further during audit 

at Westinghouse on 9/17-9/18 
SRSB-20 APP-GW-GLR-079  

 
The staff found four issues lacking an adequate response at the meeting.  It was decided that 
these issues would be discussed at a phone conference at a later date.  The first two related to 
the fuel assembly test report (WCAP-17028).  The staff questioned the adequacy of the single 
test performed at the design basis fiber amount, using fiber that was not the most limiting 
according to the other test results and at a lower flow rate than used in the other tests, to make 
a safety finding.  The staff asked Westinghouse to further justify the testing performed and to  
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provide the test results for test number 15, which were left out of the docketed test report. In 
addition, the staff requested Westinghouse to provide a list of the conservative parameters of 
the testing and to explain why the test results should be considered conservative.   A third issue 
requiring further discussion was the water level in containment in a wall-to-wall flooding scenario 
and the potential effect on long term cooling, including the addition of the wall-to-wall flooding 
scenario in APP-PXS-GLR-001.  Finally, the staff was not convinced the flow rate used in the 
screen tests adequately bound design basis conditions. 
 
The meeting ended with Westinghouse tentatively committing to provide all RAI responses and 
associated document revisions discussed at the meeting by September 30, 2009.  
Westinghouse will confirm this due date on September 8, 2009.  A phone call was scheduled for 
September 16, 2009 to discuss the four inadequate responses mentioned above. 
 
Enclosed with this summary are the materials relevant to this meeting.  The enclosed 
documents are as follows:  (1) meeting attendees list, (2) Westinghouse presentation slides. 
 
 
Enclosures: 
As stated 
 
cc w/encl:  See next page 
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Participants in September 2, Meeting on GSI - 191 
 
Name Organization 
Robert Sisk Westinghouse 
Eileen McKenna NRC 
Douglas Ellis Shaw 
Thomas Spink TVA 
Don Behnke Westinghouse 
Francis Akstulewicz NRC 
Amy Aughtman SNC 
Charles Ader NRC 
Mike Melton Westinghouse 
Terry Schulz Westinghouse 
Ken Karcher Progress Energy 
Jason Redd SNC 
Tom Kindred Westinghouse 
Donald Peck Westinghouse 
William Slagle Westinghouse 
Kevin McNamee Westinghouse 
Tim Andreychek Westinghouse 
Yong Jae Song Westinghouse 
David Huegel Westinghouse 
Greg Makar NRC 
Gary Hammer NRC 
Bruce Lin NRC 
Mike Snodderly NRC 
Tanya Ford NRC 
Y. Gene Hsii NRC 
Ralph Landry NRC 
Joe Miller ISL 
Steve Pope ISL 
Michelle Hayes NRC 
Jill Monahan Westinghouse 
Carl Prather CCI 
Weidong Wang NRC 
Len Gucwa AREVA 
Jeff Poehler NRC 
Joe Donoghue NRC 
 
Teleconference Attendees   
Name Organization 
Stephen Dolley Platts Nuclear 
 

Enclosure 1



DC Westinghouse - AP1000 Mailing List     (Revised 09/18/2009) 
cc: 
Mr. Glenn H. Archinoff Mr. Gary Wright, Director 
AECL Technologies Division of Nuclear Facility Safety 
481 North Frederick Avenue Illinois Emergency Management Agency 
Suite 405 1035 Outer Park Drive 
Gaithersburg, MD  20877 Springfield, IL  62704 
              
Ms. Michele Boyd 
Legislative Director 
Energy Program 
Public Citizens Critical Mass Energy 
  and Environmental Program 
215 Pennsylvania Avenue, SE 
Washington, DC  20003 
       
Mr. Barton Z. Cowan, Esquire 
Eckert Seamans Cherin & Mellott, LLC 
600 Grant Street, 44th Floor 
Pittsburgh, PA  15219 
       
Mr. Jay M. Gutierrez 
Morgan, Lewis & Bockius, LLP 
1111 Pennsylvania Avenue, NW 
Washington, DC  20004 
       
Ms. Sophie Gutner 
P.O. Box 4646 
Glen Allen, VA  23058 
       
Mr. Ronald Kinney 
South Carolina DHEC 
2600 Bull Street 
Columbia, SC  29201 
       
Mr. Tom Sliva 
7207 IBM Drive 
Charlotte, NC  28262 
       
Mr. Ed Wallace 
General Manager - Projects 
PBMR Pty LTD 
P. O. Box 9396 
Centurion 0046 
Republic of South Africa 
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Email 
agaughtm@southernco.com   (Amy Aughtman) 
alsterdis@tva.gov   (Andrea Sterdis) 
amonroe@scana.com   (Amy Monroe) 
Antonio.Fernandez@FPL.com   (Antonio Fernandez) 
APAGLIA@Scana.com   (Al Paglia) 
APH@NEI.org   (Adrian Heymer) 
awc@nei.org   (Anne W. Cottingham) 
Bill.Jacobs@gdsassociates.com   (Bill Jacobs) 
BrinkmCB@westinghouse.com   (Charles Brinkman) 
Carellmd@westinghouse.com   (Mario D. Carelli) 
cberger@energetics.com   (Carl Berger) 
chris.maslak@ge.com   (Chris Maslak) 
crpierce@southernco.com   (C.R. Pierce) 
CumminWE@Westinghouse.com   (Edward W. Cummins) 
cwaltman@roe.com   (C. Waltman) 
david.hinds@ge.com   (David Hinds) 
david.lewis@pillsburylaw.com   (David Lewis) 
doug.ellis@shawgrp.com   (Doug Ellis) 
eddie.grant@excelservices.com   (Eddie Grant) 
erg-xl@cox.net   (Eddie R. Grant) 
garry.miller@pgnmail.com   (Garry D. Miller) 
gcesare@enercon.com   (Guy Cesare) 
George.Madden@fpl.com   (George Madden) 
greshaja@westinghouse.com  (James Gresham) 
gwcurtis2@tva.gov   (G. W. Curtis) 
gzinke@entergy.com   (George Alan Zinke) 
ian.c.rickard@us.westinghouse.com   (Ian C. Richard) 
james.beard@gene.ge.com   (James Beard) 
jerald.head@ge.com   (Jerald G. Head) 
jgutierrez@morganlewis.com   (Jay M. Gutierrez) 
jim.riccio@wdc.greenpeace.org   (James Riccio) 
jim@ncwarn.org   (Jim Warren) 
JJNesrsta@cpsenergy.com  (James J. Nesrsta) 
John.O'Neill@pillsburylaw.com   (John O'Neill) 
Joseph_Hegner@dom.com    (Joseph Hegner) 
junichi_uchiyama@mnes-us.com   (Junichi Uchiyama) 
KSutton@morganlewis.com   (Kathryn M. Sutton) 
kwaugh@impact-net.org   (Kenneth O. Waugh) 
lchandler@morganlewis.com   (Lawrence J. Chandler) 
lindg1da@westinghouse.com   (Don Lindgren) 
Marc.Brooks@dhs.gov   (Marc Brooks) 
maria.webb@pillsburylaw.com   (Maria Webb) 
marilyn.kray@exeloncorp.com 
mark.beaumont@wsms.com   (Mark Beaumont) 
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matias.travieso-diaz@pillsburylaw.com   (Matias Travieso-Diaz) 
maurerbf@westinghouse.com   (Brad Maurer) 
media@nei.org   (Scott Peterson) 
Mitch.Ross@fpl.com   (Mitch Ross) 
MSF@nei.org   (Marvin Fertel) 
mwetterhahn@winston.com   (M. Wetterhahn) 
nirsnet@nirs.org   (Michael Mariotte) 
patriciaL.campbell@ge.com   (Patricia L. Campbell) 
paul.gaukler@pillsburylaw.com   (Paul Gaukler) 
Paul.Jacobs@fpl.com   (Paul Jacobs) 
Paul@beyondnuclear.org   (Paul Gunter) 
pshastings@duke-energy.com   (Peter Hastings) 
Raymond.Burski@fpl.com   (Raymond Burski) 
rclary@scana.com   (Ronald Clary) 
rgrumbir@gmail.com   (Richard Grumbir) 
Richard.Orthen@fpl.com   (Richard Orthen) 
RJB@NEI.org   (Russell Bell) 
RKTemple@cpsenergy.com   (R.K. Temple) 
robert.kitchen@pgnmail.com   (Robert H. Kitchen) 
Russell.Wells@Areva.com   (Russell Wells) 
sabinski@suddenlink.net   (Steve A. Bennett) 
sandra.sloan@areva.com   (Sandra Sloan) 
sfrantz@morganlewis.com   (Stephen P. Frantz) 
sisk1rb@wetinghouse.com   (Rob Sisk) 
sroetger@psc.state.ga.us   (Steve Roetger) 
stephan.moen@ge.com   (Stephan Moen) 
Steve.Franzone@fpl.com   (Steve Franzone) 
steven.hucik@ge.com   (Steven Hucik) 
stramback@westinghouse.com   (George Stramback) 
Support@SaporitoEnergyConsultants.com   (Thomas Saporito) 
Tansel.Selekler@nuclear.energy.gov   (Tansel Selekler) 
tdurkin@energetics.com   (Tim Durkin) 
Timothy.Beville@nuclear.energy.gov   (Tim Beville) 
tom.miller@hq.doe.gov   (Tom Miller) 
tomccall@southernco.com   (Tom McCallum) 
TomClements329@cs.com   (Tom Clements) 
trsmith@winston.com   (Tyson Smith) 
Vanessa.quinn@dhs.gov   (Vanessa Quinn) 
VictorB@bv.com   (Bill Victor) 
vijukrp@westinghouse.com   (Ronald P. Vijuk) 
Wanda.K.Marshall@dom.com   (Wanda K. Marshall) 
wayne.marquino@ge.com   (Wayne Marquino) 
whorin@winston.com   (W. Horin) 
william.maher@fpl.com   (William Maher) 
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