CCNPP3COLA PEmails

From: Arora, Surinder

Sent: Wednesday, September 16, 2009 8:50 AM

To: Poche, Robert; Jennifer.McQueeney@unistarnuclear.com;
michael.stevenson@unistarnuclear.com

Cc: CCNPP3COL Resource; McCann, Edward; Jenkins, Ronaldo; Colaccino, Joseph; Steckel,
James; Biggins, James; Vrahoretis, Susan; Hair, Christopher

Subject: CCNPP3 - DRAFT RAI 184 EEB 3684

Attachments: Draft RAI 184 EEB 3684.doc

Rob,

Attached is DRAFT RAI No. 184 (eRAI No. 3684). You have until September 30, 2009 to review it and decide whether
you need a conference call to discuss it before the final issuance. After the call or after September 30, 2009, the RAI will
be finalized and sent to you for response. You will then have 30 days to respond.

Thanks.

SURINDER ARORA, PE
PROJECT MANAGER,

Office of New Reactors

US Nuclear Regulatory Commission

Phone: 301 415-1421
FAX: 301 415-6406
Email: Surinder.Arora@nrc.gov
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Request for Additional Information No. 184 (eRAI 3684)
Draft
9/16/2009

Calvert Cliffs Unit 3
UniStar
Docket No. 52-016
SRP Section: 08.03.01 - AC Power Systems (Onsite)
Application Section: 8.3.1

QUESTIONS for Electrical Engineering Branch (EEB)

08.03.01-14

FSAR Chapter 14, verification program, Table 14.3- Interface Requirement Screening
Summary, ltem 4.9 states that Interface requirements for the lightning protection and
grounding system are provided in Section 2.5.8 of Tier 1 of the U.S. EPR FSAR. Iltem
4.9 of Table 14.3-3 also indicates that Section 8.3 incorporates the U.S. EPR lightning
and grounding system by reference.

Section 2.5.8 of Tier 1 does not currently address offsite power/switchyard system
grounding and lightning protection systems. In an RAl on U.S. EPR (RAI Letter # 275,
Question # 14.03.06-34), the NRC staff has requested that the U.S. EPR FSAR include
an interface requirement to address this matter.

Neither table 14.3-3 nor FSAR Section 8.3 (onsite Power System) addresses offsite
Power/Switchyard grounding and lightning protection systems as an ITAAC. Please
confirm that offsite power system/switchyard grounding and lightning protection system
are selected for ITAAC or justify an alternative.
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