CCNPP3COLA PEmails

From: Arora, Surinder

Sent: Thursday, September 03, 2009 3:23 PM

To: Poche, Robert; Jennifer.McQueeney@unistarnuclear.com;
michael.stevenson@unistarnuclear.com

Cc: CCNPP3COL Resource; Crane, Samantha; Peralta, Juan; Colaccino, Joseph; Biggins,
James; Simon, Marcia; Vrahoretis, Susan

Subject: CCNPP3 - DRAFT RAI 165 CQVP 3591

Attachments: Draft RAI 165 CQVP 3591.doc

Rob,

Attached is DRAFT RAI No. 165 (eRAI No. 3591). You have until September 18, 2009 to review it and decide whether
you need a conference call to discuss it before the final issuance. After the call or after September 18, 2009, the RAI will
be finalized and sent to you for response. You will then have 30 days to respond.

Thanks.

SURINDER ARORA, PE
PROJECT MANAGER,

Office of New Reactors

US Nuclear Regulatory Commission

Phone: 301 415-1421
FAX: 301 415-6406
Email: Surinder.Arora@nrc.gov
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Request for Additional Information No. 165 (eRAI 3591)
Draft
9/3/2009

Calvert Cliffs Unit 3
UniStar
Docket No. 52-016
SRP Section: 14.02 - Initial Plant Test Program - Design Certification and New License Applicants
Application Section: 14.2.14.1

QUESTIONS for Quality and Vendor Branch 1 (AP1000/EPR Projects) (CQVP)

14.02-50

In RAI 14.02-2, dated September 30, 2008 (ML082911082), the staff requested that the
applicant identify the test abstract for the raw water supply system, which is identified as
a COL test in Table 14.2-1 of the EPR FSAR. In its response to the staff’'s RAI, dated
October 31, 2008 (ML083110267), the applicant stated that the intent of CCNPP Unit 3
FSAR Section 14.2.14.1, Desalinization Plant, is to specify all testing requirements of the
CCNPP Unit 3 raw water supply system (RWSS) as described in CCNPP Unit 3 FSAR
Section 9.2.9. The title of CCNPP Unit 3 FSAR Section 14.2.14.1 will be revised to be
Raw Water Supply System and the testing described in this section will cover the raw
water piping, desalinization plant, desalinated water storage tank, desalinated water
transfer pumps, and desalinated water distribution piping and valves. In a supplemental
response to this RAI, dated December 19, 2008 (ML083590122), the applicant provided
mark-up pages to the FSAR that incorporated their response, which were incorporated
into revision 5 of the CCNPP Unit 3 FSAR.

The staff requests that the applicant revise Section 14.2.14.1 of the CCNPP Unit 3
FSAR to include verification of the auto start feature on the RWSS pumps upon low
pressure or a trip of the running pump consistent with CCNPP Unit 3 FSAR Section
9.2.9.
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