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CCNPP3COLA PEmails

From: Arora, Surinder
Sent: Tuesday, September 01, 2009 5:02 PM
To: Poche, Robert; katie.thurstin@unistarnuclear.com; 

Jennifer.McQueeney@unistarnuclear.com; michael.stevenson@unistarnuclear.com
Cc: CCNPP3COL Resource; Reichelt, Eric; Terao, David; Colaccino, Joseph; Miernicki, Michael; 

Biggins, James; Simon, Marcia; Vrahoretis, Susan
Subject: CCNPP3 - DRAFT RAI 150 CIB1 2673
Attachments: Draft RAI 150 CIB1 2673.doc

Rob,  
 
Attached is DRAFT RAI No. 150 (eRAI No. 2673). You have until September 16, 2009 to review it and  decide whether 
you need a conference call to discuss it before the final issuance. After the call or after September 16, 2009, the RAI will 
be finalized and sent to you for response. You will then have 30 days to respond.  
 
Thanks. 
 
SURINDER ARORA, PE 
PROJECT MANAGER, 
Office of New Reactors 
US Nuclear Regulatory Commission 
 
Phone: 301 415‐1421 
FAX: 301 415‐6406 
Email: Surinder.Arora@nrc.gov 
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Request for Additional Information No. 150 (eRAI 2673)  
Draft 

9/1/2009 
 

Calvert Cliffs Unit 3 
UniStar 

Docket No. 52-016 
SRP Section: 03.06.03 - Leak-Before-Break Evaluation Procedures 

Application Section: 3.6.3 
 
QUESTIONS for Component Integrity, Performance, and Testing Branch 1 (AP1000/EPR Projects) 

(CIB1) 
 
03.06.03-2 

Regulatory Basis: GDC 4 
  
The EPR leak-before-break (LBB) generic design has had difficulty meeting the staff’s 
safety factor of 2 on dynamic loadings as discussed in NUREG-1061, Volume 3.  
AREVA is proposing to use a safety factor of 1.7.  AREVA is proposing to revise its 
generic seismic design response spectra.  This could cause an increase in seismic 
loadings, thereby, impacting the generic LBB design and possibly causing a further 
decrease in the LBB dynamic loading safety factor. 
 
Please provide in the FSAR Section 3.6.3, an analysis or evaluation for CCNPP Unit 3 
that demonstrates that the main steam piping inside containment (which has the least 
safety margin for dynamic loads in the generic design) meets the safety factor of 2 using 
site-specific seismic response spectra. 
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