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ArevaEPRDCPEm Resource

From: Tesfaye, Getachew
Sent: Friday, October 09, 2009 1:44 PM
To: 'usepr@areva.com'
Cc: ODriscoll, James; Jackson, Christopher; Hearn, Peter; Colaccino, Joseph; ArevaEPRDCPEm 

Resource
Subject: Draft - U.S. EPR Design Certification Application RAI No. 312 (3827), FSAR Ch. 9
Attachments: Draft RAI_312_SPCV_3827.doc

Attached please find draft RAI No. 312 regarding your application for standard design certification of the U.S. EPR.  If 
you have any question or need clarifications regarding this RAI, please let me know as soon as possible, I will 
have our technical Staff available to discuss them with you.   
 
Please also review the RAI to ensure that we have not inadvertently included proprietary information. If there are any 
proprietary information, please let me know within the next ten days. If I do not hear from you within the next ten days, I 
will assume there are none and will make the draft RAI publicly available. 
 
Thanks, 
Getachew Tesfaye 
Sr. Project Manager 
NRO/DNRL/NARP 
(301) 415-3361 
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Draft 
 

Request for Additional Information No. 312 (3827), Revision 0 
 

10/9/2009 
 

U. S. EPR Standard Design Certification 
AREVA NP Inc. 

Docket No. 52-020 
SRP Section: 09.04.02 - Spent Fuel Pool Area Ventilation System 

Application Section: 9.4.2 
 

QUESTIONS for Containment and Ventilation Branch 1 (AP1000/EPR Projects) (SPCV) 
 
09.04.02-3 

 

POTENTIAL OPEN ITEM 

As a part of satisfying the provisions of GDC 60 and GDC 61, SRP 9.4.2 states 
ventilation system components should demonstrate compliance with applicable industry 
standards, including ASME AG-1, Code on Nuclear Air and Gas Treatment.  FSAR Tier 
2 Section 9.4.2.6 references ASME AG-1-2003 [Code on Nuclear Air and Gas 
Treatment,” The American Society of Mechanical Engineers, 2003 including the AG-1a, 
2004 Addenda].  However, the most recent version of ASME AG-1 endorsed by the NRC 
staff is ASME AG-1-1997.  Therefore, the applicant should either reference ASME AG-1-
1997 or should provide justification for use of the 2003 code rather than the 1997 code. 
Similarly, Some FSAR sections (e.g. 9.4.14) cite newer versions of ASME N509 than the 
version approved for use by RG 1.140 and 1.52 (ASME N509-1989). Provide justification 
for use of the newer code rather than the NRC endorsed version of the code. 
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