October 21, 2009

Mr. Scott Head, Manager
Regulatory Affairs

STP Nuclear Operating Company
P. O. Box 289

Wadsworth, TX 77483

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 283 RELATED TO
SRP SECTION 8.2 FOR THE SOUTH TEXAS PROJECT COMBINED LICENSE
APPLICATION

Dear Mr. Head:

By letter dated September 20, 2007, STP Nuclear Operating Company (STP) submitted for
approval a combined license application pursuant to 10 CFR Part 52. The U.S. Nuclear
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable
the staff to reach a conclusion on the safety of the proposed application.

The NRC staff has identified that additional information is needed to continue portions of the
review. The staff’s request for additional information (RAIl) is contained in the enclosure to this
letter.

To support the review schedule, you are requested to respond within 30 days of the date of this
letter. If changes are needed to the safety analysis report, the staff requests that the RAI
response include the proposed wording changes.
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If you have any questions or comments concerning this matter, | can be reached at
301-415-4093 or by e-mail at Adrian.Muniz@nrc.gov or you may contact George Wunder at
301-415-1494 or George.Wunder@nrc.gov.

Sincerely,

/RA/

Adrian Mupiz, Project Manager
ESBWR/ABWR Projects Branch 2
Division of New Reactor Licensing
Office of New Reactors

Docket Nos. 52-012
52-013

eRAl Tracking No. 3494

Enclosure:
Request for Additional Information

CC: William Mookhoek
Richard Bense



S. Head -2-

If you have any questions or comments concerning this matter, | can be reached at
301-415-4093 or by e-mail at Adrian.Muniz@nrc.gov or you may contact George Wunder at
301-415-1494 or George.Wunder@nrc.gov.

Sincerely,

/RA/

Adrian Muhiz, Project Manager
ESBWR/ABWR Projects Branch 2
Division of New Reactor Licensing
Office of New Reactors

Docket Nos. 52-012
52-013

eRAI Tracking No. 3494

Enclosure:
Request for Additional Information

cc: William Mookhoek
Richard Bense

Distribution:

PUBLIC

NGE 1/2 R/F
GWunder, NRO
BAbeywickrama, NRO
BBhatia,NRO

APal, NRO
SKirkwood, OGC
RidsNroDeEeb
RidsNroDnrINge2

ADAMS Accession No. ML092940513 NRO-002

OFFICE

EEB/TR

EEB/BC

NGE2/PM

NGE2/L-PM

NAME

BBhatia

RJenkins

AMuniz

GWunder

DATE

8/2/09

9/2/09

10/20/09

10/16/09

*Approval captured electronically in the electronic RAI system.
OFFICIAL RECORD COPY




Request for Additional Information No. 3494 Revision 2
10/20/2009

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 08.02 - Offsite Power System
Application Section: 8.2

QUESTIONS for Electrical Engineering Branch (EEB)
08.02-22

In response to RAI 08.02-7 pertaining to how the incidents identified in FSAR Table 8.2-3 would be
used in the design of the new switchyard and transmission lines, the applicant clarified that a portion of
the 166 unknown and 147 weather-related transmission line incidents were instantaneous circuit
breaker trips where the fault was cleared and the line brought back into service instantaneously. In the
remaining cases the circuit breaker cleared the fault and was locked out, requiring the Transmission
Service Provider to bring the line back to service. Table 8.2-3 was revised to provide a breakdown of
the incidents showing whether the breaker had re-closed instantaneously or locked out. The applicant
also clarified that the historical transmission line incidents would not affect the new switchyard’s design.

Despite the clarifications provided, the staff has further questions. The staff review of revised

Table 8.2-3 found that of the 525 circuit breaker actuations experienced by STP, Units 1 and 2,
switchyard during a period of 26 years 269 resulted in circuit breaker lockouts. Of the 269 lockouts
nearly 200 were either related to unknown causes (63), or to weather (94) and insulator flash-over (36).
An almost equal amount of events (175) from the same causes resulted in an instantaneous re-closure
of the circuit breakers, but could have resulted in lockouts. Since these and other events included in
the Table are potentially related to switchyard and line maintenance, furnish the following information:

1. State whether the events in Table 8.2-3, ever resulted in multiple line failures during the period
of observation.

2. State whether multiple line failures have ever occurred when the instantaneous breaker re-closures
had resulted in breaker lockouts.

3. State whether a loss of offsite power or partial loss of offsite power was ever experienced by STP,
Units 1 and 2.

N

. State whether any corrective actions were taken as a result of the events of Table 8.2-3 and whether
there was a similar reoccurrence after completion of these corrective actions.

Enclosure
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