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CCNPP3COLA PEmails

From: Arora, Surinder
Sent: Friday, October 02, 2009 11:30 AM
To: 'Poche, Robert'; 'cc3project@constellation.com'
Cc: CCNPP3COL Resource; McNally, Richard; Dixon-Herrity, Jennifer; Colaccino, Joseph; 

Miernicki, Michael; Biggins, James; Vrahoretis, Susan; Hair, Christopher
Subject: FINAL RAI No. 182 EMB2 2247
Attachments: FINAL RAI 182 EMB2 2247.doc

Rob, 
                                                                                                                                                                                                                        
                                                                                                                                              

Attached please find the subject request for additional information (RAI).  The draft of this RAI was sent to you 
on September 16, 2009.  No clarification phone call was requested during the draft review period on this RAI. 

The schedule we have established for review of your application assumes technically correct and complete 
responses within 30 days of receipt of RAIs.  For any RAIs that cannot be answered within 30 days, it is 
expected that a schedule date for submitting your technically correct and complete response will be provided to 
the staff within the 30 day period so that the staff can assess how this information will impact the review 
schedule.  

Your response letter should also include a statement confirming that the response does or does not contain 
any sensitive or proprietary information. 

Thanks. 
 
SURINDER ARORA, PE 
PROJECT MANAGER, 
Office of New Reactors 
US Nuclear Regulatory Commission 
 
Phone: 301 415‐1421 
FAX: 301 415‐6406 
Email: Surinder.Arora@nrc.gov 
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Request for Additional Information No. 182 (eRAI 2247)  
 

10/2/2009 
 

Calvert Cliffs Unit 3 
UniStar 

Docket No. 52-016 
SRP Section: 03.02.02 - System Quality Group Classification 

Application Section: 3.2.2 
 
QUESTIONS for Engineering Mechanics Branch 2 (ESBWR/ABWR Projects) (EMB2) 
 
03.02.02-1 

SRP 3.2.2 identifies that consistent with SECY-93-087 the staff should review 
applications using the newest codes and standards that have been endorsed by the 
NRC and unapproved editions will be reviewed on a case by case basis.  FSAR Table 
3.2-1 and Subsection 3.2.3 do not define editions for codes and standards or applicable 
codes and standards for certain SSCs, such as the Traveling Screens.  Clarify which 
editions of codes and standards apply to the SSCs included in Table 3.2-1 and, for 
SSCs with no commercial codes and standards shown, identify which commercial codes 
and standards apply.  If this information is to be determined later, advise when this 
information will be available. 
 

 
03.02.02-2 

ITAAC are included in the FSAR for as-built inspections of certain important to safety 
site-specific SSCs including seismic Category I SSCs, certain SSCs that are classified 
as seismic Category II and for seismic Category I structures that could be adversely 
affected by adjacent Non-Seismic (NSC) structures.  For site-specific SSCs that are 
defined as risk-significant, clarify what ITAAC is in place to verify that the as-built SSC is 
consistent with the quality group classification.  Specifically clarify if there are any 
important to safety SSCs classified as seismic Category II or Conventional Seismic (CS) 
that are not selected for ITAAC and, if so, clarify why an ITAAC is not needed. 
 

03.02.02-3 
COL Item 3.2-2 identifies that the COL applicant will identify the quality group 
classification of applicable site-specific SSCs.  Although SRP 3.2.2 specifically identifies 
that structures are excluded from the review, FSAR Table 3.2-1 identifies quality groups 
for site-specific SSCs, including structures.  RG 1.26 and the DCD do not identify quality 
groups for certain non-pressure boundary items, such as structures or duct banks.  In 
RG 1.26 and SRP 3.2.2, Quality Groups are only designated for pressure-retaining 
components within fluid systems or their supports.  Clarify the basis for the quality group 
designation for structures, duct banks and other non-pressure boundary components not 
covered by RG 1.26 and what this means in terms of quality to satisfy GDC 1.   

 
03.02.02-4 

SRP 3.2.2 calls for review of the piping and instrumentation diagrams (P&IDs) to ensure 
that the applicant delineated the system quality group classification boundaries for 



2 
 

systems important to safety.  Drawings available in the FSAR, such as Figure 9.2-3 for 
the UHS makeup, do not show the system quality group classifications and appear to be 
conceptual.  Clarify the quality group classifications on these figures and identify when 
the detailed P&IDs will be available for review. 

 
03.02.02-5 

10 CFR Part 52 requires, in part, that, prior to granting a combined license which 
references a standard design certification, that information normally contained in certain 
specifications be available for audit if such information is needed to make the 
determination that the application is consistent with the certified design.  Confirm that 
design information contained in procurement specifications concerning the quality group 
classification of all important to safety SSCs and the basis for the classification is 
available for NRC audit or establish when such design information will be available.  In 
addition, clarify what design basis classification information, such as design 
specifications, P&IDs, and Quality (Q) List, is available for audit.  

 
03.02.02-6 

FSAR Table 3.2-1 for site-specific SSCs identifies that certain SSCs in important to 
safety systems, such as the Traveling Screens and miscellaneous piping in the UHS 
Makeup Water System, are classified as Safety Class Nonsafety-related (NS), Quality 
Group (QG) D and seismic Category II with no 10 CFR 50 Appendix B program applied.  
RG 1.26 does not assign system quality groups to SSCs such as the traveling screens 
that are not pressure-retaining components within fluid systems or their supports, but RG 
1.29 position C.4 identifies that pertinent requirements of Appendix B apply to all 
activities affecting the safety-related functions of these SSCs.  For SSCs in systems that 
are considered important to safety, such as risk-significant SSCs or those classified as 
seismic Category II, clarify the basis for the equipment classification as QG D with no 
augmented quality requirements rather than Safety Class Supplemented Grade NS-AQ 
with pertinent quality requirements of the 10 CFR Part 50 Appendix B program applied.   
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