
From: Herrin, Dennis W. [Dennis.Herrin@pgnmail.com] 
Sent: Friday, October 30, 2009 9:13 AM 
To: Saba, Farideh 
Subject: RE: CR-3 RAI Response -- RR #09-001-IT 
 
Farideh, 
 
The question as we understand it, from the NRC reviewer, is:  Can we confirm that the upper bound for 
flow acceptance, in a test where differential pressure is set and flow is determined, will be 1.06 x 
Reference Value?  
 
The scenario on which the question is based is not applicable.  This was not discussed in the CR3 relief 
request because it does not apply to CR3’s testing methodology.  For the pumps mentioned in the relief 
request, flow is set at a reference condition then differential pressure is measured and compared against 
the acceptance criteria.  By the nature of this test method, there is no need to apply an upper end 
acceptance criterion to the flow. 
 

Dennis W. Herrin  
Lead Engineer - Licensing & Regulatory Programs  
Progress Energy Florida, Inc.  
Crystal River Unit 3  
352-563-4633  
Voicenet 240-3299  
Dennis.Herrin@pgnmail.com  
 
 
 
From: Saba, Farideh [mailto:Farideh.Saba@nrc.gov]  
Sent: Tuesday, October 27, 2009 2:01 PM 
To: Herrin, Dennis W. 
Subject: FW: CR-3 RAI Response -- RR #09-001-IT 
 
Dennis, 
 
Please respond to the following question/request for confirmation from the reviewer regarding the subject 
relief request. 
 
Farideh 
 
Farideh E. Saba, P.E. 
Senior Project Manager 
NRC/ADRO/NRR/DORL 
301-415-1447 
Mail Stop O-8G9A 
Farideh.Saba@NRC.GOV 
 
 
 
From: Wolfgang, Robert  
Sent: Tuesday, October 27, 2009 9:31 AM 
To: Saba, Farideh 
Subject: RE: CR-3 RAI Response -- RR #09-001-IT 
 



Farideh, 
 
FPC states in their relief request that the upper bound for differential pressure when testing will be 1.06.  
However, they do not state that the upper bound for flow will be 1.06 (instead of 1.10).  Can you confirm 
with them that the upper bound for flow will be 1.06? 
 
Thanks, 
 
Bob Wolfgang 
Senior Mechanical Engineer 
U. S. Nuclear Regulatory Commission 
301-415-1624 
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