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From: Tai, Tom
Sent: Monday, November 02, 2009 11:24 AM
To: Agles, James
Cc: STPCOL; Li, Yueh-Li; Mookhoek, William
Subject: Draft RAI 3896 - Chapter 3.6.2
Attachments: RAI 3896 03.06.02-xx.doc

Jim, 
 
Attached for your use is a draft of RAI 3896 on Chapter 3.6.2.  Please let me know if you need a telecon for 
clarification. 
 
If I don't receive your request for telecon by November 9, I'll issue the RAI as final. 
 
Regards 
 
Tom Tai 
DNRL/NRO 
(301) 415‐8484 
Tom.Tai@NRC.GOV 
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Request for Additional Information No. 3896 Revision 2 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 03.06.02 - Determination of Rupture Locations and Dynamic Effects Associated with the 

Postulated Rupture of Piping 
Application Section: 3.6.2 

 
QUESTIONS for Engineering Mechanics Branch 2 (ESBWR/ABWR Projects) (EMB2) 
 
03.06.02-*** 

FSAR Section 3.6.5.3, Inservice Inspection of Piping in Containment Penetration 
Areas, states that a 100% volumetric inservice examination of all accessible pipe 
welds in containment penetration area will be conducted during each inspection 
interval as defined in IWA-2400, ASME Code Section XI.  This is inconsistent with 
the provision as stated in Branch Technical Position (BTP) 3-4, A.(ii).(7) and the 
ABWR DCD Section 3.6.2.1.4.2.  The provision in BTP 3-4 and in ABWR DCD 
requires that a 100 % volumetric inservice examination of all pipe welds (as opposed 
to all accessible pipe welds stated in the STP FSAR Section 3.6.5.3) in Containment 
Penetration Area should be conducted during each inspection interval as defined in 
IWA-2400, ASME Code Section XI.  The applicant is requested to address this 
discrepancy.  The applicant should note that as stated in both ABWR DCD and STP 
FSAR, the COL applicant is responsible for designing all the ASME Code Class 1, 2, 
and 3 components for accessibility to perform preservice and inservice inspection.  It 
is therefore, the STP’s responsibility to ensure that sufficient access exists for all the 
pipe welds in Containment Penetration Area.    
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