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ArevaEPRDCPEm Resource

From: Tesfaye, Getachew
Sent: Wednesday, November 18, 2009 4:48 PM
To: 'usepr@areva.com'
Cc: McCann, Edward; Segala, John; Hearn, Peter; Colaccino, Joseph; ArevaEPRDCPEm 

Resource
Subject: Draft - U.S. EPR Design Certification Application RAI No. 333 (4022), FSAR Ch. 9
Attachments: Draft RAI_333_SBPA_4022.doc

Attached please find draft RAI No. 333 regarding your application for standard design certification of the U.S. EPR.  If 
you have any question or need clarifications regarding this RAI, please let me know as soon as possible, I will 
have our technical Staff available to discuss them with you.   
 
Please also review the RAI to ensure that we have not inadvertently included proprietary information. If there are any 
proprietary information, please let me know within the next ten days. If I do not hear from you within the next ten days, I 
will assume there are none and will make the draft RAI publicly available. 
 
Thanks, 
Getachew Tesfaye 
Sr. Project Manager 
NRO/DNRL/NARP 
(301) 415-3361 
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Draft  
 

Request for Additional Information No. 333 (4022), Revision 1 
 

11/18/2009 
 

U. S. EPR Standard Design Certification 
AREVA NP Inc. 

Docket No. 52-020 
SRP Section: 09.05.01 - Fire Protection Program 

Application Section: 9.5.1 
 

QUESTIONS for Balance of Plant Branch 1 (AP1000/EPR Projects) (SBPA) 
 
09.05.01-73 

RAI Question 09.05.01-61 added the following to U.S. EPR Section 9.5.1.2.1: 
  
“The computer rooms outside the MCR in SB 2 and SB 3 contain non-safety-
related computers. These computer rooms are separated from each other and 
other areas of the plant by three-hour fire rated barriers. The interfaces for the 
digital control system for each of the four safety divisions are located in the 
instrumentation and control cabinet rooms in their respective SBs. The 
instrumentation and control rooms are separated from each other by three-hour 
fire rated barriers. Automatic fire detection and manual fire protection by 
standpipe and hose and portable extinguishers are provided for each computer 
room and instrumentation and control cabinet rooms. The smoke confinement 
system (SCS) Nuclear Island (NI) provides smoke removal for the computer 
rooms and the instrumentation and control cabinet rooms.” 
 
RG 1.189 Regulatory Position 6.1.4 requires fixed automatic suppression in 
areas important to safety.  The above addition to Section 9.5.1.2.1 states that 
interfaces for the digital control system for each of the four safety divisions are 
located in the instrumentation and control cabinet rooms which have manual 
suppression only.  The instrumentation and control cabinet rooms are apparently 
the interface rooms between non-safety-related (NSR) and safety related (SR) 
equipment where the isolation devices are located.  The isolation devices that 
separate NSR and SR need to be SR and if in the instrumentation and control 
cabinet rooms these areas should have automatic suppression as per RG 1.189 
Regulatory Position 6.1.4.  The applicant should provide automatic suppression 
in the instrumentation and control cabinet rooms or justify not providing it and 
revise the FSAR as required.  
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