November 23, 2009

Mr. Scott Head, Manager
Regulatory Affairs

STP Nuclear Operating Company
P. O. Box 289

Wadsworth, TX 77483

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 233 RELATED TO
SRP SECTIONS 2.3 AND 2.5 FOR THE SOUTH TEXAS PROJECT COMBINED
LICENSE APPLICATION

Dear Mr. Head:

By letter dated September 20, 2007, STP Nuclear Operating Company (STP) submitted for
approval a combined license application pursuant to 10 CFR Part 52. The U. S. Nuclear
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable
the staff to reach a conclusion on the safety of the proposed application.

The NRC staff has identified that additional information is needed to continue portions of the
review. The staff’'s request for additional information (RAI) is contained in the enclosure to this
letter.

To support the review schedule, you are requested to respond within 30 days of the date of this
letter. If changes are needed to the safety analysis report, the staff requests that the RAI
response include the proposed wording changes.
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If you have any questions or comments concerning this matter, | can be reached at
301-415-6197 or by e-mail at Tekia.Govan@nrc.gov or you may contact George Wunder at
301-415-1494 or George.Wunder@nrc.gov.

Sincerely,

IRA/

Tekia V. Govan, Project Manager
ABWR Projects Branch
Division of New Reactor Licensing
Office of New Reactors

Docket Nos. 52-012
52-013
eRAl Tracking No. 3956 and 3966

Enclosure:
Request for Additional Information

cc: William Mookhoek
Richard Bense



S. Head -2-

If you have any questions or comments concerning this matter, | can be reached at
301-415-6197 or by e-mail at Tekia.Govan@nrc.gov or you may contact George Wunder at
301-415-1494 or George.Wunder@nrc.gov.

Sincerely,

IRA/

Tekia V. Govan, Project Manager
ABWR Projects Branch

Division of New Reactor Licensing
Office of New Reactors

Docket Nos. 52-012
52-013

eRAI Tracking No. 3956 and 3966

Enclosure:
Request for Additional Information

cc: William Mookhoek
Richard Bense

Distribution:

PUBLIC BHarvey, NRO SBrock, OGC

NGE 1/2 R/F W Bieganousky, NRO RidsNroDserRsac

GWunder, NRO CMunson, NRO RidsNroDnrINge2

BAbeywickrama, NRO JLee, NRO

ADAMS Accession No. ML093280134 NRO-002
OFFICE RSCA RGS1 RGS1 RSCA NGE2/PM OGC NGE2/L-PM
NAME BHarvey W CMunson |JLee TGovan SBrock GWunder
Bieganousky

DATE 10/29/2009 | 11/2/2009 11/6/2009 | 11/10/2009 |11/23/2009 |11/23/2009 |11/24/2009

*Approval captured electronically in the electronic RAl system.

OFFICIAL RECORD COPY



Request for Additional Information No. 3956 Revision 3

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 02.03.04 - Short Term Atmospheric Dispersion Estimates for Accident
Releases
Application Section: FSAR Section 2.35.4.2.1.2

QUESTIONS for Siting and Accident Conseq Branch (RSAC)
02.03.04-10
This question is related to the applicant’s responses to RAls 02.03.04-1 and 15.00.03-1.

The applicant’s response to RAI 02.03.04-1 provided the inputs used to execute the ARCON96
atmospheric dispersion computer code to derive the site-specific control room (CR) and
technical support center (TSC) atmospheric dispersion factors (CHI/Q values) presented in
FSAR Table 2.3S-25 and the site-specific CR CHI/Q values presented in FSAR Table 15.6.5S-
1. The applicant’s response to RAI 15.00.03-1 subsequently revised the original set of site-
specific CHI/Q values presented in FSAR Tables 2.35-25 and 15.6.5S-1.

(a) Revise the response to RAI 02.03.04-1 to provide the inputs used to rerun the ARCON96
model to derive the revised set of site-specific CR and TSC CHI/Q values presented in the
response to RAI 15.00.03-1. Discuss the reasons why the input values were changed. The
staff requires this information in order to review the inputs to the ARCON96 model and
perform its own confirmatory analyses.

(b) Consider presenting all the DCD Turbine Building Limit CHI/Q values presented in FSAR
Table 2.3S-25 to the third significant digit (e.g., 5.17E-04 for the 0-2 hour CR and TSC air
intakes) as was done in FSAR Table 15.6.5S-1. This precision is necessary in FSAR Table
2.3S-25 to conclude that the 0-2 hour site-specific turbine building release CHI/Q value
(5.20E-04) exceeds the corresponding DCD value of 5.17E-04.

(c) The response to RAI 15.00.03-1 states that there are three instances for which the site-
specific CR CHI/Q values exceed the corresponding DCD CHI/Q values (i.e., 0-2 hour
turbine building release, the 4-30 day turbine building release, and the 4-30 day reactor
building release). However, the proposed revision to FSAR Section 2.3S5.4.2.1.2 states that
there are only two instances where the site-specific CR CHI/Q values exceed the
corresponding DCD CHI/Q values (i.e., the 4-30 day turbine building release and the 4-30
day reactor building release). Please clarify this apparent discrepancy.

Enclosure



Request for Additional Information No. 3966 Revision 3

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 02.05.04 - Stability of Subsurface Materials and Foundations
Application Section: 2.5.4

QUESTIONS for Geosciences and Geotechnical Engineering Branch 1 (RGS1)

02.05.04-32

Revision 3 of the STP COLA indicates that there is concrete backfill below all of the Category 1
structures ranging from 2 feet to 10 feet thickness. The staff could not locate the specifications

or placement methods for the concrete backfill in Section 2.5.4.5.

Please provide concrete specifications and concrete placement methods.
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