
NRC Staff’s Observations of the Geology Site Audit 
 
1. For Site Response on Section 2.5.2, the U.S. Nuclear Regulatory Commission 

(NRC) staff informed Luminant Generation Company, LLC (Luminant) that it 
needs to provide more discussion on the randomization profiles.   
 

2. For Section 2.5.2, the NRC staff informed Luminant that it needs to perform a 
sensitivity study to evaluate the inter-bedded layers.  (Possible input to Final 
Safety Analysis Report (FSAR) depending on results) 
 

3. For Section 2.5.4, the NRC staff informed Luminant that it needs to perform a 
study to consider the different depth of the in situ material to the north and 
south.  
 

4. For Section 2.5.4, the NRC staff informed Luminant that it needs to provide an 
expanded discussion of uniform settlement to include the differential settlement 
using a simplified rationale.  (Possible input to the FSAR) 
 

5. For Section 2.5.4, the NRC staff informed Luminant that it needs to update the 
fill specs to meet the latest Nuclear Energy Institute (NEI) template guidance, 
e.g. 30 percent by weight in FSAR currently, while the NEI template specifies 
25 percent by weight.  (FSAR revision required) 
 

6. For Section 2.5.4, the NRC staff informed Luminant that it needs provide the 
limits of the excavation for the undocumented fill and its impacts on Soil 
Structure Interaction.  This observation will be addressed in the response to 
Question 2.5.4-10.  (FSAR revision required) 
 

7. For Section 2.5.4, the NRC staff informed Luminant that it needs to determine 
how to provide expanded boring log sheets in the hard copy format of     
CALC-2.5-003, which is already docketed. 
 

8. For Section 2.5.4, the NRC staff informed Luminant that it needs to provide an 
Adobe File (PDF) of wave forms from suspension logs in the Electronic 
Reading Room. 
 

9. For Section 2.5.4, the NRC staff informed Luminant that it needs to make a 
statement in the FSAR stating that the site specific design used Wood 
Solution, not SASSI.  Provide a table that shows capacity versus demand for 
Design Certification Document and site-specific (with the pressures).       
(FSAR revision required) 
 

10. For Section 2.5.1, the NRC staff informed Luminant that it needs to discuss 
placing the field reconnaissance report (field notes) on the docket. 
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