December 3, 2009

Mr. Scott Head, Manager
Regulatory Affairs

STP Nuclear Operating Company
P. O. Box 289

Wadsworth, TX 77483

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 293 RELATED TO
SRP SECTIONS 19 FOR THE SOUTH TEXAS PROJECT COMBINED
LICENSE APPLICATION

Dear Mr. Head

By letter dated September 20, 2007, STP Nuclear Operating Company (STP) submitted for
approval a combined license application pursuant to 10 CFR Part 52. The U. S. Nuclear
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable
the staff to reach a conclusion on the safety of the proposed application.

The NRC staff has identified that additional information is needed to continue portions of the
review. The staff’'s request for additional information (RAI) is contained in the enclosure to this
letter.

To support the review schedule, you are requested to respond within 45 days of the date of this
letter. If changes are needed to the safety analysis report, the staff requests that the RAI
response include the proposed wording changes.
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If you have any questions or comments concerning this matter, | can be reached at
301-415-3104 or by e-mail at Michael.Eudy@nrc.gov or you may contact George Wunder at
301-415-1494 or by e-mail at George.Wunder@nrc.gov.

Sincerely,
IRA/

Michael Eudy, Project Manager
ABWR Projects Branch

Division of New Reactor Licensing
Office of New Reactors

Docket Nos. 52-012
52-013
eRAI Tracking No. 4036

Enclosure:
Request for Additional Information

CC: William Mookhoek
Scot Stephens
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Request for Additional Information No. 4036 Revision 3

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 19 - Probabilistic Risk Assessment and Severe Accident Evaluation
Application Section: FSAR 19

QUESTIONS for Structural Engineering Branch 2 (ESBWR/ABWR Projects) (SEB2)
19-29
In your August 26, 2009 response to RAI 19-27, you stated that:

"The confirmatory action stated in COLA Section 19.9.4 will be revised to include [in part] the
following [item]:

2. Calculation of HCLPF values for site-specific SSCs (UHS/Pump House structure and Cooling
Tower) whose failure may affect the plant response to seismic events and which are not
included in the analyses described in Appendix 19H."

With respect to item 2 above, you elaborated that HCLPF values for site-specific SSCs (UHS/Pump
House structure and Cooling Tower) whose failure may affect the plant response to seismic events
and which are not included in the analyses described in Appendix 19H will be established. This will
be completed by September 2010. However, there is no mention of Reactor Service Water System
as part of the item. The staff also noted that in its response the applicant specifically mentions the
UHS/Pump House structure and Cooling Tower as the items not explicitly included among the
generic SSC in 19H, but which need to be analyzed as part of the plant specific Category |
structures. ABWR DCD, Revision 4, Section 19.9.26 Reactor Service Water Systems Definition,
specifically requires the COL applicant to review RSW and UHS design configurations and
performance capabilities against those assumed and modeled in the DCD and SSAR. The RSW
system consists of piping, tunnel structures and connections to Pump House and Control Building.

Therefore, the applicant’s response to item 2 is considered incomplete and needs to be augmented.
The staff requests for the applicant to clarify if the RSW system, together with its related piping,
tunnel structures and connections to Pump House and Control Building, is included within the item.
If not, then please include a discussion regarding the basis for not including the system and its
related components as part of the item 2.
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