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I~mAInII~~~uarJ. Phillip Bayne 

New~br~owerExecutive Vice President 

SAuthority Nuclear Generation 

June 3, 1983 
IPN-83-51 

Director of Nuclear Reactor Regulation 
U.S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Attention: Mr. Steven A. Varga, Chief 
Operating Reactors Branch No. 1 
Division of Licensing 

Subject: Indian Point 3 Nuclear Power Plant 
Docket No. 50-286 
Proposed Changes to the Technical Specifications 
Related to Fire Protection Modifications 

Reference: 1. April 21, 1983 NRC letter, S. A. Varga to 
J. P. Bayne, regarding Interim Fire 
Protection Modifications at the Indian 
Point 3 Nuclear Point 3 Nuclear Generating 
Plant.  

Dear Sir: 

Enclosed for filing are three (3) signed originals and 
ninteeen (19) copies of a document entitled, "-Application 
f or Amendment to Operating License, " together with forty 
(40) copies of Attachments I and II thereto, comprising a 
statement of the proposed changes to the Technical 
Specifications and the associated Safety Evaluation.  

This application seeks to amend Sections 3.3, 3.14 and 
4.12 of the Technical Specifications (Appendix A to the 
Operating License) and is being submitted in response to 
Reference 1 and as a result of the April 29, 1983 meeting 
held in Bethesda between members of the NRC staff members 
and Authority personnel.  

The Authority has classified this application for 
amendement to the Operating License as Class III since it 
involves a single safety issue (fire protection).  
Enclosed is a check in the amount of $4,000 as the filing 
f ee per 10 CFR 170.22, which the Authority says under 
protest pending a final determination of the legality of 
the fee schedule.  
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It should be noted that these fire protection modifications 
include the capability to connect either of two charging 
pumps to the alternate electrical feed system. The present 
Technical Specifications require that at least two of the 
three charging pumps be operable when the Unit is above 
cold shutdown and thereby assure that one charging pump;.  
capable of being powered from the alternate electric feed 
system is operable when the Unit is above cold shutdown.  
Therefore, changes to the Technical Specifications related 
to the charging pumps are not required.  

With respect to the off site power supply and the associated 
distribution system, Section 3.7 of the present Technical 
Specifications already provides the appropriate limiting 
condition for operation and action statement for this 
system. Accordingly, proposed changes to the Technical 
Specifications are not necessary. In addition, as 
previously indicated in our February 16, 1983 letter, the 
Indian Point Probabilistic Safety Study (IPPSS) assumes 
that the source of power comes from the Buchanan 138 KV 
substation and does not take credit for backup power 
supplies. The IPPSS concluded that the unavailability of 
offsite power at the Buchanan Substation, due to hardware 
failure alone, is 3.88 X 10-8. Finally, procedures are 
presently being developed addressing the operation of the 
alternate electrical feed system. These procedures, as 
well as the related operator training program, will be 
available for review at the site prior to plant startup.  

In accordance with the requirements of 10 CFR 50.91 a copy 
of this application for amendment to the Operating License 
and the associated attachments is being submitted to the 
designated New York State official.  

Should you or your staff have and questions regarding this 
matter, please contact Mr. P. Kokolakis of my staff.  

Very truly yours, 

Ijs 5 
Executive Vice President 
Nuclear Generation 

CC: Resident Inspector's Office 
Indian Point 3 
U. S. Nuclear Regulatory Commission 
Buchanan, New York 10511 

Jay D. Dunkleberger, Director 
Technology Development Programs 
New York State Energy Office 
2 Rockefeller Plaza 
Albany, New York 12223


