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ArevaEPRDCPEm Resource

From: Tesfaye, Getachew
Sent: Sunday, December 06, 2009 11:45 AM
To: 'usepr@areva.com'
Cc: Reichelt, Eric; Terao, David; Patel, Jay; Miernicki, Michael; Colaccino, Joseph; 

ArevaEPRDCPEm Resource
Subject: Draft - U.S. EPR Design Certification Application RAI No. 338 (4077), FSAR Ch. 3
Attachments: Draft RAI_338_CIB1_4077.doc

Attached please find draft RAI No. 338 regarding your application for standard design certification of the U.S. EPR.  If 
you have any question or need clarifications regarding this RAI, please let me know as soon as possible, I will 
have our technical Staff available to discuss them with you.   
 
Please also review the RAI to ensure that we have not inadvertently included proprietary information. If there are any 
proprietary information, please let me know within the next ten days. If I do not hear from you within the next ten days, I 
will assume there are none and will make the draft RAI publicly available. 
 
Thanks, 
Getachew Tesfaye 
Sr. Project Manager 
NRO/DNRL/NARP 
(301) 415-3361 
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Draft 
 

Request for Additional Information No. 338 (4077), Revision 1 
 

12/6/2009 
 

U. S. EPR Standard Design Certification 
AREVA NP Inc. 

Docket No. 52-020 
SRP Section: 03.06.03 - Leak-Before-Break Evaluation Procedures 

Application Section: 03.06.03 
 

QUESTIONS for Component Integrity, Performance, and Testing Branch 1 (AP1000/EPR Projects) 
(CIB1) 

 
03.06.03-27 

Follow-up Question to RAI No. 265, Question 03-06-03-24 
 
In response to RAI question 03.06.03-24, AREVA stated that the safety factor of 1.7 for 
dynamic loads to be applied for leak-before-break (LBB) of the main steam line will be 
revised to 2.0 due to a decrease in seismic loads based on the application of more 
accurate, but still conservative, methods of modal combinations as described in RG 1.92 
Revision 2.  Please provide an explanation as to how using RG 1.92 Revision 2, it was 
able to achieve the LBB dynamic safety factor of 2.0 for its main steam piping.  
Specifically, discuss which modal combination method was used previously and which 
modal combination was used that resulted in lower seismic loads.  Also, provide a 
comparison of the seismic loads for both of these methods. 
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