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June 21, 1979 DIRECTOR OF

LUDDY IPN_ 7 9 - 4 0 POWER OPERATIONS

THOMAS F. McCRANN, JR.
* CONTROLLER

Director, Office of Nuclear Reactor Regulation
U. S. Nuclear Regulatory Commission
Washington, D. C. 20555

Attention: Mr. Albert Schwencer, Chief
Operating Reactors Branch No. 1
Division of Operating Reactors

Subject: Indian Point 3 Nuclear Power Plant
Docket No. 50-286.
ACRS Concerns

Dear Sir:

In our letter of October 13, 1978 (IPO-162), the Authority
offered to review the instrumentation provided at the IP3 facility
to follow the full range .of postulated serious accidents.

Attached please find ten (10) copies of a document entitled,
"Post Accident Monitoring Instrumentation" which is a survey of
the existing IP3 fixed and portable instrumentation to monitor
the course of accidents that extend beyond conditions assumed in
the design of the plant. This document satisfies our commitment
in Item 3 of the above mentioned letter. If you have any questions
on this document, please contact us.

Very truly yours,

REEULATORY DOCKET FRE COPY  eetise. iy

Assistant Lhief Engineer-Projects

7906260/ L/.g ,_ /Q
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INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

INDEX DATE:Apri] 1979
SYSTEM SUBSYSTEM(S) SHEET No. | ITEM No.
_ﬁa.'éggf In‘;'ect'iazz Acauma[’a_tbr& : L2 1-28
" " ps)| 9 4 31-49
" " LQLEccs.mL__.Ezy_:Lﬁan (RHR Pumps) 5.6 61-87
M/n._tcL_&ucms_A_anln jeclian 'Z £ 9{-106
_AJLELI_LA_E’_Edt_A_Mfef 9, 10 [121- 48
| Confainment Tnlegeify Lont, Peessure Tem __amhzzrbtznw%_z_&dmuml 1 I151-162 |
, ' v Conl: Lsolation 12,13 166- 181
" " (o 14 196- 208
" " ﬁm nits 15 they 18 | 211-260
_Alul:-_m.itcm_i.t,e,é\lj_.y.&m — 19 they 23 | 271- 833
| Reaclar Profection Tripp Channel Annuncialtor 24 25 346-313
_Q.m,&o_n.:af_&_a_ﬁzy Wa tzr = 26,27 375-3948
|_Service Waler - 28,29 | 406-428
- rafs - 30, 3( 43¢-455
" . Portable Instrumentation 33thw 35 | 401-517

POWER AUTHORITY OF THE STATE OF NEW YORK
PREPARED BY: J, A. ESCARZAGA
DRAWN BY: A.C.



INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

. DATE: April 1979 SHEET | oF 35
SYSTEM: Sa,lg g’( I nJ'e-c fion
_Acau_ltuL[n_ta rs
No. | PARAMETER MEASURED LOCATION IDENT. No. | RANGE COMMENTS
| {Accvmulator Mo 31 Lavel Tndicabor| SBF-1 |LI-9344) 0-100% Nocmal 2 50%
2 " Nedl " - SMF LI-935A " "
3 " Na3B2 " " SBF-1_|LI-9348 " "
4 " N.82 * SMF LI-9358 . "
5 " N. 33 * SBFE-] |LI-934C " "
6 N, 33 " SMF __ |LI-935C " "
7 " Na34 - . SBF-1_|LI-934D " "
L4 Ne 34 * . SMF  |LI-935D " "
Y |Accumulator No 31 Pess Indicater| SBF-1 | PI- 936 A| 0-J00 PsIG Narmal %600 PsIG
1o " Ne 81 " " SMF - o "
1] " No3d2 ° o SBF-1 _|P1-93¢ 8 " "
12 - N,32 * o SMF - " "
13 . N.33 ° " SBE-1__|PI-936C " !
14 * Na.33 " ! SMF - " !
15 " Nedd " SBE-{ | PI-93¢D " "

Location identified by Panel No. in control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: A#c,'[ 1972 SHEET 2 OF 35
mmr_.ia#g__b. jeclion
Ace ‘d)
No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS
| 16 [Accumylafor No 34 Press. Indicatsr SMF - Q-700 PsIG Normal & o0 P5IG
17 | Accvmo lator No 31 Lo-Prass Annunciater | SBF-1 [~10
14 " Ne 32 " " " 2-10
19 " Na 33 " " Y 3-10
20 " N. 34 " ! " 4-10
| |Acevmolafor Ne 31 Lo-Level Anaunciator " 1-9
2 - Nod2 " " " 2-9
23 " No33 " " " 3-9
4 " Mo 34 " ’ " 49
25 | Ace Nal Disch Stip Valve ph 8944 €.5. | SMF - lantrel S0 Open-Asls -Lhose R-G Il's |
" N2 . 4948 * " " ! " "
21, * N3 . £94C " - " " "
£l " N4 . " - " " "

£94D -

Location identified by Panel No.In control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.



INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: A_#E,_[_Lg_u_ SHEET 3 oF 35
SYSTEM:  Sa /. jectron
Hi Y ) _.S_L_Buu'g.s)
No. | PARAMETER MEASURED LOCATION IDENT, No. | RANGE COMMENTS
3/ c/u\f/.: ifeh! FBF - - Conteol Sw. Stact-Avli=stab- Pull 001, R-G-A XL's
2 " Na 32 " " — ) ;
33 . Ma33 " " - - -
34 clz.a.Ly_&.,,b__m.u_S/ucia,fathf_u " - - Eogboro Avtr-Manval lonteol Station |
as d No32 " " - - N
| 36 ' Mo33 h - - "
37 |H ML%_ML..,LL_&_J_L&) SBF-2 | FI-924 | 0-3006PM
| 3¢ . EI-924A "
39 " " (Losp 2 c,luﬁ) " FI-925 "
) " " " " FI-981 "
41 " " " (Laa ,b_a,_au_L‘j,) " FI-926 A "
42 " nr (Leeh 4ﬁc,lua‘7) " FI-927 "
43 H.} s (14 H.t L.{J.sL " Pr-922 |0-2000 PSLG
44 " " v (243 cld La.:fs) o Pr-1923 !
45 SA'ICG Inj. Pomp No 31 Metere Goutrol Switch " - = Conlesl Sw. Stact-poto- Stp-Pullont. R-G-A IL's |

Location identified by Panel No.in control Room unless otherwise noted.

Annunciator points identified by row and column position

Notes:

'POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.



- INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: A /m'/ 1979 SHEET4 OF 35

f
' SYSTEM: Tnjection
: vre 1 on . ‘d)

No. | PARAMETER MEASURED

LOCATION

IDENT. No.

COMMENTS

Conltal St Stact-Auto-3tap-Polloot. R-G-A ILs.

SBE-2

)

47 No33
i |48 LS. Puap Mo 32 Valve V-251A Conteel Switch " - - Conteol Sw_Open-Avto-Close . R-G LL's
4q 1] " V—ISIB 1] : " -— - " " o

Location identified by Panel No. in control Room unless otherwise noted. Annunciator points identified by row and column position

b

Notes:

POWER AUTHORITY OF THE S1"ATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.




SYSTEM: ig éggf Zu\ ,:ct',a

INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: A 1Iari/ /1979

SHEET S OF 35

b
Low Prau_m:z_.l'zbizaﬁm_(_ﬁﬂ_&ﬁm,ea)

No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS
| 61 |RHR Pump Mo 31 Moter ontrel Switeh | SGF = ” Contorl 5w Stact-Asta-Step-Pull Out. R-G-A TL's |
| 62 ' Na 32 b . - - !
| 63 | RH Loop Disch Valve No 746 GolrelSwifeh|  * - - Conlrol S, Open-Avts-close R-G IL's
1ed ] " No 741 " " - - "
| 65 " N. 2194 N " - - "
r: . T " - - "
67| RH L Nao 730 . . - - "
¢& " Na 731 “ " - - &
69 | RH-X Coolint Shitnff Valve No £228 Guatrol 5w " — - "
10 " Neg22B ' " - - '
7| RHR Ne3l Flow Iudicafor " FI-£438 |0-35004PM Flow of Lomp. Goal Wlr 1o RHR Heol X
2] Ne 32, ' ! FI-640 " " ,
73 | Low Head Sof Lnj Flow (Loap 1) Indie.| SBF-2 |FI-944D|0-[000 aPM
4 " (Loap2) " " FI-944 C "
75 " (Lospp 3) 2 FI-94¢8 .

Location identified by Panel No.In control Room unless otherwise noted

. _Annunciator points identified by row and column position

Notes :

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INS_TRUMENTATION
- DATE: April 1979 SHEET 6 OF 35

SYSTEM. e [eclion
: v
‘d)
No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS
| 76 Low Head Saf. Inj Flow (Lask 4) Tndicater| SBF-2 \FI-94¢A | 0-1000 GPM
77 | Safety Loy Pomh Siction Press Tndicator " PI-947 |10 tot 50 PsIa ,
| 9 | RH-S Lo let Valve Hev-632 Lootol Switch | SGE - - Cotrol Sus_Open-Ada-Clase
" " Posit Indic. " - 0-100% OPEN :
| 0 - _HCV-640 Loutrol Switch " - - Loatiol Sw_Open-Aute Close
Lt " " Posif. Tudic. ¢ - 0-100% OPEN S
RH-X Temp. Recorder " TR-$34 | 0-400°F 3-Faiat Rocecdec  Sicb= %531 S00I0Y
43 | RH Loop Tsalat Value Noldd stifes Ladic " - - Rg&.m:a_lu&mﬁ:a‘}hoghh
|84 " N.745A ¢ - - = !
45 _ . N, 7458 " - - "
| 86 | RHR Disoh scge_Hi-Peess Annvnciater " 3-3 - ‘
21| RHR B, iag La- :ater " 4-3 -

Location identified by Panel No.in control Room unless otherwise noted. Annunciator points identified by row and column position
Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: Apri/ 1979 SHEET_Z_ oF 35
SYSTEM: Safety Tnjection
T, \I v
w'at'gc Sovrees 4 Boaron ln‘icgtign

No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS

91 | RWST level indicater SBF-1 _|1I-920 | 0-40 ¢t Normal % 36 £t

92 " low level annvnciator SBF-2 3-8 -

3 ! low=low level apnvaciator " 4-¢ -

4| Containment sump level stales SBF-1__|LT-940 | Sez Gummants .l_zp.z.umf f 17457917 139" ¢ 151"

95 " n . v ” LT-%941 . 7 5’ 97 145 LLZZ_
| 96 | Rec; us " LT- 938 " " 40" EL4T 7 El g’y

91 " " " " LT-939 " " L EL412" El41w’ El 40 ELS"
| 98 " - - Sw ~Avte-Stop- . :

99 . N3z X - - : - .

100 Rﬂxﬁ..in-pmw " v = - -Auts- - ’

1ol V-1£028 . 3 — - 0" " : ve

02|Baren L. Tank Disch.Valve V- 19352 Lootol Su. | SBE-2 - - " " .

to3 " " " V-ipsp 't - - " " ’

04 * Talet " V.pp52A " " - " . R

108 " . v Vops2® ¢ " - - . " "

Location identified by Panel No.in control Room unless otherwise noted

._Annunciator _points

identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.



INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

SYSTEM: Sa ,[i gf S: ,ifi;: Z
. ‘o)

DATE: April 1979 SHEET § oF 35

No.

PARAMETER MEASURED

LOCATION

IDENT No.

RANGE

COMMENTS

| 106 WALEM:“ tor

SME

120 -220° F

Location identified by Panel No.in control Room unless otherwise noted. Annunciator points_identified by row _and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK
Prepared by: J. A. Escarzaga :

Orawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: April (979 SHEET9 oF 35
sysTeM: Ayxili A;j_&:imrg

No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS _
120 |Motac Driven AEW Pomp Ne3l Metec Gatrol Sw| SCE - - Gntral S Stact-Auto-shp-Full Ot @G- LL's |
122 . v M3z " - " " "
123 |Tocb. Driven AFW Bumpo No 32 Stram Valve loutulSd " Pev-1139 - Control Sw._On-Auto-Teite . R-G IL's
124 " " ' Specd Gatrel " AFWP N 32 - Fovbero manval confrel station
125 ' " " Speed Indicater " YI- 1103 | 0-5000 REM
_LZG__AEuLem,LMJ_ﬂm te 5.G-31 c...f,.l Stat . - - Foxboro manval control station |
7 X " $6G-32 . - - "
128 " M32 " Se3l " - - - !
9 ' . " _S5G32 " v - - "
0 " " " _fa33 " . - - "
3l AR " _Saq34 " - - "
132 " N.33 " 5433 " ! - - !
133 " 5.6.34 " - - “
134 AFuL&mp_M._M_.iu_tm_&uL.tnénf.r '’ PI-1263 | 0-100 PSIG
135 " Ne 32 " rI-1264 "

Location identified by Panel No.In control Room uniess otherwise noted. Annunciator points identified by row and column position
Notes: ' '

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: April 1979 SHEET/O oF 35

SYSTEM:  Ayxi/ia 2y Feed Wafer (Cont'd)

No. | PARAMETER MEASURED LOCATION | IDENT Na. | RANGE COMMENTS

196 |AFW Pump No 33 Suctien Prrss Tndicafor | SCF PI-1245 | 0-100PsIG

137 " N.3M Disch " " " PI-1260 | 0-1500 PSIG

138 o No32 " " " " PIL-12¢l "

139 " Ned3 " " " " PI-1262

140\ Avx F.W_to S.G 31 Flow Lndicafer " FI-1200R| 0-450 6PM

141 | " $G. 32 " . FI-1201R "

142 " $6G.33 " " FI-1202 R "

143 " SG 34 o " FI-1203R "

144 | AFW Pump Ne 31 Make-vp Valve SOV. 1207 Lonlzel " - - G - -& IL'

145 " Na.32 N Sav-1248 * " - - " " .
{ 146 " N, 33 " Sov-1289 " - - " " -

147 G_vLJzautLitzzvc_r.d_L_e_uLz.d;nhr . LI- 1128 | o-40 £t

148 C;&Mﬂﬂ.ﬁ.ﬂ.ﬁﬂ&&nﬁr . PIL-1205 | 0-100PsL

Location identified by Panel No.In control Room unless otherwise noted

._Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.
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INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

SYSTEM:  Containmenl Tt fjﬂi\/}v

o Fomes? e e iy i ]

DATE: April 1979 SHEET// oF 35

No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS

I51{Conl Cress Lodicatsr Chaennel Al | SBE-| |PI-942A -5t 415 P51

152 " ~_ Bl " PL-948B "

153 - "Ll " PL-948C "

154 " "_A2 " PI-949 A u

155 " " B2 " PI-9498|  *

" " C2 ' PI-949C "

57 f}:_n_t_l:zm.'&!_.[nd_‘_nn far SBF-2 TI-1203 | 50-150 F Normal & 100 F

158 /'A:;: 5.:;.;3 ﬁ::i:j | _Sof - 70-120 F Nocmal % low end of seale
159 Lo ; : y ; A"‘P’:;:-I'I'.h“ R-11 0-10* 0-10°c.PM Alarms af So00 CPM
_m_hé_x@gu_mwgﬁ, " R-12 . Alacms of 10K £PM
| 161] Conl, E1. £0"Radialion Level Lodicatsr L R-2 | o-10K mRhr Alotms af 50 MR/hr
| 162| Conl” Tncace Lost Reom Radial Level Indie " R-7 _O'IOKJMr "

Location identified by Panel No.in control Room unless otherwise noted. Annunciator _points _identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

. Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: A#nj__u_zg_ SHEET/2 OF 35
SYSTEM: (ontainment In fc7r; ty .
_ Coutainmeat Tsolatien Y
No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS
(166 | Gnl. Tsolatfion Valves Sta tos SNE - - See Note ().
167 Cont: Tsolat Valve sov-1534 Status - ' Sov-1534 - Red-Geeen IL's . See Na 2)
168 " SoV-1535 " Sov-153§ " " .
169 | " Sov-15% " " S0vV-1536 - o "
170 n 50\/-153'_] " " S0V - 1537 - " "
17t | " Soy - 1538 " " S0v- 1538 - ! "
172 " Sov - 1539 " " Sov-|539 - " "
173 " Sov- 1540 " " Sov - 1540 - . v
74 " Sov-154] " " Soy -154! - " "
15| g waotowsd  SLE  |“eider | - PB.Tud. Lighte Total of 4P
6 " (Ch D-1 t. D-24) " Welg Chasae! - ' Y
i " (¢h 8-1 £ B-9) " Wetee | - “ " 9
118 | Main Steam Tsol Valve MNo3l GoateolSwiteh | SBE-] | MsI 31 G lose ~(Blenk) . R- '
17 " Na32 " " MSTI-32 ! " "
180 " N, 33 . " msI- 33 " . "

Location identifiad by Pane! No. in control Room unless otherwise noted. Annunciator points identified by row and column position

265 - 7 /o0 2

POWER AUTHORITY OF THE STATE OF NEW YORK
Prepared by: J. A. Escarzaga

Drawn by: A.C.



-t i s dat . i

SYSTEM: (Bntiinment Tnteocite.
— Contiinment Tsole

INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: Apr)] 1979 SHEET/3 OF 35

E{vnd {C'O_ﬂ.ﬁd)

No. | PARAMETER MEASURED LOCATION

IDENT No.

RANGE

COMMENTS

MSI-34

Noatrol 5w Close -(Blask) R-& IL's

18] [ Main Stonse Tsel Yalve Ma 34 Lontrol Switeh | SBF-I

Location idenfifigd by Panel No.in control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: April 1979 SHEET /4 OF 35
SYSTEM: Contai |
[
No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS
_vaﬁn;_umﬁ,ﬁm SBE-L __|cse n 31 ~ Goliel St Sact:Aota-Stop-Pull Out. R-0-A IL's
197 ! Na32 " " CSP N 82 - " " "
192 c ! cator . FI-945A | 0- 2500 GPM
199 " " FI-9458 "
mLiip#uM&M@Mc u LI-93] | o-i00%
ol " Flow Indicafor " FL-930 | o-15apPm
02/0.5 Additive Task Disoh Valve V-076A Gatrel Sw " - - Ce -Aute- -G IL's
203 " V-0%8 " " - - " . "
04| Sod: el " - - Push Button Station
205\ H, R ; iale pet: SMEF 4-( -
| 206 ) 'rea{'d q#cu 1“, P " " 4-2 -
_M_HG_R_:MLM_BLDA_«#LQ- teol SNF. - - Conleel Sw. Remots - Close
| 208 o No32 v " - - " "

Location identified by Panel No.in Control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: Apri [ 1979 SHEET )5 OF 35
system: Contai
No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS ,
2]l |C.R. Fan mzef_u,img,fajs., SBF-2___|cR Fan 31 - Oodoal Sur Stact-Aubostl-Bull aut R-@4 TL's_ |
212 " Na32 . " CR Fan 32 - " " "
213 " N, 33 " " CR Fan 33 - " " a
214 " N34 - " CR Fan 34 - " " "
215 " M35 n " CR Fau i3 - " " o
216 LERECU. 4 ateel Sui n - - Loateel 5u. Oben- Close. R-G L
217 . Na3l " FV1294 " " - - " " R
" Ne3l  *  FV)298 . o - - " " "
11 " N.32  “ FYI24¢ n " - - " " w
220 " Ne32z % Fviaqr M " - - " " "
221 " N32 " Fviael " " - - " " "
222 v N33  ° EVi299 " " - - " T n
223 " M.33 " EV 300 " " - - ot " "
224 N33 *  Eviiel " " - - " " "
25 " MM~ Fyise? " " - - " " "

Location identified by Panel No.in Control Room unless otherwise noted. Annunciator points

identified by row and column position

- ey - -

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.



INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

——h v et m e e e o el

DATE: Apri] 1972 SHEET /6 OF 35
SYSTEM: ConTain ment Tutear: 1y
_Contai ; R A ‘d)
No. | PARAMETER MEASURED . LOCATION | IDENT No. | RANGE COMMENTS |
1226 \C.RFGU_No 34 Dawpor FY 1303 Lonteel Swileh| SBF-2 - - Lockeol Sw_Open-Clese. R-G TL's
27]  “*  No34 " Fyiled h . = - " . !
| 228 » Na35 " Fvisos  * " - - " " "
229 . Nas " FYipeg " ‘ _ - " " "
230 . N3T " Fviser " " - - " " "
231| Cont. Recite.Aic Low Flow Annvaciator SLF 2-7 -
232 ; : # Annvne., SBF-2 2-6 -
233 |L.RELCU No3f Condens ValveSOV-1263 LoatSur] SOF SoV-12¢3 - CGonleol Sw_Open-Close. R-Ge IL's |
234 " N 32 " Sov-1264 " " Sov-1264 - " " "
235 " Ned3 " Sov-1265 " " SovV-1265 - " " "
236 " N34 . Sov-1246 ! S0V -1266 - o " "
231 " N,3x " Sov-1261 " ! Sov-12¢7 - " " "
238| Fau Coolees Gondeasate Lavel Todicator . - 0-30 Tach »
239 ' : | SBF-t  |Tev-lied - Galel 5u._Opea-Close. R-G IL's
| 240 ' vy 1Tl " " TCV - 1105 - " - ‘

Annunciator points identified by row and column position

Location identified by Panel No. in Control Room unless otherwise noted.

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: Apri/ 1979 sHEET/7 oF 35
SYSTEM: : , :
| : ' /o'n .'f.'s (Canl .d )
No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS
241 |CRFE.CU Nasl Cooler Vibration Suital SBE-2 White Ind Lamp
42 " N,32 " " N
431 " M3 " " "
244 ’ N.34 " " *
245 " N,35 " " Y
46| C .REC.U's Vibeation Annunciator SBE-I 4-¢ é -t it li
47| CRECU Mo 31 c.,lm..j.m_w SMF 3-1 -
248 "N 32 " 3-2 -
49 " M3 " " " 3-3 -
50 LA I -t * " 3-4 -
51 ” No3s " " " 3.5 -
252/C.RF.CU_No3l Nocmal Flow Leak Statvs SLF. - - Test by PB with in
253 " V232 " " v - - "
54 " AL33 “ " " - - "
| 255|  ~ Ne M " . " - - ’

Location identified by Panel No.in Control Room unless otherwise noted.

Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION
DATE: April 1979 sHeeT /€ oF 35

B ' F . . L ' )
No. | PARAMETER MEASURED LOCATION IDENT. No. | RANGE | COMMENTS
| 25G|C.RE.C.U Mo 35 Normal Flow Leak Statys SLE - - T=st t}.gz_nmcg_&im_zu_ﬁmLﬂ_._
257] Fa f ; r SKFE - = See Note 1)

258 B‘lﬂv_-&n’__&ff.é_ﬂnuaﬁj‘_fﬂf Mséﬁ;'f' 3-4 = Qnmn_um&ulﬂéu/['ézuﬁ_./{nbﬂ_lw
259 | Cont. F Coslers Liguid Radiabion Menifsc Mol | Panel | R-16 00" 0-10° cpm '

260 " M2 " R-23 "

Location identified by Panel No. in Control Room unless otherwise noted. Annunciator points identified by row and column position

Notes: ; : : ] A

MWM@M@M%MMJ hoint POWER AUTHORITY OF THE STATE OF NEW YORK
: 4 Prepared by: J. A. Escarzaga

Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION
| DATE: April 1979 SHEET /9 oF 35

SYSTEM: slem
No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS
21 | Proasurizer Level Tnolicater (Cold cal:beated)| . SAE LI-4¢2A | 0-100%
2] " (Het calibealed) | FBF  [11-459 " Notmal & 462
213 " “ " LI-460 " "
274 * . " LI-46] . '
15| Pressucizer Fressvre Indicator . PI- 455 |1700-2500PsIG
226 - " |pr-4se "
211 " " PI-457 |  °
212 " " PL-414 " - -
19 | Steam Benccateor Mol Steam Peas. Tndic. (Chaonel 1) " PI-419A | 0-1400 PS1G Nermal = 800 PsIG
240 " Ne Ml " (ch 2) . PI-4198 " "
| 281 " PR - (ch 4) PI-219C " _ "
282 " Ne32 " (ch1) " PI-429 A u "
283 " Ma32 " (ch2) " PI-429 B " .
294 ' Na32 * (ch4) ! PI-429 C " "
205 " Ne33 ’ (cht) " PI-439A ¢ "

Location identified by Panel No.In Control Room unless otherwise noted. Annunciator points identified by row and column position
Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK
Prepared by: J. A. Escarzaga
Drawn by: A.C.
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INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION
DATE: April 1111' SHEETZ20 OF 35

- ke b

SYSTEM: / em ted)
No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS
| 206 |STeam Geneoatec No33 Steam Poess. Lndic (Ch 2) FBF PI-439 B | 0-1400 PSIG Normal| * 200 PSIG
g7 M 33 " (cha) ' PI-439C " "
288 " No34 " (ch 1) " PL-449 A " !
289 o N34 " (ch2) . PI-4498 " !
290 " N34 " (chq) " PI-449C - "
291 |Steam Geaccater No3l Level Tndicator (ch 4) - LI-411A | 0-100 2% Normal & 45%
292 N 3! “ (ch 3) v LI-4178 " "
93 " Nasl ¢ (¢h 2) . LI-411¢C " .
4 " V.32 " (ch 4) " LI-42]1A " “
95 " Ma32 " (Ch 3) " LI-4216 " "
. No32 " (ch 2) v lir-421¢ " "
2917 . No33 " (¢h 4) " LI-437A " "
1214 d N33 " (¢h 3) " LI-4318 " "
79 " No33 " (¢h2) " LI-437C " "
300 . No34 " (¢h 4) " LI-447A o o

Location identified by Panel No. in Control Room unless otherwise noted. Annunciator points_identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.
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INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: April 1979 ~ SHEETZ] OF 35
sYSTEM: Nuclear Sleam f‘z%é,/% 5# lem (Cont'd)
No. | PARAMETER MEASURED ' LOCATION IDENT. No. | RANGE COMMENTS
30| |Sfeam fGenens bor Mo 34 Lovel Todicater (ch 3) FBF LI-4478) 0-100% Nermal £ 45%
| 302 Y Nk "’ (ch 2) " LI-441C " : !
303 | Sfeam taenecatoc No 1 Slzam Flow Indice. (Ch 1) o FI-419A |0-4xi0°PRH Normal & 3.1 x10°PPH,
304 " M3l " (Ch2) " FI-4198 " "
305 " Ne32 " (ch 1) " FI-429A " "
| 306 " N, 32 " (ch2) " FI-4298 " “
307 " Mi33 " (¢h1) i FI-439A " "
308 " N33 " (ch2) " 1-4398 ' .
309 " Na 3 " (ch1) " FI-449A " "
310 " N34 " (¢h2) " FI-4498 " "
31l | ste icatar " PI- 404 | 0-1200 Psl6 Normal & 720 P3I6
12 | Feed Water fo $.G.No 31 Flow Ind:icator (Ch 1) " FI-418A |0-4x10° PPH. Normel 2 3,1 x10°PPH
313 " Nel " (¢h 2) " FI-418 8 " ”
| 314 " N.32 " (ch1) " FI-428A " "
315 " N, 32 " (ch2) " F1-4288 ! "

Location identified by Panel No.in Control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.
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INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: Arpn‘l 1979  SHEET22 OF 35

sysTeM: Nvuclear Sleam 5“@@9! %‘ sten (Cont'd)

No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS
316 | Feed Water to S6 NaB83 Flaw Tadicateeh1) | FBF EL-438 A |o-4xi10°PPH Necmal 231 x10°PPH
317 " Na33 " (ch 2) " FL-43£B " ‘
| 318 " N. 34 n (ch 1) " EI-442A . .
314 X R " (ch2) " FI-44PB . -
320| 5.6 N 31 Steam Flaw-Fw Flew Recoreec FDF __ |FR-411 " Nermal: Bath pens even
320 | ** N.®2 " " FR-421 ‘ “
[322| " WM,33 " » Fr-437 " "
23| N.34 . " FR-441 . o"
324 Lan#ﬂ;ﬂ_&m.ﬁlhn.t_nit_-[nﬂb.ﬁnhf FCF TL-412C |540-615°F Normal *.570°F
325! " N,32 " " TI-422¢ " "
326 " p,33 " " TL-432C " "
1327~ ANL34 " “ TI-442¢ . "
| 3221 Prim.(oolaat Tave Recorder _EDF TR-412 : "
329 Sf'eam_.iﬁécg__llaiu_d._du_ﬂatﬁu’&_h&c- FBF TI- 463 | 50-400°F H-;hﬁmﬁhmm&iv_‘.cﬁhu—‘
330 " Ne v v TI-4é5 ' .

Location identified by Panel No.in Control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

SYSTEM: Nvclear Steam 5“%4; %i“f‘m (Cont'd)

DATE: April 1979 SHEETZ3 OF 35

No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS

33! Sfen._ﬁn,ézg_ﬂludb_ﬁu_fﬂm,&.ldia EBF TI. 447 | 50-400°F Uigh Tempe. menas talte lzaking oc foen |
2| Stosm Relief Valve Outlet Temp. Lad:c. " TI-469 " .

33| Canfral Rod Position Tndicalors FCF - 0-2351n. ol St (W) m:cg%cm:af

‘ Location identified by Panel No.In Control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

Location identified by Panel No.in Control Room unless otherwise noted. Annunciator points

DATE: April 1979 SHEETZ24 oF 35
SYSTEM: Reaclor Polection :%,_, Form
T;'l'g t:égnngl Annuna('n.ler

No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS
| 3461 Lo ; y..) FDF I -1 - See Mate 1)

47| Steam Gean. Na 31 Mismatech " 1-2 -

348 | Steam GGen. No 3l Low Level " -3 -

349| Pressurizer H(’A Level " 1-4 -

350| Oveckower AT " 1-5 -

351 wNIs Su.:u_&‘.jLMg_A_E[LLLJVeI " 1-6 -

352| Manval Tri,b : " -7 -

353| Manvel ST Trip " 1-2 -

354| Loss of flow twe leafe " 2- -

55| Stoam Gan No 32 Mismatzh " 2-2 -
1356 | Steam Gon No32 Low Level " 2-3 -

357 Prnsvr.'ur_ﬂyb_&mwe " 2-4 -

35¢| U Teif ! 2-5 -

359| NIs Pumﬁ.efc_&gb_&ﬁf: " 2-6 -

360! Turbine Icife ” 2-7 —

. 4 P e e ——— .

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.
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INDIAN POINT 3 POST ACCIDENT MONITORING|NSTRUMENTATION

SYSTEM: Reactor Pratection System

DATE: April 1979 = SHEETZ5 OF 35

Trip Lhannel A anunai;lfnf (Cont'd)

No. | PARAMETER MEASURED LOCATION IDENT. No. | RANGE COMMENTS
36| R r Open EDF 2-# -
MAMMMJQL v 3-2 -
363 | Steam Gan. No 33 Low Level " 3-3 -
3¢4| Pressurizer Low Pressure " 3-4 -
365| Ovectempecature AT " -5 -
ﬂ_dﬁ_hm&ﬁ_&zye " 3-4 -
367, High Slram Flow S.T " 3-7 -
| 368 | Steam GGen Mo 34 Mismateh " 4-2 -
369 | Steam Gen o34 Low Level " 4-3 -
370! [Fessvrizer [gm_ég_{g[[_m Erssure " 4-4 -
an Q_afn_._mu_L__g_L_Ezzs.wze s.I " 4-5 .
3712| NIS Mazuam.nje " 4-6 -

13| Steam Line AP S.T " 4-7 -

Location identified by Panel No.in Control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

- ————— . et —— e -+ s

. emm e cmm——

DATE: April 1979 SHEETZ26 OF 35
SYSTEM: Com ponenl Coa Z.-,f,z Wa ter |
No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS
315\ COW Pump No31 Matsc Lontel Switeh | SGF - - Catrel Suo. Stact-Aute-stop-Pullout Rs-A X1 |
6 » N.32 " v - - " ! "
an. . N.33 - " = - " " "
318! CCw Headee No3t Temp. Indicater . TL 602A | 50-200°F
31 " Na32 ' " TI-4028 !
320l Cew Header No3l Flow Indicater " F-4ol A |2-12x10° GPM
| 381 ' Ne3Z " " F-é01 B "
382\ cew Subchn_ﬁ_A(o_u_Lgchln.ean_ter " LI-62¢B! o©-100%
| 383 " Na 32 ! hid LI- 6296 "
34| cc . " - - - . !
£5 " Rev-onB " " - - " ' "
ML&L&;@LMMMMMM@ . ! (-1 -
1387 " Laep?2 " " 2-[ -
388 | CLW Pump Loop | Inlel High Temp. anavac. " 3-l i,
3 ' l_.oo'b2 " o 4-1 -

B a— ——— - &

Location identified by Panel No.n Control Room unless otherwise noted.

Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: Apri] 1979  SHEET27 OF 35

SYSTEM: Cpmponenl Coo Z,'::? Wa ter (Lont'd)

No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS

390 | £CW Loah | H-X Outlet High Temp. annunc| SGF 3-2 -

390 " Leok2 " " 4-2 -

32| ccw su\?x_nnm;:_gmf_mm " -3 -

393 ' Na32 " " 2-3 -

394| CCW Pump No3l Statvs SBE-1 - - Red-Green TL's

395 ‘ Na 32 . " - - "

396 . Mas 33 ’ " - - "
139 cCW Loep 31 Radiation Moniter Froctanel ™ R-1TA |o-100-10°com Alarms ot 1.33210°CPM

92 " 32 o " R-178B " Alarms o1 Tx10'cPM

Location identified by Panel No.inControl Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

L e o e —m e o 4

Drawn by: A.C.
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sYSTEM:  Service Wa lfer

INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE: April 1979 SHEETZ2® oF 35

No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS
406 | SW) Prmfe Mo 3| Motoc Loatrel Suiteh| SJF - - Confeel Sus_Stact-Ato-Stap- Bl O, R-G-A TL's |
407 ' Ne 32 " " - - " " ,

408 " Ne 33 : " - - ] ; «

409 " Ne3ad " " - - " " "

410 " N.3S " " - - " " 0

A1l " N3G " " - - " " "

412 " Ne 31 " __(Sce Matel) " - - " . il

a13 " M.3f " " " - - " y "

14 " a3 " . " - - " " "

415 |NeaNuclear SW Comps Disch Headee Bess Indic " - 0-200P51G Neormal 2 100 PS1G
(406| Nuelear ' b " " " - ' Necmal & 20 PSIG

411|SW Strainers Trovble Annuncialor " 2-5 -

(412 | Bachup 5w Header High Temp. Annvncialer " 3-5 -

419 " Slraiages Trouble Annunc. " 4-5 -

| 20| SW Headers 34-35-3¢ Hi-Lo FPress. Annvac . 0" 1-6 -

Location identified by Panel No. InControl Room unless otherwise noted. Annunciator points_identified by row and column position

Notes: “5“!3! b Nas_37-32 ¢ t‘tﬁ the Su) Back E t. '

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

DATE:Apri| 1979 SHEET2] OF 35

sysTEM: S ervice Water (Cont'd)

No. | PARAMETER MEASURED _ LOCATION | IDENT No. | RANGE COMMENTS

42! | Sw Headers 31-32-33 Hi-Lo Press. Annuncialod SJ F 2-6 -

422 | SW Pumps Sla tue (Pumpp Mo 31-3¢) SBF-1 - ” Six - y el/pv
423 | S 1o Goal. Fan Na 3! Flow Lndicater SPAF-2 |FI-112] | 0-2500GPM

424 " Ne 32 " " FI-1122 "

425 " N, 13 " " EL-1123 "

| 42¢ " RY) " " EI-1124 "

4217 n Na3s " " EL{125 -

428 | Cont. Vent:l. Fans Coaling Walar Lo-Flaw Ann " 4-¢ -

Location identified by Panel No.in Control Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga
Orawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

, | DATE: A pr;/ 1979 SHEET300F 35
- SYSTEM: E:mgtzygne’( Diesel Genermlors
No. | PARAMETER MEASURED LOCATION | IDENT No. | RANGE COMMENTS
"AQ_‘_LM&:}LMQ ator SB8F-2 - 0-600 VY
437 " N, 32 . - “
438 " N,33 " . - “
1439 D-G N3l KilowaH Indicater " - 0- 2500 Kw
440 " M.32 " " - "
411 * N33 " " - "
442| D- umm@mm SHF - - . A Il
443 " Ne32 " - - " . "
444 v N33 n__ " - - " " "
Aﬁiﬁnmg_&uadn_.{a_dzmmL&ul_ﬂhr.ﬂaﬁzLiu " - - " " "
446] v N.2a " " - - " " "
447 " Na3A " " - - w " "
442 " Mo 6A " " - - | " " n
449 e . - n - - " " "
450 " 2A -3A " " - - ' " "

Location identified by Panel No. in Control Room unless otherwise noted.

Annunciator points identified by row and column posi_tion

Notes:

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.




INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION
DATE: April 1979 SHEETJ3/ OF 35

SYSTEM: m en

fd)
See Neofe 1)

No. | PARAMETER MEASURED LOCATION IDENT No. | RANGE COMMENTS _

451 |£, A- e ilh| SHFE - - Gontrel Su Close-Aute-Trip-Full 0t R-G-A IL4 |
452 D-G's 0.1 5L e | : 1= -

453\ D-Gs T'/nu_b_(g_ﬁ_'m_z“.‘.f:r " : 2-1l1 ‘ Y 3 D-aG!

454 Su) Outletl Valves Position Status SBF-2 FCyY-1216 R-Gg Il's

455 " v Fev-1276 A o

Location identified by Panel No.in Control Room unless otherwise noted. Annunciator points identified by row and column _position ‘
Notes: 1) Th , : ; o f s . . . .
y ; 4 th - /. POWER AUTHORITY OF THE STATE OF NEW YORK
Prepared by: J. A. Escarzaga

Drawn by: A.C.



INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

_ DATE: April 1979 ~ SHEET3ZOF 35
Mﬁ.&iﬁ.ﬁ[ﬁn Monitaring
Fixed Lnstromentation ~
(See Nofe 1) .

No. | PARAMETER MEASURED , LOCATION | IDENT No. | RANGE COMMENTS
MMM%&&Mr Amﬁi:::;ﬁ'" R-10 |o0-10K MRMR Log scale. Alarms at 15 MR/HR
467\ Area Monifor Charl Recorder " - D-10K MR/HR 'Pn_iu.t_r_cm.n:lcr'

468 | Pl ifor " R-14 |o40* o-10'ce. Alarms at 14x10°C.EM.
(469 R- ; reler b P-72 a-10%cem »

470 Plant Vent Particulates : " R-13 |o-10" o-10*cem Alarms af 2x10° c.P.M
471) Plant Vent. (See Nate 2 » Chanpel I | 0-10% CPM Alarms at £x10° CPM.
472| Containmenl . » » II " "
413| Lontainment " " " JII " .

474! Blowdown Room. " - D u A " "

415\ Radiation High Annunciater SBF-2 2-9 -

Location identified by Panel No.inControl Room unless otherwise noted. Annunciator points identified by row and column position

Notes:

.. ’u_\t, i’

l /

Prepared by: J. A. Escarzaga

Drawn by: A.C.

POWER AUTHORITY OF THE STATE OF NEW YORK
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"INDIAN POINT 3 POST ACCIDENT MONITORING INSTRUMENTATION

SYSTEM: R i.‘@h'on Monitoring

DATE: April 1979 SHEET33 oF 35

Portable Instrumentation

No | INSTRUMENT TYPE QTy | LOCATION MFR RANGE PARAMETER| COMMENTS

481 | sam-2 /RD-22 || Goameet oo | Eberline - ¥

402| MS-2/5PA-3 I " " - X

483 | Aic Sampler ! " Bend:x - p-¥

A4 | Lon; /3 r ! " Ebecline |Usto SR/be| @-¥
GoNTReL Room . )

485\ ms-2/5PA-3 | s |Ebecline | = X

4861 Aic Sampler ! i, | Bendix - p-x

487 Iodnﬁmﬁﬁ.;;hr_.i.cay_ﬁuﬁr ! - Eheeline |Up ta SR/r| $-¥

)

488 G-m Survg# Meter 3 c::r‘nﬁf%:/yn; _ELgdmc_nf_tp_l_x_Rﬁ.r B-¥

ﬂiﬂuﬁmxﬁmt\tjluﬁ:ma t 1 ' . 0-5 R/he n

490 Inaiz..ﬁuﬁmézt_.fnnszﬂef&r 2 " EhclmL_Ur_o_LMf rl 8- ¥

491 | Friskers L 2 | " o-:o‘chMR -¥

From - Y

4492 | 55 : : ; rs 27 " Lo oo-zsz ¥

493 _-D_uimtcacﬁnﬁtr 2 ” - -

Notes: |Y)orated in Con-Ed Service Conler o TP S:ite

POWER AUTHORITY OF THE STATE OF NEW YORK

- Prepared by: J. A. Escarzaga
Drawn by: A.C.




INDIAN POINT 3 POST ACClDEl‘\IT MONITORING INSTRUMENTATION

DATE: _Af‘ml_lﬂ_ZL SHEET34 OF 35
SYSTEM: Radiation Monitorin Q
- Port: 'd)
No. | JINSTRUMENT TYPE QTy | LOCATION MFR. | RANGE PARAMETER | COMMENTS
|49 G-M Survey Meter 3 gﬁﬁfﬁfﬁfﬁggﬁ@mupmf p-¥
495 | Neutron Sucvey Mefer ! " 0-5R/Mr | _pn
496 | awﬁm.dbnmbmﬁzay_&l:ﬁr 3 " Ebecline (Up fo 5R/hr | @-
497| Friskers 2 " 0-10°CPM -¥
. Frem ©-200mR !
498/ Pocket Toniz Chamber Dosimelers | 27 " to0-5 R ¥
499 Dm_m:.t:LCluvgr 2 » - -
[ emenceney
1500 G-M Survey Meter : | |Sosves vesicue | Ebecline |Up te 16 Rlbe| -1
..‘SO_LIAuinﬁm_Clmnber_ﬁmL?_Mgfzr S " i Up to 5 Rbe| -
502 A-¢ PMLEJ.H{.’.MLL!LLALLWI ! " Bend:ix - | CEM Capaci
503(p-c ﬁuchM.zL_\(n_hm_ALr_S.‘?b/er | " = 0.5 LFM Cn,&na‘lff__—__-__!
So4 Tn_f.LE_mmcn_ﬂ.L&#/ov Kt ! " -
505 | SAM-2/RD22 with Sampls Holder | | . Ebecline |~ ¥ .
506 | Pocket Toniz Chamber Dosimelers 12 o ¥ L
Jo7 Dz.u'm.:fm_éb.agsf J - - |
_ Notes: 1) [ peated ot Lon-£d Peehshill Substation.
POWER AUTHORITY OF THE STATE OF NEW YORK

_ 2)Stationed at Lon-Ed Enviconmental Lab al I.P Site

Prepared by: J. A. Escarzaga

Drawn by: A.C.



INDIAN POINT 3 POST ACClDENT MONITORING INSTRUMENTATION

_ DATE. April 1979 SHEET35 oF 35
- SYSTEM: Radiation Monitoring
- Porft d)
‘No. INSTRUMENT TYPE Qty LOCATION MFR RANGE PARAMETER | COMMENTS
T |DBack-vP EMERG.
| 508 G-M Sucig" Meter | __|svevey vencie | Eberline |Up to 1K Ribr 16-6'
509 | fer | 1 " v Upte SRIhe| p-¥
10 [ A-C szd_tl.\}h_\ln_mz_AmjamA/u ! " Bend.i - | LEM Capacity
Sl | D-C PMLM&LMMM’ ! " - 0.5 CFM Cn,!)u—if]v
512 benl Emmn_m_:_n_t_[_ﬁamk/nnl K. ! ! . -
513 | RM-14/HP- 2zoJLtlL5mpl¢_H¢u¢ ! . Eberline 0:-S0K CPM | (-X
rom O - mR !
14 PMMM& 12 " Ce 05 R ¥
515 Dos.mmvaf ! ! - -
IP-3 From 0-Soom R
516 | Pachet Toniz Chamber Dosimetscs | 60 | Guseo Housk o oos X
17! Dnsi er 1| " - -
: Notes: )) Stationed at Con-Ed Enll'ca-ﬂmgn&l Lab ot TP S 1=

POWER AUTHORITY OF THE STATE OF NEW YORK

Prepared by: J. A. Escarzaga

Drawn by: A.C.




