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The response to RAI No. 338-2325, Question No. 06.04-8 stated that water-tight doors 
will be employed in the control room.  Please provide a general description of the design 
of the doors and how the water-tight doors will be arranged.  Please indicate if identical 
or similar doors have been used in similar applications elsewhere?  Please note which 
doors will be water-tight.  Will the doors be the normal ingress/egress doors or will there 
be special normally-open water-tight doors staged for closing in the event of a flood?  
Will they be normally open or closed?  To permit evacuation, will the doors be designed 
to permit opening when there is flooded water outside or inside the doors.  Please 
describe if the doors will be part of the control room envelope and if they will be included 
in the tracer gas testing. 

 
 


