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ITAAC Item 12 in Table 2.7.1.11-5 

The staff wrote RAI 191-2048, Question 14.03.04-1 (Question 8193) for 29 typographical 
errors in Section 2.7.1.11of the DCD.  The applicant addressed 28 of those errors in an 
acceptable manner.  The applicant's suggested fix to the 29th error for this ITAAC is not 
acceptable.  The AC of this ITAAC is stated as follows:"From the result of analyses,any 
two of the as-built EFW pumps deliver at least 705 gpm to the any of the two SGs 
against a SG pressure up to the set pressure of the first stage of main steam safety 
valve plus 3 percent."  There are four SGs, how does the phrase  "to the any of the two 
SGs" address all four of the SGs?   

Provide changes to AC to account for all SGs. 

The regulatory basis for these comments is 10 CFR 50.70 and 10 CFR 50, Appendix B, 
Criterion III. Design Control. 

 
 


