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JOHN S. DYSON
CHAIRMAN

GEORGE L. INGALLS
VICE CHAIRMAN

RICHARD M. FLYNN
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POWER AUTHORITY OF THE STATE OF NEW YORK

NEwW YORK, N. Y. 10019
(212) 397-6200

September 11, 1980
IPN-80-82

Director of Nuclear Reactor Regulation
U. S. Nuclear Regulatory Commission

Washington, D. C. . 20555

Attention:

Subject:

Dear Sir:

Mr. Steven A. Varga, Chief
Operating Reactors Branch No. 1
Division of Licensing

Indian Point. 3 Nuclear Power Plant

Docket No.

Electrical Override/Bypass of ESF

Actuation Signals

GEORGE T. BERRY
PRESIDENT & CHIEF
OPERATING OFFICER

JOHN W. BOSTON
EXECUTIVE VICE
PRESIDENT & DIRECTOR
OF POWER OPERATIONS

JOSEPH R. SCHMIEDER
EXECUTIVE VICE
PRESIDENT & CHIEF
ENGINEER

LEROY W. SINCLAIR
SENIOR VICE PRESIDENT
& CRIEF FINANCIAL
OFFICER

THOMAS R. FREY
SENIOR VICE PRESIDENT
& GENERAL COUNSEL

This letter responds to your August 20, 1980 letter which
requests a proposed long-term solution to correct blocking of -
manual system-level actuation features for Containment Isolation
(Phase A) and Containment Spray after the reset of the automatic
actuation signals of these systems and prior to the reset of the
Safety Injection Actuation Signal.

The.enclosed sketches detail the actuation schemes of the
Containment Spray and Containment Phase A Isolation Systems
including the proposed long term solution td the above mentioned
This solution requires the installation of an additional
contact block on the existing manual actuation pushbuttons. The
new contacts will be used to de-energize the respective reset

concern.

relays when depressing the pushbuttons.

The de-energizing of these

reset relays will eliminate the electrical block in the actuation
scheme of the Containment Spray and Containment Phase A Isolation
Systems and these systems will be actuated by the manual pushbutton.

8009170329 /0

/9 00/
S
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This proposed solution has been reviewed by Westinghouse
Electric Corporation and has been determined to be an acceptable
solution to the Commission's concern.

Very truly yours,

€énior Vice President
Nuclear Generation

cc: Mr. T. Rebelowski
Resident Inspector

U. S. Nuclear Regulatory Commission
P. O. Box 38

Buchanan, New York 10511



AN

AP

\Y 74

Lza
L3

Crdl

X}<0 0<0 o>}
®

\V

_sr//

LIIO |

P - QTRM

© o |Rewracy

C:Acg:r’u:t

i

. S ; . A

{0 P o

BN P s Maﬁftgﬂffoﬂ / '
; . g1 ) . » —
| R — 43 T CaATAl‘/Y/\/e'»/fS//tA?" '
! : 6q i o . : ‘ . : "l
- : v LI L
= e A \ 'é :

Ao

L

PR

P

i

[ g

£ |
o8

Lol

13

>
LA
o

prny R
OR%I:\'?L

o |

'orﬂﬂ

RND

5%
Lagi
/‘/o#

fidy ;. . !
a |

3¢ ~'_'
|oman |

(3

g_la / '-.muz } )
> o r dc ’
Fuuaurr\,d A

S
PJM)’M. or.zA:c

Swrrw D., u.n.ufmze '

i
I
o

i
{

}
$

{

{

i
|-
A
e
-

|
NT

f’é//‘/ S/ ﬂs/ﬂjz

bt

|
A
v"'

(
o i)
P S A ’ R o '_“." ¥ .
: ,-"'wrid-{,,

o

: : ot T
T R Lo
| Lo [ T P SR

o i ‘ i

/%u) Co»mom. 4aoca 77; ¢x.z;>‘r‘rr(q

/%//am. 4¢7u,ora:on{ /p aHduW-S

I
7@1-4 B CI‘A{C@?‘ uTrc.rzes

ﬁ3/ f5o? co»/mq,?:s o0& /yw
OT«R(Y. csowmc;r ,/p‘c,o c/{ 3

A WM&@(MVJW"‘W“"""'"*“

i

>
L La b

1
4
i




| /”Iaow‘z:cﬂr.z:oﬁ /
m> A\ R e . N - o Cmmz;{mwr/nu @ow'tw

| _JH\P)

& |§;l
- - [—

r.L comncr CiRch RsiT
1} PB CATR‘ R

/\e(m Aoy e e E;%roﬁ;l;‘
| 1 Ll’“m“iﬂ }__NKSNW ‘ | - o : . mz(?uho.' R\L&n‘

D, : 11
PBIMCAL | 1726 [ A

i Y . 2 L'&L?l &JED.
; i'I,MPﬂ TA(PD bl it At

B L____

- ,swnrcnpevstopmmr“’.i
PRImeal PBIMcAL

N e :
w\,..v;/"' ? o ’“\\\
,-;: - L mare, —>NEW CONTACTS APDEDTOD

3 / . EXISTING MANUAL ACTUATION
PUSHBUTTONS.TRAIN B CiRcuT
. WhW2E9R3| § R22 CONTACTS OF NEW
- OT2N C’ON77\CT.BL'0CK REQD!RED

et Sy, LI

[
.- oo oo ,.—'
o g s bl S ————. _._,-v

~



