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Inservice Inspection/Inservice Test Program

Dear Sir: 

This letter responds to your letter of August 27, 1980 
regarding the ISI/IST programs at the Authority's FitzPatrick 
and Indian Point 3 plants.  

The Authority has reviewed the agreements and commitments 
made during the ISI/IST site review meeting. In addition, our 
conference call of October 2, 1980 between NRC staff members 
and Authority personnel clarified each of the three concerns 
addressed in your letter.  

The Authority will revise the programs for both plants to 
reflect the agreements of the telephone conference call and site 
meetings. Specifically: 

Item 1 - All safety related valves will be included in the 
program. We will revise the programs to include all the Contain
ment Isolation Valves previously omitted as "Appendix J" valves.  

Item 2 - The Power Authority agrees with the NRC that loss 
of redundancy cannot be a basis for relief from testing. The 
Indian Point 3 program will be revised to reflect this position.  
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Item 3 - The Safety Class 1 portion of the CVCS System is 
now included in the ISI/IST program. The remaining portion 
of the CVCS System will be reviewed for system boundary 
classification as Class 3 where hydrostatic testing can be done.  
It is understood that the pumps and valves in this system are 
not included in the Inservice Surveillance Testing Program.  

Very truly yours, 

Taye 
9 enior Vi e President 

Nuclear Generation


