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Dear Sir: 

The following is a Special Report on Penetration Fire Barriers at Indian 

Point, Unit 3, prepared in accordance with the requirements of Technical 

Specifiction 6.9.2.e. The event described is covered by Technical 

Specification 3.14.C.2.b. Even though the penetration fire barriers 

were properly sealed and intact within the allowable seven-day period, 

this Special Report on Penetration Fire Barriers is being prepared 

because the post-maintenance retest was performed after the seven-day 

period was passed.  

On March 8, 1987, two openings were initiated in the plant's penetration 

fire barrier separating the Control Room floor and the Cable Spreading 

Room for the installation of an accountability card reader. The 

appropriate fire watches were posted and fire detection tests completed 

as required by Technical Specification 3.14.C.2.a. On March 13, 1987, 

work was completed and the penetration barrier was resealed and a 
continuous fire watch was maintained for the affected penetration. A 

post-maintenance test was then issued and performed on March 16, 1987 to 

verify the functional status of the penetration fire barrier. This test 

proved that the penetration was sealed satisfactorily.  

The opening of the penetration was for a modification to install an 

accountability card reader in the Control Room as part of a modification 

to computerize personnel accountability during emergency plan events or 

exercises. The affected penetration fire barrier is covered under 

Technica p cification 3.14.C.1.  

Very uly yurs, 
6704220185 870410 
PDR ADOCK 05000286 
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PDR 

lliam A. Josiger 
Resident Manager 

Indian Point 3 Nuclear Power Plant 
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cc: Dr. Thomas Murley 
Regional Administrator 
Region 1 
U.S. Nuclear Regulatory Commission 
631 Park Avenue 
King of Prussia, Pennsylvania 19406 
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1100 Circle 75 Parkway 
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