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BellBendCOLPEm Resource

From: Canova, Michael
Sent: Thursday, December 03, 2009 2:41 PM
To: 'Sgarro, Rocco R'; 'BBNPP@pplweb.com'; 'Freels, James'; 

'melanie.Frailer@unistarnuclear.com'; 'Jacqueline.bell@unistarnuclear.com'
Cc: BellBendCOL Resource; Malave, Yanely; Peralta, Juan; Roy, Tarun
Subject: Bell Bend COLA - Request for Information No. 65  (RAI No. 65)- CQVP  - 2817
Attachments: Letter 65 - RAI 2817 CQVP.pdf

Attached is RAI No. 65 for the Bell Bend COL Application. Based on our discussion on 11/30/2009 we understand you 
have no questions on this RAI. You are requested to respond to this request on or before January 25, 2009. If additional 
time is required to respond, please inform me of your proposed schedule to respond at your earliest opportunity. 
                                                                                                                                                                                     
                                                                                                                                                     
If you have any questions, please contact me. 
 
 
Michael A. Canova 
Project Manager ‐ Bell Bend COL Application 
Docket 52‐039 
EPR Project Branch 
Division of New Reactor Licensing 
Office of New Reactors 
301‐415‐0737 
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Request for Additional Information No. 65  
Application Revision 0 

12/2/2009

Bell Bend 
PPL Bell Bend LLC. 
Docket No. 52-039 

SRP Section: 14.02 - Initial Plant Test Program - Design Certification and New License Applicants 
Application Section: 14.2 

QUESTIONS for Quality and Vendor Branch 1 (AP1000/EPR Projects) (CQVP) 

14.02-26
Standard Review Plan (SRP, NUREG-0800) Section 14.2.II.3.G.i, concerning 
acceptance criteria for combined license (COL) and operating license applicants, 
“Utilization of Reactor Operating and Testing Experiences in the Development of the 
Test Program,” states that “[t]he applicant should provide a summary of the principal 
conclusions or findings from the review of operating and testing experiences at other 
reactor facilities and their effect on the test program.  This review should recognize 
categories of reportable, repeatedly experienced occurrences and other operating 
experiences that could potentially impact the performance of the test program.” 

Section 14.2.8 of the applicant’s FSAR incorporates, by reference, Section 14.2.8 of the 
U.S. EPR FSAR, which states that “[t]he design of the U.S. EPR is an evolutionary 
design.  As such, the experience gained from previous successful startups is factored 
into the initial test program.  This information reflects both AREVA NP operating and test 
experience and industry wide experience concerning pressurized water reactors.  A 
summary will be developed to provide conclusions from this review and the effects on 
the test program.”  

The applicant’s FSAR, however, does not state that the summary or review will contain 
recognized categories of reportable, repeatedly experienced occurrences and other 
operating experiences that could potentially impact the performance of the test program.  
The NRC staff requests that the applicant supplement the discussion in section 14.2.8 of 
its FSAR to describe in detail testing experiences at other reactor facilities and 
categories of reportable, repeatedly experienced occurrences and other operating 
experiences that could potentially impact the performance of the test program. 

14.02-27
Section 14.2.II.3.H.ii of the SRP states that the applicant should provide additional 
operator training and participation based on the performance and evaluation of the test 
results of certain initial tests.  An acceptable program will satisfy the criteria described in 
Three Mile Island (TMI) Action Plan Item I.G.1 of NUREG-0660 and NUREG-0737.  
Furthermore, RG 1.206.C.I.14.2.9 states that the COL applicant should provide a 
schedule for development of plant procedures as well as a description of how, and to 
what extent, the plant operating, emergency, and surveillance procedures will be use-
tested during the initial test program. In addition, the COL applicant should identify the 
specific operator training to be conducted as part of the use-testing during the special 
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low-power testing program related to the resolution of TMI Action Plan Item I.G.1, 
described in NUREG-0660, NUREG-0694 and NUREG-0737. Furthermore, the COL 
Item identified in Section 14.2.9 of the U.S. EPR FSAR states that the COL applicant 
should identify the specific operator training to be conducted as part of the low-power 
testing program. 

Section 14.2.9 of the applicant's COL identifies that to accomplish these goals; the 
emergency operating procedures will be performed on the plant simulator for procedure 
validation and operator training.   

The NRC staff requests that the applicant revise Section 14.2.9 of its FSAR to include a 
provision that specific operator training and participation, based on the performance and 
evaluation of the test results of certain initial tests, will be conducted as part of the use-
testing of the plant operating, surveillance, and emergency procedures during the initial 
test program, or to justify an alternative. 
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