
OPERATING DATA RIPORT

DOCKI-TNO. 50-286 
DATE 1/2/80 

COMPILETIID IY C. Connell 
TELEPHONE (914) 739-8200

"UrI -i ,.  

1. Unit Name: Tnian Point No. 3 Nuclear Power Plant Notes 

2. Reporting Period: December 1979 

3. Licensed Thennal Power (M\Vt) 302,5 

4. Nameplate Rating (Gross .MVe): 1013 

S. Design Electrical Rating (Net Mie): 965 

6. Maximum Dependable Capacity (Gross M'e): 1000 

7. Maximum Dependable Capacity (Net M%e): 965 

8. If Changes Occur in Capacity Ratings (Items Number 3 Through 7) Since Last Report. Give Reasons:

9. Power Level To Which Restricted, If Any (Net MWe): 

10. Reasons For Restrictions. If Any: N/A

None

This Month Yr..to-Date Cumulative

Hours In Reporting Period 

Number Of flours Reactor Was Critical 

Reactor Reserve Shutdown Hours 

Hours Generator On-Line 

Unit Reserve Shutdown Hours 

Gross Thermal Energy Generated (MWH) 

Gross Electrical Energy Generated (MWtl) 

Net Electrical Energy Generated (NiWII) 

Unit Service Factor 
Unit Availability Factor 

Unit Capacity Factor (Using MI)C Net) 

Unit Capaciiy Factor (Using )ER Net) 
Unit Forced Outage ate
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'24. Shutdowvns Schedulcd Over Next 6 Munths (Type. Date. and l)uration of Eadh): 

Refueling Outage In Progress

If Shut Down A I E nl Of Report Period. .slimated Date of Startup: 

Units In lest Statttt (Prior to Comwercial Opiralion):
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AVERAGli DAILY UNiI' POWER LEVEL

DOCKET NO.  

UNIT 

DATE 

COMPLETED BY 

TELEPHONE

• 28G __ 
No.3 

1/2/80 

C. Connell 

914-739-8200

December 1979

( AVERAGE DAILY POWER LEVEL 
(M We-Net) 

NO GENERATION

DAY AVERAGE DAILY POWER LEVEL 
(MWe-Net) 

17 NO GENERATION 

18 

19 

20 

21 

22 

23 

24 
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27.  
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29 

30 
31 __________

INSTRUCTIONS 

'On this rL .list 'the avrtgc :da'ily u nit power .iel-in.IMwc-,Net for- ash:dayin'f lie reportin~ month. Coipute o 
thc ilcarest wholermcgawat~t.  
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UNIT SHUTDOWNS AND POWER REDUCTIONS 

REPORT MONTI, December 1979'

DOCKET NO. 50-286 
UNITN.AME I-ndian Point #3 

DATE 1/2/80 
COMPLETED BY C. Connell 

TELEPHONE 914-739-8200

F: Forced 
S: Scheduled

Reason: 
A-Equipment Failure (Explain) 
B-Maintenance of Test 
C-RefCucling 
.D-Regulatory Restriction 
E-Operator Training& License Examination 
F-Administrative 
G-Operational Error (Explain) 
II-Other (Explain)

Method: 
I-Manual 
2-Manual Scram.  
3-Automatic Scram.  
4-Other (Explain)

Exhibit F - Instructions 
for Preparation of Data 
Entry Sheets for Licensee 
Event Report (LER) File (NUREG
0161)

ExhibiI r Same Source



SUMMARY OF OPERATING EXPERIENCE - DECEMBER 1979 

The Unit continued to remain shutdown all month for a Refueling Outage.  

The estimated date for startup is January 29, 1980.



MONTHLY I & C CATEGORY I REPORT

December 1979 
Month

1 1 1 r

W. R. #
I1
IC-I-516-2 

IC-I-540-2 

IC-I-546-3C 

IC-1-560-2 

IC-I-581-2

EQUIPMENT

CH II Iodine Monitor Recorder 

R-23 PRM Fan Cooler Unit 
Liquid Monitor 

891C Accum. Vent Valve 

R-16 Fan Cooler Unit Liquid 
Monitor 

PCV-1136 - #33 ATMOS 
Relief Valve

M~T.FTThTC'mTC~M flflflflr'flm,-Tfl ,~ nmr at,

No response on recorder 

High Alarm Light will not 

Solenoid doesn't energize 

No Input Signal 

Inoperative Positioner

clear

Replaced Amplifier Board 

Repaired badsolder joint on 
Alarm P.C. Board 

Replaced solenoid 

Repaired Bad Connection on 
Card Connector 

Disassembled and cleaned 
Positioner

DATE

12/5/79 

V/3/79 

12/27/79 

12/3/79 

12/8/79

I
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MONTHLY MAINTENANCE REPORT

December 1979 
Month

DATE W.R. # EQUIPMENT MALFUNCTION CORRECTIVE ACTION

Reactor Refueling Cavity 

#33 Charging Pump Breaker 

Reactor Coolant System 

#32 Containment Spray Pump

12-5-79 

12-29-79 

07 7-79 

12-19-79 

12-17-79 

12-3-79 

12-4-79 

12-10-79 

12-11-79 

-28-79 

12-29-79 

12-28-79 

12-27-79

1-719 

1-780 

1-784 

1-793 

1-360 

1-803 

1-806 

1-812 

1-817 

1-834 

1-838 

1-840 

1-841

Personnel Air Lock 80' VC 

Fuel Storage Building 

Valve 856A 

PCV 1090 

FI-916 

Valve 1475

Cavity Liner Has Cracks 

Trip Spring Doesn't Rewind 

Bellow Leaks PCV 455B 

Preventive Maintenance 

Valve Leaks Through 

Excessive Air Leaks 

Inservice Inspection and 
Damaged Insulation 

Weld Channel pressurization 
Valve to door does not function 

Door Seals Leak 

Valve Doesn't Operate 

Regulator Doesn't Maintain 250# 

Indicator Sticks 

Valve Leaks

Weld Repaired Liner 

Cleaned Contactor 

Replaced Internals 

Replaced Pump Bearing and 
Inspected Internals 

Replaced Internals 

Adjusted Valve Seats 

Cleaned Piping and Replaced 
Insulation 

Cleaned Weld -Channel Valve 
Internals 

Adjusted Seal 

Replaced Limitorque Operator 

Repaired Leaking Relief 
Valve 1475 

Removed Boron Deposit 

Relapped Valve

Valve 203 

FCV-1170, 

Equipment

CVCS 

1171 

Piping


