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From: Eudy, Michael
Sent: Tuesday, December 01, 2009 4:33 PM
To: 'dwstillwell@stpegs.com'
Cc: Pohida, Marie; Mrowca, Lynn; Hilsmeier, Todd; STPCOL
Subject: New STP Chapter 19 RAI 
Attachments: RAI 3958.doc

Importance: High

Bill, 
 
Here is a new RAI based on our audit and recent information provided to the Westinghouse Reading room.  
We would like to issue them as soon as possible.  Please let me know if you want me to issue them or set up a 
telecon.  Thanks. 
 
Michael A. Eudy - Project Manager 
U.S. Nuclear Regulatory Commission 
NRO/DNRL/NGE1&2 
301-415-3104 
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Request for Additional Information No. 3958 Revision 3 
 
  
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 19.01 - Determining the Technical Adequacy of Probabilistic Risk Assessment Results for 

Risk-Informed 
Application Section: 19 

 
QUESTIONS for PRA Licensing, Operations Support and Maintenance Branch 1 (AP1000/EPR 

Projects) (SPLA) 
 
19.01-*** 

The staff has reviewed the applicant's response to RAI 19-18 and 19-20 and has 
additional questions.  The shared fire water system design departure impacts the 
shutdown and full power hurricane risk assessment for the site.  In accordance with 
10CFR Part 52.79(d)(1), the staff requests that the applicant provide: 
  
(a) the shutdown and full power hurricane core damage frequency (CDF) and large early 
release frequency (LERF). 
(b) a description of the dominant sequences contributing to the shutdown and full 
power hurricane CDF and LERF estimates. 
(c) the list of SSCs that were identified as risk significant for the Reliability Assurance 
Program with the supporting Fussell-Vesely (FV) and Risk Achievement Worth (RAW) 
for component basic events, human error probabilities, and common cause failures. 
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