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December 3, 2009

Mr. Scott Head, Manager
Regulatory Affairs

STP Nuclear Operating Company
P. O. Box 289

Wadsworth, TX 77483

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 294 RELATED TO
SRP SECTION 8.2 FOR THE SOUTH TEXAS PROJECT COMBINED LICENSE
APPLICATION

Dear Mr. Head

By letter dated September 20, 2007, STP Nuclear Operating Company (STP) submitted for
approval a combined license application pursuant to 10 CFR Part 52. The U. S. Nuclear
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable
the staff to reach a conclusion on the safety of the proposed application.

The NRC staff has identified that additional information is needed to continue portions of the
review. The staff’s request for additional information (RAI) is contained in the enclosure to this
letter.

To support the review schedule, you are requested to respond within 30 days of the date of this
letter. If changes are needed to the safety analysis report, the staff requests that the RAI
response include the proposed wording changes.



S. Head -2-

If you have any questions or comments concerning this matter, | can be reached at
301-415-4093 or by e-mail at Adrian.Muniz@nrc.gov or you may contact George Wunder at
301-415-1494 or George.Wunder@nrc.gov.

Sincerely,

IRA/

Adrian Muhiz, Project Manager
ABWR Projects Branch

Division of New Reactor Licensing
Office of New Reactors

Docket Nos. 52-012
52-013
eRAI Tracking No. 4017

Enclosure:
Request for Additional Information

cC: William Mookhoek
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If you have any questions or comments concerning this matter, | can be reached at 301-415-4093
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Request for Additional Information No. 4017 Revision 3

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 08.02 - Offsite Power System
Application Section: SRP 8.2

QUESTIONS for Electrical Engineering Branch (EEB)

08.02-23

In response to RAI 08.02-11, the applicant stated that the switchyard control cables at STP are routed
in concrete modular trench with drain holes in the bottom and trench covers at grade to facilitate cable
installation. The applicant also stated that at South Texas the water table is about six feet below grade
and that the switchyard elevation would be increased by at least a foot above grade to facilitate runoff
during heavy rainfalls. Additionally, the trenches will be mounted on 6-8 inches of crushed stone with a
top layer of 2-3 inches of sand to facilitate leveling of the trench and further improve natural drainage of
potential water accumulation in the trench. Lastly, the applicant indicated that the cables used at STP
are designed for wet/dry environments and should not be challenged since they will not be continuously
submerged. However, this response does not meet the intent of Generic Letter 2007-01 to describe
inspection, testing, and monitoring programs to detect the degradation of inaccessible or underground
power cables that support equipment and other systems that are within the scope of 10 CFR 50.65 (the
Maintenance Rule). Indicate whether there are any plans to implement a program for inaccessible or
underground power, control, and instrumentation cables for testing and inspection; and indicate the
frequency for such testing and inspection or provide justification for not developing such program.

Enclosure
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