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IN COOPLIANCE WITH PARAGRAPH 6.6.1 OF APPENDIX A
TECHNICAL SPECIFICATIONS FOR CON ED I P NUCLEAR UNIT 

FACILITY OPERATING LICENSE #DPR-26 AND CONFIRMING 

VARIOUS TELEPHONE CONVERSATIONS BETWEEN CON EDISON 

PERSONNEL AND VARIOUS PERSONNEL OF REGION I COOPLIANCE 

F12IDIRECTOR OF REGULATIONS (USAEC), PLEASE BE 

.DVISED THAT ON 11-4 AT APPROXIMATELY 1900 HOJRS A 

,lIRE AS OF YET UNDETERMINED ORIGIN WAS DETECTED IN 

UNIT #2 PRIMARY AUXILIARY BUILDING (PAB)o THE FIRE 

WAS FOUND AT THE EAST END OF THE PAB 80 FT ELEVATION 

INVOLVING A TEMPORARY WOODEN SHED (THE CON ED OPERATOR 

WHO DISCOVERED THE FIRE IMNEDIATELZ REPORTED SAME TO 

CENTRAL CONTROL ROOM OPERATOR WHO IN TURN CALLED IN 

LOCAL FIRA DEPARTEMENT FOR ASSISTANCE). THE FIRE WAS 

CONTAINED AND EXTINGUISHEOIN APPROXIMATELY 2 HOURS 

AND THE VARIOUS FIRE DEPARTMENTS WHO HAD RESPONDED, 

TO REQUEST FOR ASSISTANCE REMAINED AT SITE 

UNTIL APPROxINATELZ 25 HOURS.  

~_,J.RVEY OF FIRE AREA REVEALED EXTENSIVE DA!'IAGE TO 
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GARIOUS ELECTRICAL SWITCHGEAR LOCATED IN EAST END OF 

PAB AND SMOKES, HEAT-AND WATER DAMAGE TO OTTER VARIOUS 

EQUIPMENT IN IMMEDIATE VICINITY° AN INVESTIGATION AS 

TO THE CAUSE OF THE FIRE AND THE EXTENT OF THE DAMGE 

IS PRESENTLY UNDE'RWAY 0 

AT TTE TIME OF TTE FIRE-THE REACTOR CORE WAS LOADED 

IN THE REACTOR VESSEL AND THE UPPER INTERNAL PACKAGE 

AND REACTOR VESSEL HEAD NOT INSTALLED0 DURING THE EMERGENCY 

INCREASED SURVEILLANCE OF BORIC ACID CONCENTRATION.  

OF THE REACTOR COOLANT WIAS MAINTAINED, 

NO SIGNIFICANT CHANGE IN THE BORIC ACID CONTENTWAS 

OBSERVED AND AT ALL TIMES THE CONCENTRATION REMAINED 
SF1201LXCESS OF TTE TECHNICAL SPECIFICATION REQUIREMENT 

OF 2000 PPM OR GREATER.  

A WRITTEN REPORT REQUIRED BY PARAGRAPH 6.6.1 OF THE 

TECHNICAL SPECIFICATION WILL BE FORWARDED WITHIN THE 

REQUIRED 10 DAYS 

WILLIAM E CALDWELL JR VICE PRESIDENT 

6.6.1 #DPR-26 11-14 1900. #2 2 2500 2000 6,6. 10o..  
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MEM RUTESL~WSee me about this. For -r-rence. D Fr action.  

F AIC-93 (Rev. May i4, 1947) A ('ICM 0210 Note and return. For signature. For Information.  

TO (Name and unit) INITIALS REMARKS 

cc w/enclosure: RE: _C0N0WoOLA ED MISON_ COPANY (INDIAN DOINT 2)_ 

E. G. Case, DRS(3) DOCKDT N\O. (5O2 
R. S.Boyd, DFJ(2) )ATE 

R. C. DeYoung, DRL( ) 
D bolt,.. . L Attache for your information is a copy of a TWX 

TO DNL(2 INITIAu niS)REMARKS 
Ao Giambusso, w/o eIo R Report dated November 5, 1971, from the subject 

Lo Kornblith, w/o erel.  
R. H. Engelken, w/oncDATE licensee reporting an abnormal occurrence, i.e., 

R. H. Hreiesn, C/o e 
J. B. Henderson, CO fire at Indian Point 2 on November 4, 1971.  

TO (Name and unit) INITIALS REMARKS Mo L. Ernst, "CO 

W. S. Farmer, CO 
CO Files DATE 

PDR 
NSIC 

FO OName and unit) REMARKS 

DR Central Files ,j. ',,.._

Ro T. Carlson, Acting 
Chief, Reactor Testirg 
& Operations Branch, 
CO 

PHONE HO. DATE 

______ 11/17/71 _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

USE OTHER SIDE FOR ADDITIONAL REM4ARKS I *GPO: 1971 0-422-304
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