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From: Comar, Manny
Sent: Thursday, December 03, 2009 2:29 PM
To: Tetter, Keith; Anderson, Brian; david waters; LevyCOL Resource; Robert Kitchen; tillie 

Wilkens
Cc: Mrowca, Lynn
Subject: Draft RAI No. 4031 regarding SRP Section: 19 - Probabilistic Risk Assessment and Severe 

Accident Evaluation for  Levy County, Units 1 and 2  combined license Application
Attachments: RAI 4031.doc

 
All, 
 
Attached is the draft of RAI No:4031, regarding SRP section 19.0  Probabilistic Risk Assessment and Severe Accident 
Evaluation for the Levy County Units 1 and 2 combined license application.   
 
If you need a conference call to discuss the question(s) of the draft RAIs please contact me at 301‐415‐3863.  Unless you 
request additional clarification we will normally issue the RAI as final within 3 to 5 days, from today. 
 
Thanks 
 
 
Manny Comar 
Senior Project Manager 
NRO/DNRL/NWE1 
Nuclear Regulatory Commission 
301‐415‐3863 
mailto:manny.comar@nrc.gov 
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Request for Additional Information No. 4031  
 

 Levy County, Units 1 and 2  
Progress Energy Florida, Inc. 

Docket No. 52-029 and 52-030 
SRP Section: 19 - Probabilistic Risk Assessment and Severe Accident Evaluation 

Application Section: 19.58 
 
QUESTIONS from PRA Licensing, Operations Support and Maintenance Branch 1 (AP1000/EPR 

Projects) (SPLA) 
 
19-*** 

The staff requests that the applicant clarify the following responses to RAI 19-1 that were 
provided in FSAR Table 19.58-201: 
 
a) For the Category 1 Hurricane event, the IEF in the AP1000 DCD is 1.0E-01, but in the 
Levy FSAR the IEF is 1.06E-01.  Since this value is outside the AP1000 DCD bounded 
analysis, explain why this is acceptable and what other analyses were done to ensure 
that this is acceptable. 
 
b) Per Levy FSAR Revision 1 Section 2.4.2.3, switchyard elevation is 47 feet, but 
Probable Maximum Precipitation (PMP) flood level is lowest in grading Zone E at 47.8 
feet (Flood levels in all other zones are greater than 47.8 feet.).  Explain how the 
“switchyard components are designed to be above the PMP flood level” (FSAR Table 
19.58-201) when all grading zones, per Section 2.4.2.3, are greater than the 47 feet 
elevation level of the switchyard. 
 
c) Provide the basis for how the IEFs for Probable Maximum Flood (PMF) on streams 
and rivers, seismically induced dam failure flooding, and probable maximum surge (due 
to Probable Maximum Hurricane (PMH)) and seiche flooding were determined. 
 
d) Explain why a PMH total water elevation of 47.98 feet per FSAR Section 2.4.5.3.2 is 
acceptable when the switchyard elevation is 47 feet. 
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