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EVENT DESCRIPTION AND PROBACLE CO\!SEOU_NCES ‘

1Z) |FOR _INFORMATION ONLY. During a routine power escalation, a visual in-

T3) |spection showed main steam seismic restraint SRM-22A to be leaking oil.

T+) |Although still operable, the re.straint was removed and replacéd within
D {the time period permitted by ’Fechnlcal Specifications. »
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS @
To} |A Bergen-Patterson restraint, Model HSSA-3, was reneved as a preventive

1] |maintenance measure, when it developed a slight oil leak.
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