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CA T;GOHY TYPE SOURCE OCi;K I rJUM ER EVENT [OATE REPORT DATE 

EECONN'T 1 LoI Ll I 01510 1-1oi 21417 I ol 91019 17171 10 1912 191717i 
7 6 57 58 59 60 61 68 69 74 75 80 

EVENT DESCRIPTION FOR INFORMATION ONLY.  
[ IDuring normal operation', a routine inspection revealed~a slight leak in I 

7 89 80 

0O3 ja main steam system seismic restraint (SR-MIOA). Although the restraint 
7 8 9 1 80 
04 lwas still operable, a decision was made to remove and replace it before I 
7 8 9 1 80 

EI lit became inoperable. A new restraint was installed within the time I 
7 8 9 180 
jT limits permitted by Tech. Specs. [TEIR-77-2-i0]. I 
7 8 9 PrAE 80 

SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE. COMPONENT CODE SUPLIER MANUFACTURER VIOLATION 

I0 7 IE I I H IA I NI GI E I III BI 2 1 10 oN 
7 8 9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

IA Bergen Patterson seismic restraint, Model HSSA-30, developed a slight I 
7 8 9 80 

09 boil leak at the cylinder body end tubing connection, and was replancp 
7 8 9 80 
[E Ito prevent further deterioration. I 
7 8 9 80 

FACILIT Y METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION 

[ l I 10 olo1 1 NA I ILB I Routine Surveillance 
78 9 10 12 13 44 45 46 80 

FORM OF I 
ACTIVITY CONTENT 
RELEASED OF RELEASE A"MOUNT OF ACTIVITY LocATIoN OF RELEASE 

M12 IL I A I INA I 
7 8 9 10 11 44 45 .80 

PERSONNEL EXPOSURES I 
NUMBER TYPE DESCRIPTION 

1 3 io0 101 I IN0 1_ 
7 89 11 12' 13 80 

PERSONNEL INJURIES 
NUMBSE DESCRIPTION 

[o_ olo NA I 
7 8 9 11 12 80 

PROBABLE CONSEQUENCES 
15 I NA 

7 8 9 80 

LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

1 6L I I NA i
7 8 9 10 80 

PUBLICITY 

.1171 INA 
7 B 9, 80 

ADDITIONAL FACTORS 

18INA .  

7 8 9 8111040006 770929 80 
PDR ADOCK 05000247 

(S PDR 
7 89 , 0 
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