
Consaidate Ecft Cor411VUII of CIqw Yru. Inlc 

4 Irving PaCO. New Yorki N Y 10003 

m'ay 16, 1977 

lndIin Point Mn Mt INo.  
D~ockat Igo. 50-247 

Nx. aa P. O'Reilly, Director 
Office of Inspection and5 Enforcerient, Region I 
U. S. N~uclear Requlatory Com~isgion 
631 Park Avenue 
Ring of Prussia# Pennsylvania 19406 

Deav mir. 0' Rouly 

In accord~ance with the 7echnical Specif ications of ?pacility 
Operating Licentse NO. DPR-26 , the 'followizq report of Report
able Occ-urrence lf-. 77-2-11 (A),. conf irr. a telepbone report 
tO -"r- achn Streeter of your office, this date* 

The oCcurrence is the tY-pe defined in Resuiltory Culide 1I.16P Revision 4, Section C.2.a.(2).  

On May 16, 1977, whIle oL~erating at 1001 reactor -power, -it WAN determined tbat tb-e contents of the refueling water storage tank were approximrately 5,300 gallons below the rninim.zm 
?echmical SPecification of 350,000 gallons. Sufzgcient water Was added to the tank~ to bring the contents above the required 

VerY truly yours, 

< 'Ward V.  
X- t ing xm 
rNtzclear Power Generatioln 
Indian POiivt Station 

Buchana , -ew York 1A.1 

Sopy to: Director, Office of Management In1formatiri 
-and Pr1z_' Control 

W4'~j~t~-0. C. 20555 
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