
Cco'SOlidaled Ed'.30n Companvy of New Yotk. Inc.  X"! 4 living place. New York~, N Y 10003 

-October 25, 1976 

Rex Indian Poinit Unit 110. '2 
Docket No.. 50-247 

tr. 3amzes P. OgReilly, Drco 
Office of inspection and Enf orcenent-, Relqion 
U. S. Nuclear Regul.atory coimnission.  
631 ,Park Avenue 
King Of PrUsSiar Pennsylvania 109406 

In acco-dance with the Technical Specifications of F'aciJj.1ty Caprating Liba-Ie No. DP-26,r the followingy report of Reportable Oc-.  Cuzrence No. 76-i-20 (1,) confIrm~s .a telephone report -to Mr. Robert Carllson of vnui _1 tr dato.  
*The o-Currence is the type defined in Regul1atory Guide 1.16, PO-.  .Visijon 4, Section c.2.a. (2).  

On October 24, 1976, while operatir.9j at 100% reactor power, it -. was deternined that f-the contents of the refueling water stvraqte: tzark W z-e 4PPr:~E~ately 800 gallons below the zminixum Techatical Specification of 350,000 gallons. Sufficient water was a~dded *to tile tank to bring the contents above the required amlrount-.  

very &VUly yrr 

fEdriard P. iRessig, 
SActing m~anager

Nuclear Power Generatio 
* Indian Point Station- 

.  

Buchanan, New. York 10511 
Copy to. Director, Office of Manaaement Information 

and Progrza Con-tro2.  
U. S. 1nc.erXeou~latory~ Commisnion 

.Wasinc~om),, C.  
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