
UPDATE REPORT - PREVIOUS 

*LICENSEE EVENT REPORTtEPORT DATE 2/13/76 

CONTROL BLOCK: (PLEASE PRINT ALL REQUIRED INFORMATION] 

1 6 

LICENSEE LICENSE EVENT 
NAME LICENSE NUMBER TYPE TYPE 

oIl NIY 'I AIP1 21 I 01°1-1 0101 01 010 1-1i 01 141 11 1lll 1013 
7 89 14 15 25 26 30 31 32 

REPORT REPORT 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE EDCON'T I I L0J I L I 1 015 1 01-1 01 21 41 71 I 0 11 1 617 I 61 I 014 10 19I 71.6 1 

7 8 57 58 59 60 61 68 69 74 75 80 

EVENT DESCRIPTION 

02 IDuring performance of surveillance test PT-M8 ,bistable LC,-L27F trip setJ 
7 89 80 
03 Iting was found to be below the limiting safety system setting. This bi-I 
7 89 80 
04 Istable provides input to-a two out of three logic which initiates a I 

7 8 9 80 
05 Ireactor trip on low steam generator level. The remaining two bistaes 
7 8 9 80 

E Iwere found to be pronerly set and operable. A defective power su.p-,l(Cot'c 
7 "8 9. PRIME 80 

SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE COMPONENT CODE SUPPLIER MANUFACTURER VIOLATION 

707 I AW I I I i,1 IT lR I U L J I F11 18 10 1 -J 
7 8 9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

ILevel controller LC-427F,. a .Foxboro 14/63 alarm unit was found to have a 
7 89 80 

Mo Idefective power supply, causing the trip setting to be below the limit- 1 
7 .8 9 80 
10 linp, safety system setting. I 

7 8 9 80 
FACILITY METHOD OF 
-STATUS- % POWER OTHER STATUS DISCOVERY DISCOVERY -DESCRIPTION 

Ei LL1 1 10olo I INA LJ I Surveillance Test 
7 8 9 10 12 13 44 45 46 80 

FORM OF 
ACTIVITY CONTENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 

lL 'I NA I I NA 
7 8 9 10 11 44 45 80 

PERSONNEL EXPOSURES 
NUMBER TYPE DESCRIPTION 

1310l 1 0 Z I NA _ 
7 8 9 "11 12 13- 80 

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

14 Iol olol I A I 
7 8 9 11 12 80 

PROBABLE CONSQUENCES 
5 A 1 

7 B 9 80 
LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

1i6 l I NA 1 
7 8 9 10 80 

PUBLICITY 

17 NA 8111090036 760409 _ _ _ _I 

7 8 9 5Pfi1 Annrlpi , -,nA,7 80

ADDITIONAL FACTORS KPDR
1 Fvent Des. (Cont'd): board ,,s -iren red and the trip setting adjusted 

9 8' above the Technical Specification minimum setting. (R.O.-76-2-2(B)). 8 

NAME:Michael Shatkouski (914)-739-8823 8 NAME:PHONE: 
GPO 881-•66'
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