
LICENSEE EVENT REPORT 
CONTROL BLOCK: (PLEASE WT ALL REQUIRED INFORMATION) 

1 6 
LICENSEE LICENSE EVENT 
NAME LICENSE NUMBER TYPE TYPE 

01II NJ Y I IP ISl 21 I I 0 110 1 121 101 14 LL L 11111 12oil 
7 8 9 14 15 25 26 30 31 32 

REPORT REPORT 
CATEGORY TYPE SOURCE 6OCKETN!UMB0ER EVENT, DATE 10 REPORT DATE 

01CONr .L I 05 1 I'05 1 1 1 41 71 1012101 7161 10121l17161 
7 8 57 58 59 60 61 68 69 74 75 80 

EVENT DESCRIPTION 

02 LDuring cold shutdown conditions, a routine inspection of hydraulic 
7 8 9 1 80 
03 isnubbers indicated an insufficient fluid level in Snubber 52 SR-713. I 

7 8 9 80 
04 IThe snubber which was located on the discharge of No. 22 accumulator, I 

7 8 9 80 
05 Iwas replaced. (R.O. -76-2-5(A)). 8 

7 89 80 
06 fI 

7 8 9 PRIME 80 
SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE COMPONENT CODE SUPPLIER MANUFACTURER VIOLATION M L H IEI iIA I NJGiL IR i I I BI 2 11 01 IN 

7 8 9 10 11 12 17 43 .44 47 48 

CAUSE DESCRIPTION 

0 I8nspection of this Bergen-Paterson hydraulic restraint, Model HSSA-3-6, 
7 8 9 80 
OH irevealed that fluid leakaae was the result of loose cylinder tie rod I 

7 -8 9 .80 
10 Inuts The 9Pfef-ive snubher was rep1acl. I 

7 8 9 80 
FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION S IGI 19 010 I NA I IB [Routine Inspection I 

7 8 9 10 12 13 44 45 46 80 FORM OF 
8/A 

ACTIVITY COiI TENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 

12 Z LiZ I NA I INA I
7 '8 9 10 11 44 45 80

13 
7 8 

E 
7 8 

15 
7 8 

16 
7 8 

17 
7 8

PERSONNEL EXPOSURES 
NUM•ER TYPE DESCRIPTION 

LI I [01 EI I NA I 
9 11 12 13 80 
PERSONNEL INJURIES I° I IM 
9 11 12 80 

P4kOBABLE CONSEQUENCES 

I NA I 
980 
LOSS OR DAMAGE TO FACILITY 

TYPE DESCRIPTION lzU l NA 
9 10 80 
PUBLICITY 

INA I

ADDITION 

18 INA, 
7 89 

719 
7 89

AL FACTORS

(_8111090129 760217 PDR ADOCK 05000247 
S PDR 

NAME: Michael Shatkouski

2~ 80 

(914) 739-8823 80 
PHONE: 

GPO 881-667

9


