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LICENSEE LICENSE EVENT 

NAME LICENSE NUMBER TYPE TYPE 
1 I NJYI IIPI 21 I 01 0 I1 0101 01 010 1- 1 01 0 14 1Z l1 1 1ll 10 131 

7 89 14 15 - 25 26 30 31 32 

REPORT REPORT 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE 

EICON IiL L IJ 10151 01-1 0121 41 71 1 011111 6171 61 I 01 21113 17161 
7 8 57 58. 59 60 61 68 69 74 75 80 .  

EVENT DESCRIPTION 

02 [During performance of surveillance test PT-M8, bistable LC-427F trip setJ 
7 839 80 
03 ting was found to be below the limiting safety system setting. This bi

7 8 9 80 
70 Istable provides input to a two out of three logic which initiates a .  
7 8 9 80 
05 Ireactor trip on low steam- generator level. The remaining two bistables I 

7 8 9 80 
06 were found to be properly set and onerable, A defective power supply(Cc t'd 

7 8 9 PRIME 80 
SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE COMPONENT CODE SUPPUER MANUFACTURER VIOLATION 

07 TjA LIh III N1 SITIR I U [j I F1ll8 101 LX 
7 8 9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

08, [Level controller LC-427F, a Foxboro M/63 alarm unit was found to have a 
7 8 9 80 WIdefective power supply, causing the trip setting to be below the limit
7 8 9 80 

WE ling safety system setting. I 7 8 9 80 FACILITY METHOD OF 

STATUS % POWER OTHER STATUS. DISCOVERY DISCOVERY DESCRIPTION 
I l I I 1U I Surveillance Test I 

7 8 9 10 12 13 44 45 46 80 
FORM OF 
ACTIVITY CONqTENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 

12 LJ1 IJI NA I I NA I 
78 9 10 11 44 45 80 

PERSONNEL EXPOSURES .  
NUMBER TYPE DESCRIPTION 

1 o 010 l .I NA I 
7 8 9 11 12 13 80 

PERSONNEL INJURIES 
NUMBER DESCRIPTION 

Iol olol I NA 
7 8 9 11 12 80 

PROBABLE CONSQUENCES 
15 I NA 1 

7 8 9 80 

LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

16 I. I I NA I 
7 8 9 10 80 

PUBLICITY 

7I NA I 
7 8 9 8111090143_760213 1 BO

SPDR ADOCK 05000247 ) I ADDITIONAL FACTORS , S . . PDR _J 
18 ,=gn Des. (Cont'd): board tAs r njaced -and the trip setting adjusted 

7 89 8 

above the Technical Specification minimum setting. (R.O.-76-2-2(B)).  

Michael Shatkouski (914)-739-8823 
NAME: PHONE:_ _ _ 
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