
Carl L.Newman 
Vice President 

Consolidated Edison Company of New 
4 Irving Place. New York, N. Y. 10003 
Telephone (212) 460-.5133
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York, Inc.

,&OP~ i

December 5, 1975 

Re. Indian Point Unit No. 2.  
Docket No. 50-247 1-o 
A.O. -75-2-25(B),

Mr. James P. b'j~ji-y, Director 
Office of Inspection and Enforcement 
Region 1 
U.S. Nuclear Regulatoiy Commission 
King of Prussia, PA 19406 

Dear Mr. O'Reilly

In accordance with the requirements of the Technical 
Specifications to Facility Operating License DPR-26, 
the attached report of Abnormal Occurrence 
A.O.-75-2-25(B) is submitted. This report fulfills 
the requirement for a written report within 30 days 
of an-Abnormal Occurrence and is in accordance with 
the format set forth in Regulatory Guide 1.16, 
Revision 3.  

Three copies of this letter and the attachment are 

enclosed as required.  

Very truly yours.

enc.  
mrb

Copy to

Carl L. Newman 
Vice President

Director of Nuclear Reactor Regulation 
ATTN; Mr. Donald F. Knuth, Director (30 copies) 

Office of Inspection and Enforcement 
U.S. Nuclear Regulatory Commission 
Washington, D. C. 20555 

Director of Nuclear Reactor Regulation 
ATTN: Mr. William F. McDonald, Director (3 copies) 

Office of Management Informatioh and 
Prograr. Control 

U.S. Nuclear Regulatory Commission 
Washington, D. C. 20555
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NRC D1 JIBUTION FOR .PART 50 DOCKETjj\TERIAL

-7"---- (TEMPORARY FORM)
CONTROL NO:./3 q 

FILE: INCIDENT REPORT FT

FROM: Consolidated Edison Co DATE OF DOC DATE REC'D LTR TWX RPT OTHER 
New Yor4, NY- 12-5-75 12-10-75 1 XXxX 

" C L Newman . ..... _ _ _ __......._ _ _ _ _ _ _ _ _ 

TO: ORG 'CC OTHER SENT AEC PDR _ _ 

Mr O'Reilly none signed SENT LOCALPDR XX 

CLASS UNCLASS PROPINFO INPUT NOCYS REC'D DOCKET NO: 

XXXXX- -1 50-247

DESCRIPTION: 
Ltr trans the foll.twing:- Abnormal Occurrence #75-2-25 on-11-5-75 

concerning in.perability, of charging pump.s 

due to leaking -head- gAsket on'"#23 pump & 

excessive plunger. s.eal leakage on .#22 pump

FOR ACTION/INFORMATION12-10-75 ah f

BUTLER (L) 
W/ Copies 

CLARK (L) 
W/ Copies 

r ," R (L) 
W/ Copies 

KNIEL (L) 
W/ Copies

SCHWENCER (L) 
W/ Copies 

STOLZ (L) 
W/ Copies 

VASSALLO (L) 
W/ Copies 

PURPLE (L) 
'A/ Copies

ZIEMANN (L) 
W/ Copies 

DICKER (E) 
W/ Copies 

KNIGHTON (E) 
W/ Copies 

YOUNGBLOOD (E) 
. W/ Copies

REGAN (E) 
W/ Copies 

LEAR (L) 
W/ Copies 
SPELS 

W/ Copies 
RE ID 

7 W/jCopies

INTFPRIAF nISTRIPAITION

C REG FILE 

OGC, ROOM P-506A 
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BOYD 
MOORE (L) 
DEYOUNG (L) 
SKOVHOLT (L) 
GOLLER (L) (Ltr) 
P. COLLINS 
DENISE 
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o,'FII E & REGION (2) 
..MPC/PE- (3) 

STEELE

TECH REVIEW 
,.SCj-ROEDE R 
44MACCARY 

KNIGHT 
PAWLICKI.  
SHAO 

L, STE LLO" 
#*HOUSTON 

NOVAK 
,.ROSS 
, I PPO LITO 
jTEDESCO 
J. COLLINS 
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BENAROYA 

,VOLLMER

DENTON 
R I M ES 

GAMMILL 
KAST N E R 
BALLARD 
SPANGLER 

ENVIRO 
MULLER 
DICKER 
KNIGHTON 
YOUNGBLOOD 
REGAN 
PROJECT LDR 

HAR LESS

LIC ASST 
R. DIGGS (L) 
H. GEARIN (L) 
E. GOULBOURN 
P. KREUTZER (I 
J. LEE (L) 
M. RIUSHBROOK (I 
S. REED (E) 
M. SERVICE (L) 
S. SHEPPARD (1 

M. SLATER (E) 
H. SMITH (L) 
S. TEETS (L) 
G. WILLIAMS (E 
V. WILSON (L) 
R. INGRAM (L)
W ...... A (i

_----• -.. ..- L____ _ 

A/T IND 

BRAITMAN 
SALTZMAN 

E (L) MELTZ 
E) 

PLANS 
MCDONALD 
CHAPMAN.  
DUBE (Ltr) 

L) E. COUPE 
PETERSON 
HARTFIELD (2) 

,KLECKER 
EISENHUT 

"WIGGINTON 
F. WILLI.IS 

- I1HANAUER

SF TFRNAI DISTRIBUTION

- LOCAL PDRA Oe e- J)Y..  
- TIC (ABERNATHY) (1)(2)(10) - NATIONAL LABS 

- NSIC (BUCHANAN) 1 W. PENNINGTON, Rm E-201 GT 
- ASLB 1 -CONSULTANTS 
- Newton Anderson NEWMARK/BLUME/AGBADIAN 

ACRS SENT TO LIC ASST "'5 , 
k SEND 01Y TEN DAY REPORTS

1- PDR-SAN/LA/NY 
1 - BROOKHAVEN NAT LAB 
1 - G. ULRIKSON, ORNL 
1 - AGMED (RUTH GUSSMAN) 

Rm B-127 GT 
I J. 0. RUNKLES, Rm E-20 1 

GT
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