William J. Cahiti, Jr,

: . .o Vice President
i 2 -

Consolidated Edison Company of New York, inc.
4 lrving Place, New York, N Y 10003
Telephone (212) 460-3819

&ilg-€y.

August 20, 1975

Re .Indian Point Unit No. 2
Docket No. 50-247 '
A.0, -75-2-12 (@)

Mr. James P. 0'Reilly, Director
Office of Inspection and Enforcement
Region 1

U. S. Nuclear Regulatory Comm1581on
. 631 Park Avenue

King of Prussia,PA 19406

Dear Mr. O'Reilly

In accordance with the requirements of the Techni
Specifications to Facility Operation License DPR- -26,

the attached report of Abnormal Occurrence A.0.-75-2-12 (B)
is submitted. This report fulfills the requirement

for. a written report within 30 days of an Abnormal
Occurrence and is in accordance with the format set

forth in Regulatory Guide 1.16, Revision 3. Three

copies of this letter and the attachment are enclosed

as required.

Ex

Very trﬁly yours

. Enc. . i ,
mrb William J. Cahill, Jr.
Vice President

Copy to Mr. Donald F. Knuth, Director (30 copies)
- Office of Inspection and Enforcement
U.S. Nuclear Regulatory Commission
Washington, D. -C. 20555
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- _N@DISTRIBUTION FOR PART 50 DQ@KET MATERIAL
e . (TEMPORARY FORM)

CONTROL NO:____8961
FILE:_INCIDENT REPORT FILE
| FROM Consolidated Edison INC. | DATE OF DOC| DATE REC'D |LTR [ TWX | RPT OTHER
. . New York, N.Y. ) .
William J, Cahill, Jr, 8-20=-75 8-200-75 XXX, :
TO: : o ORIG CC | OTHER | - SENT AECPDR XXX
NRC ‘ i NONE - SENT LOCALPDR____ XXX
CLASS | UNCLASS PROP INFO INPUT NO CYS REC'D DOCKET NO: o
XX 1 ' . 50-247
DESCRIPTION: o . - " | ENCLOSURES: : ‘
Ietter trans the following........... }r..;;.4 '~ Abnormal Occurance #* 75 2= 12’ on 7- 22- 75)

. Concerning 2 1noperabel charging pumps
due to exces51ve seal leakage..;.: ......

(1 Copy Enclosure Receieved)

PLANT NAME: 1Indian Point # 2 |

, FOR ACTION/INFORMATION SAB 8-25-75
BUTLER (L) SCHWENCER (L) ZIEMANN (L) REGAN (E) S
W/ Copies w/ Copxis W/ Copies W/ Copies ’ : I :
CLARK (L) STOLZ (L DICKER (E) LEAR (L) /
W/ Cooies . W/ Conies W/ Copies / W/3Copies DO NOTREMOVE
PA?R (L) VA/SSALLO (L) KN}GHTON (E) SPE;LS o S
W/ Copies . W/ Copies W/ Copies W/ Copies ‘ \T
KNIEL (L) ' PURPLE (L) YOUNGBLOOD (E} ACKI\‘ OWLEDGED _
W/ Copies W/ Copies - W/ Copies W/ Copies
; INTERNAL DISTRIBUTION
L'E;EG FILED TECH REVIEW ~ DENTON : LIC ASST A/TIND.
~NR ~SCHROEDER™ *JGRIMES R. DIGGS (L) BRAITMAN- -
. ” OGC, ROOM P-506A ¢MACCARY GAMMILL H. GEARIN (L) SALTZMAN
" GOSSICK/STAFF KNIGHT - KASTNER E. GOULBOURNE (L) MELTZ
~CASE . PAWLICKI BALLARD p. KREUTZER (E)
GIAMBUSSO SHAOQ SPANGLER J. LEE (L) PLANS
BOYD c .STELLO M. RUSHBROOK (L) MCDONALD
MOORE (L) _-HOUSTON ENVIRO S. REED (E) CHAPMAN
DEYOUNG (L) "* _~NOVAK MULLER M. SERVICE (L) DUBE (Ltr) .
SKOVHOLT (L) ROSS DICKER S. SHEPPARD (L) E. COUPE
GOLLER (L) (Ltr) ,lPPOLITO KNIGHTON M. SLATER (E) PETERSON
P. COLLINS ¢TEDESCO YOUNGBLOOD H, SMITH (L) HARTFIELD (2)
DENISE ' J. COLLINS REGAN 5. TEETS (L) . « KLECKER
REG OPR LAINAS PROJECT LDR G. WILLIAMS (E) EISENHUT
«FITE & REGION (2) BENAROYA V. WILSON (L) *"WIGGINTON
MIPC/PE {2) ~VOLLMER HARLESS R. INGRAM (L) e F. WILLIAMS
STEELE , M. DUNCAN (E) == HANAUFR |
~ EXTERNAL DISTRIBUTION L
~1— LOCAL PDR__Montrose, N¥. | '
- A1 =TIC (ABERNATHY) (1)(2)(10) - NATIONAL LABS ____~ 1 — PDR-SAN/LA/NY
~1— NSIC (BUCHANAN) 1 — W.PENNINGTON, Rm E-201 GT 1 — BROOKHAVEN NAT LAB
1— ASLB 1 — CONSULTANTS 1 — G. ULRIKSON, ORNL
1 - Newton Anderson ' NEWMARK/BLUME/AGBABIAN 1 — AGMED (RUTH GUSSMAN)
" 8- ACRS SENT TO LIC ASST ¢ ’ . Rm B-127 GT _ -

*% SEND ONLY TEN DAY REPORTS . l—éTD RUNKLES, Rm E-201




!

LICENSEE EVENT REPORT

T | o [ )
contreL oM@l | | | | | | : (PLEASE PRINT ALL REQUIRED INFORMATION)
% e 5 - , _
UCENSEE LICENSE EVENT
LICENSE NUMBER TYPE TYPE
-INIY[IIPISIZI | o] ol-—lololololol—lolol lufr Jafa Ja] [ola]
4 15 26 ‘ 30 31 32
REPORT REPORT
CATEGORY TYPE DOCKET NUMBER - EVENT D REPORT DATE
Phjeont Lplo) [L] T Lol slol—lo L2(u] 7 [o]7]2] 2[7]s]| [ols |20 ] 7]5]
7 e - 57 589 60 68 69 74 75 80
"EVENT DESCRIPTION , ‘
| During normal operation two charging pumps became inoperable due to |
7 89 80
| excessive seal leakage. The remaining charging pump was operable. One |
7 89 80
. Iof the two pumps was repaired and returned to service within the requlreﬁ
7 80
- |2u hours [A.0.-75-2-12(B)] | |
7 ‘ 80
- 1 , l
PRIME 80
SYSTEM CAUSE COMPONENT COMPONENT -
COoDE CODE COMPONENT CODE SUPPLIER MANUFACTURER VIOLATICN
[oF] |e] d I___I IPIUIMIPIXIXI Ly J Luols Is]  Inl
7 89 10 _ 17 43 44 47 48

CAUSE DESCRIPTION
- [The variable speed positive displacement 98 GPM pumps became inoperable |

7 : 80
- Ldue to excessive plunger seal leakage. The seals on the first pump were)|
80
- [renlaced and the pump returned to service the follo owing day The qponnd]
7
89 FACILITY METHOD OF 80
STATUS % POWER ’ OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION
(0] [e]  lLilolol [na | lal L na |
7 8 9 10 12 13 24 45 46 _ 80
FORM OF . . ’ .
:ECLT%YgEYD ch%fggse M OUNT OF ACTIVITY - LOCATION OF RELEASE
NA .
ag | - | L |
7 8 9 B 11 a4 45 80
PERSONNEL EXPOSURES : :
NUMBER TYPE DESCRIPTION : : .
[l tolodo | [z] |__nNA |
7 B9 1M 12 13 _ . 80
PERSONNEL INJURIES . : _
DESCRIPTION R
aad lol 0] L na . |
7 11 i - - A 80
PROBABLE CONSEQUENCES '
bE L NA |
T
Loss OR DAMAGE TO FAGILITY
TYPE DESCRIPTION .
lz) | NA |
7.89 - 10 v v 80
" PUBLICITY :
| NaA |
7 889 80

-ADDITIONAL FACTORS
[(Cause Descrlptlon Cont'd) pump was returned to service following replacel-

7 89 _ . 80
. |Lnent of seals and the number 3 piston. ' : [
7 889 ) ' 50

NAME: 'Mlchael Shatkouski ‘ pHoNE: (914)-739-8823

GPO 881-.667



