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LICENSEE LICENSE EVENT 
NAME LICENSE NUMBER TYPE TYPE 

I] l IIp lsl21 Iolo l I 0o lo lo I ol1- 1o ol 1 1 1 111111 1 
7 89 14 15 25 26 30 31 32 

REPORT REPORT 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE 

[1 CON'T L r L L 1 0 151 01-1 01214 171 10 1512 1417 151 10 161210171 51 
7 8 57 58 59 60 61 68 69 74 75 80 

EVENT DESCRIPTION 
T uring normal operation, it was observed that the Loop 24 Overpower Deltf 

Temp. triD setooint was drifting. Channel was placed in tripped condi-80 

7 8 tion and investigation conducted. Defective potentiometers were found 80 

7w 8 9 80 
EH I and replaced. Redundant channels were in service. [AO-5-2-9(B)] 1 
7 8 9 80 

7 89 PRIME 80 
SYSTEM CAUSE COMPONENT COMPONENT 

CODE CODE COMPONENT CODE SUPPLIER MANUFACTURER V1OLATION 

MOl II IA I I IIINISITIRIRJU EL I F1 11810 I LI 
7 8 9 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

WIA Poxboro Co. summing amplifier No. TM442E S/N 1897512 was cause of 

7 8 9 80 
WoT Idrift. Poor w7ine was found to exist-on three potentiometers in summing I 
7 8 9 80 

[ lunit. The nots were replaced, the unit tested and returned to service. I 
7 8 9 80 

FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION 

W L i I! j1o I NA 1 i- lRoutine Instrument Surveillancq 
7 8 9 10 12 13 44 45 46 80 

FORM OF 
ACTIVITY CONTENT 
RELE',SED OF RELEASE AMOUNT OF ACTIVITY ". A  LOCATION OF RELEASE 

7 6 9 10 11 44 45 80

78 
7 8 

7 8 

7 8 

rM 
7 8 

7 8

EI1 
7 8

PERSONNEL EXPOSURES 
NUMBER TYPE DESCRIPTION 

ILn I H 1 Lz, I -! I 
9 11 12 13 80 

PERSONNEL INJURIES 

o NU 5IERo i ESffTION I 

9 11 12 80 

OFFSITE CONSEQUENCES I NA I 
9 }80 
LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION ' 

9 10 1 80 

PUBLICITY NA 

9 80 

ADDITIONAL FACTORS 

S NA .  
9 8019~2~ 702

; I 81 1 1 0 9 0 2 '9 7 7 5 0 6 2 0 PDR ADOCK 05000247 
L_ s PDR 80 

7 8 9 

NAME: ichael hautkOh ig PHONE: 914-739-8823 
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