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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS 2D
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So I The 4-inch, WKM Power-R-Seal Gate Valve, .CWP 1250, body type 2, was I 

I [ jfound to be operating sluggishly. The valve was exercised until 

Soperating freely. j 
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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES 0 
During a refueling outage while conducting Surveillance Test PTR-35, I 

Inservice Valve Test, it was noted that one of two high temperature 

series shutoff valves, PCV-1310B, in the steam supply to No. 22 Aux. i 

Boiler Feed Pump would not close full stroke. The redundant valve | 

I functioned as required. This event is reportable under the provisions I 

of Technical Specification 6.9.1.7.2 (b).

I so


