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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES 

During the performance of surveillance test PC-R1U (refueling water 

storage tank level .transmitter calibration), the setpoint for the two 

ilow level alarms was found to be approximately 4 feet below the 

minimum level required by Technical Specification 3.3.A.l.k. Related 

Ievent 78-008.
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS ®4247 

J i Event resulted from alarm setpoint drift of a level controller (Barton 

1 I Model 288).and a bistable. (Foxboro Model 63S-BR-0OCHA). A defective 

1 2rI Zener Diode .in the bistable power supply. was repl:aced. The setpoin.ts. I 

1 3 were reset to the required value and the affected instruments have I 

1 4 been placed on a,.-special surveillance program. ..  
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E0. 1 N R oLTPEI NA. 0 
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ITll lo oloJ@l NA 
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